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5. pielikums

Ministru kabineta
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noteikumiem Nr. 529
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(eka vai telpu-grupa)
Buvniecibas veids
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veids
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Koewu A

1.pielikums
Iigumam Nr. 01102019

Projekteésanas uzdevams

“Daudzdzivoklu dzivojamas mijas Stacijas icla 14, Olainé energoefektivitites
paaugstina$anas projektésana ”

VienkirSotis renovacijas kartes un projekta dokumentacijas izstrade programmai
yJzaugsme un nodarbinatiba” 4.2.1.specifiska atbalsta mérka , Veicinat energoefektivitites
paaugstindlanu valsts un dzivojamas ckas” 4.2.1.1. specifiska atbalsta mérka pasikuma
,» Veiciniit energoefektivitates paaugstiniSanu dzivejamas &kas”, kuras nosacTjumus regulé
2016.gada 15.marta Ministru kabineta noteikumi Nr. 160 ,Energoefektivitates
paaugstinaSana daudzdzivok]u dzivojamai &kai”

Stacijas icla 14, Olaing, Olaines novads.

1. Projektgtdjs veic €kas tehnisko apsekoSanu un sastada ekas Stacijas iela 14, Olaing,
Olaines novads (turpmak — Objekts) tehniskas apseko3anas atzinumu. lepazistas ar
Pasiltitaja izsniegto energoauditu un atbilstosi tam veic vienkarSotas fasades atjaunoSanas
apliecindjuma kartes (Turpmak teksta - Biivprojekts) izstradi atbilstosi 19.08.2014. MK
noteikumiem Nr. 500 ,Visparigie biivnoteikumi” un MK nr.529. "Eku biivnoteikumi”
nosacijumiem. Projekt ir ieklaujama viena apliecin@juma karte, kuya ir trTs sadalas:
e Objekta a@r&jo norobezojodo konstrukeiju renovacija;
e Objekta apkures renovacija ar parbavi;
e Objekta zibens aizsardzibas izbuive.
2. Pasiititajs nodrogina izejas datus Biivprojekta dokumentacijas izstradei:
e Nepieciesamos izkopgjumus no inventarizacijas lietas;
Zemesgramatas datus;
Zemes robezu planu;
Dzivojamas majas apsaimnieko3anas un parvaldiSanas ligumu;
ledzivotdju kopsapulces protokolu ar 1@mumu, par gkas atjaunofanas projektu
izstradi;
o [kas energoaudita atskaiti atbilstosi spéka esoSiem normativiem.
3. Projektétdjs veic Bivprojekta dokumentacijas izstradi, ietver taja visus normativajos aktos
noteiktos dokumentus, tai skaita:
3.1. Tehniskds apsekosanas atzinumu atbilstosi Latvijas buvnormativam LBN 405-15 ,Biivju
tehniska apsekoSana”;
3.2. Objekta ar&jo norobeZojoSo konstrukciju renovacijas ar siltinaSanu projekta risinajumus,
izstradatus atbilstoSi:
e Latvijas bivnormativam LBN 002-15 ,Eku norobeZojofo konstrukciju
siltumtehnika”;
e Latvijas biivnormativam LBN 201-15 ,,Biivju ugunsdrosiba”;
e Fasades atbilstosi Eiropas tehniska apstiprindjuma pamatnostadnei ETAG 004 ar€jas
siltumizolacijas sistémam ar apmetumu;
¢ Bivmaterialu raZotdju tehniskajiem noteikumiem.
3.3. Ventildcijas risindjumi atbilsto$i LBN 231-15 ,.Dzivojamo un publisko &ku apkure un
ventilacijas”;
3.4, Ekas energoefektivitates aprékinu;

Sk



3.5.
3.6.
3.7.

Materialu specifikacijas;

Materialu un darbu apjomus;

Projekta dokumentacijas ekonomisko sadaju (tames) atbilstodi LBN 501-15 , Biivizmaksu
noteik3anas kartiba” 2.pielikumam (p&c konstruktivo elementu veidiem)

4. Citi nosacijumi:

4.1.
4.2.

43.

4.4.
4.5.

4.6.

4.7.

Projektétajs veic nepiecieSamos izpétes darbus un Objekta uzmériSanu, nodroginot, lai

Projektetaja atbildigais darbinieks par tamju sastadiSanu piedalitos Objekta apsekosani;

Ekas apseko3anas laika nepieciesams pieaicinat Pasutitaju, lai precizétu veicamo

projektésanas pasikumu kopumu;

Risindjumiem jabit izveletiem saskapd ar energoaudita noraditajiem ieteicamajiem

pasakumiem (taja skaita siltumizolacijas materidlu veidiem un slagu biezumiem — iznemot

gadljumu, ja projektéSanas uzdevuma noradits savadak). Ja Projektétdjs iecergjis veikt

izmainas, tad obligati jasaskano ar energoauditoru un Pasatitdju;

Projekta risingjumus izstradat tadus, lai maksimali tiktu noversti termiskie tilti;

Projektam un atbilsto$ajai dokumentacijai jabiit noformétai, saskanotai ar tehnisko

noteikumu izdevgjiem un Pasiititaju;

Lai noverstu Liguma termina kav&juma risku, Projektétajam jau sakot darbu jaieplano

pietiekami ilgs laiks projekta dokumentacijas un tamju saskano3anai;

Projektetdjs iesniedz dokumentaciju un nodosanas — pienemsanas aktu un rékinu

Pasititajam:

* 3 (trfs) eksemplarus papfra izdruka ar originaliem parakstiem, 1 (vienu) eksemplaru CD
formata (pierakstitu PDF formita, ka arf rasgjumi AutoCAD formata);

o Ekonomisko sadaju 1 (viend) eksemplard CD formata (Microsoft Excel vai ekvivalenti
faila formatd, saglabdjot visas aprékinu formulas) un 1 (vienu) eksempldru papira
izdruka ar originaliem parakstiem.

5. Nepiecie$amie Projekta risinajumi un to detalizicijas:

N.P.K

Darbu veids Izstridajamie risinajumi un ras€¢jumi, detalizicija

4.1.

Vispéceltnieciski

* Vispargjie raditaji (tai skaita teritorijas plans un bivdarbu generilplans)

¢ Demontazas pléns (visas fasades), méroga M 1:100

» Fasades (visas fasades ar augstuma atzimém), méroga M 1:100, tai skaita
krasu pase

e Pagraba stava, 1.-5.stavu un béninu plani méroga M 1:100

¢ Remonta un siltinaanas detalizéti mezglu risingjumi: cokola k&lums abos
virzienos, jumta dzega, logs, ieejas lievenis un jumtin3 ar $k&lumu, balkons
ar Skelumu, gazes vads, béninu un jumta likas horizontals griezums ar

e darbi Sk&lumiem. Visi mezgli méroga M 1:10

¢ Logu un durvju specifikacija, méroga M 1:10

o Fasades sadalfjums izturibas kategorijas (visas fasades), méroga M 1:200

e Skaidrojo3ais apraksts par esosas ventilacijas sistémas tiri$anu un remontu,
individualie dzivok|u piespiedu ventilacijas principialie risindjumi

® Darbu organiz€Sanas projekts un biivlaukuma organizé$anas shéma
(méroga M 1:500)

e Kapnu telpu kosmétisko remontu.

4.2.

InZeniertikli

4.2.1.

Papildus prasibas:
e [zstrddat izvadu planu vertikilai divcaurufu sisttmu ar dalito siltuma

Apkure uzskaiti — alokatori;

e Apkures caurules stivvados paredzét no presétim térauda caurulém
VIEGA SANPRESS, magistrlos gu|vados no térauda




kapnu telpas;
jereguléSanu

o Visparéjie raditaji;

Radiatoru mezgli;

Projekta sastavs, tai skaita:

e Izstradat materialu specifikaciju apkures radiatoru nomainai dzivok|os un

e Darbu apjomos un izmaksas ieklaut apkures sistémas palaifanu un

Apkures sistémas katra gkas stava plans, mérogd M 1:100;
Apkures sistmas izometrijas sheéma, mérogd M 1:100;

Jekartu un materialu specifikécijas.

4.3. Elektroapgide

zibens aizsardzibas vispargjie raditaji
zibens aizsardzibas trases plans, mérogad M 1 :100
zibens aizsardzibas montaZas plans (visas fasades), méroga M 1:100

Noradijumi
44. tamju

sastadiSanai apjomieni

Tames forma veidojama atbilstosi LBN 501-15
Tamé ieklaujami visi darbi, materidli un mehanismi, kas nepieciesami
projekta realizicijai, atbilstodi izstridatd projekta risindjumiem un

e Tames jaiesniedz Microsoft Office Excel (xls vai .xlsx) vai ekvivalentd
formata, faila saglabajot visas aprékinu formulas

4.5. | Citi noradijumi

e Projektsanas uzdevuma var nebit paredzéti visi veicamie pasakumi. Ja
projektésanas gaita tehnisku vai ekonomisku apsvérumu dg] tiek
konstatéts, ka lietderigi veikt vél citus pasakumus vai dokumentu izstradi
vai no atseviskiem pasikumiem atteikties, visas paredz8tds izmaipas
nekavejosi jasaskano ar Pasiititaju.

o Papildus projekt3anas uzdevuma noteiktajiem, izstradajami citi raséjumi
vai mezglu risinajumi saskana ar ALTUM prasibam, ja nepiccieSams.

Pasiititajs:
A/S “Olaines

Valdes ?f e
. Mazurs

ValdMs
V. Liepa

Izpilditajs:
SIA,, Liepdjas namsaimnieks”

Valdes locekl%
M.Ancé@ns

Vi 4




Stacijas 14

a0 |
EE 14 |
—tp—————— ___I

Stacijas 14 | 224 670

Satnleka kopjJama teritorija

Zomes gabala robeZa

Mérogs 1:500




T o ]
NEKUSTAMA IPASUMA TEHNISKA PASE
Arhiva lietas Nr. 3
Pilséta o Ol iig,
rajons = leé-’aﬂ o |
iela, prosp. 59’&1_&)_ majasNr. _{%
pagasts
ma&ju nosaukums
kvartdls _ __ grupa Nr. ________I_‘grunts

Nekustamais pagums reqistréts Valsts zemes gramatu nodaja

Kadastra Nr. Zemes gramatas nodalas saimnieciskais nosaukums
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SIA “Energo projekti®, registracijas Nr. 43603077516, juridiska adrese:

IZPILDITAJS Salnas” — 7, Vecsaule, Vecsaules pag., Bauskas nov., LV - 3932

17T A SIA “Liepajas Namsaimnieks”, registracijas Nr.42103044336, juridiska
PASUTITAJS adrese: Barinu iela 37-5, Liepaja, LV-3401
LIGUMA NR.

Stacijas iela 14, Olaine

OBJEKTS
STADIJA Tehniskas apsekosanas atzinums
IZSTRADAJA BuvinZzenieris Evalds Péteris Cirsis (LBS sert.nr.: 4-03672);

BavinZenieris/energoauditors Artirs Skréjans (LSGUTIS Energoauditora
sert.nr.: EA2 - 0129)

Vecsaule
2019.gada augusts

Sb




Tehniskas apsekosanas uzdevums:
1. Apsekosanas veids: Bives vispariga vizuala apskate bez atseguma veik3anas.

2. Darba uzdevums:
Pamatojoties uz LBN 405-15 “Bivju tehniskd apsekos$ana’ prasibam, veikt objekta
apsekodanu ar mérki noteikt ta tehnisko stavokli.
LBN 405-15 “Bivju tehniskad apsekosana” 8.punkts “Apsekodanas pamats ir baves apskate,
kuras laika fiksé un novérté baves bojajumus.”
s  Sniegt visparigas zinas par bivi;
» Novértét ékas pamatu konstrukcijas stavokli, iespé&jamas deformacijas;
* Novértét virszemes norobezojoso sienu konstrukciju un materialu stavokli, iesp&jamas
deformacijas;
¢ Noveértét parseguma konstrukciju stavokli, iesp&jamas deformacijas,
s Apsekot jumta neso$o konstrukciju, jumta segumu un lietusddens novadsistému, konstatgjot
defektus;
e Veikt &kas iek8&jo inZeniertiklu vizualo apskati, novértgjot to tehnisko stavokli, bojajumus;
e Veikt batiskako bojajumu fotofiksaciju;
o Saistibd ar atklatajiem defektiem formulét ieteikumus &kas Tpasniekam turpmakajai
nepiecieSamajai ricibai.

Apsekosanas gaita izstradajamie materiali:
e Tehniskas apsekosanas atzinums (LBN 405-15 ieteiktaja forma).

Fotofiksacija.
Pasufitjs: IzpildTtajs:
SIA Liep3djas Namsaimnieks* SIA “Energo projekti”

—~ Martind Ancans \// — Atiirs Skréjans
Valdes Toceklis Valdes Ioc7/1$




1. Visparigas zinas par buivi

1122 - triju vai vairaku

1.1 blves veids dzivoklu majas

1.2 apbives laukums, m2 601.9

1.3. bovtilpums, m3 9815

1.4. kopéja plattba, m2 2661,27

1.5. stavu skaits 5 —virszemes, 1 - pazemes

1.6. zemes vienibas kadastra apzZiméjums 8009 002 0632

1.7. zemesgabala plattba, m2 1477

1.8. blves ieprickséjais Tpasnieks Olaines pilsétas Dome

1.9. blves pasreizéjais Tpasnieks Dzivoklu Tpasnieki

1.10. blvprojekta autors Nav datu

111 bivprojekta nosaukums, akcepté$anas gads un Nav datu
datums

1.12. buves nodoSana ekspluatacija, gads Cel8anas gads - 1964

1.13 bives konservacijas gads un datums Nav datu

1.14. bives atjauno3anas, parbives, restauracijas gads Nav datu

115, blves kadastralas uzménsanas lietas: numurs, Nr. 83: 19.03.1998.

izsnieg$anas gads un datums

vt



2. Situacija
21, | zemesgabala izmanto$anas atbilstiba teritorijas planojumam
Uz zemesgabala atrodas viena €ka, atbilsto$i teritorijas planojumam. Zemesgabals ir regularas
formas k& taisnstaris, ar augstu apbjﬁves blivumu un apblves intensitati. (Attéli Nr.1., 2., 3).

I sauKTAS CENTRAAPBOVES TERITORIAS (JC)
[ ] SAVRUPMAJUAPBOVES TERITORLA (D2S)

[ =] sAVRUPMAJU APBOVES TERITORIA (Dz51)
[ ] mazSTAVU DZIVOUAMAS APBOVES TERITORLIA (D2M)
[ ] paupzsTAVU DZIVO.JAMAS APBOVES TERITORWA (DzD)
[[="| DAUDZSTAVU DZIVOJAMAS APBOVES TERITORLIA (DzD1)
[T puBLISKAS APBOVES TERITORUA )

[0 ROPNIECISKRS APBOVES TERITORLA (R)

ROPNIECISKAS APBOVES TERITORNA (R1; R2)

. - o e g = -

¢ : ,/ f Yy N S

2.2. | bives izvietojums zemesgabala
Eka atrodas Olaing, Stacijas ield 14 uz zemes kadastra apz. 8009 002 0632. Eka izvietota
zemesgabala vidusdald, paraléli Saules ielai. Ap &ku ir salidzino$i maz brivas teritorijas, kur
lielako dalu aiznem zala zona, piebraucamie celi un gajéju laukumu segumi. (Attéls Nr.1., 2., 3.).
80090020632

Adrese: Stacijas iela 14,
QOlaine, Olaines nov,, L\V-2114
Platiba: 0.1477 ha
Piederiba: Jaukta statusa
kopipasums




Ekas galvena fasade vérsta uz DR pret Saules ielu, bet otra garenfasade vérsta uz ZA. Ekai ir tris
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bives plan

ojums

Blve pamata tiek izmantota kd daudzdzivok|u Eka, atbilstosi tas orginalajam planojumam.
Eka plana izveidota regularas formas ar maksimalajiem izmériem 53,56 x 11,04m (ékas augstums
14,0m). Ekai ka neso$a (skatit zemak stdvu planus) konstrukcija kalpo silikata kiegelu mdra
$kérssienas un arsienas (b=380 Iidz 510mm).

Nesos$as sienas
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novadi$anas sistéma.

Eka ir pieslégta pilsétas inzenierkomunikacijam — apkure no pilsétas tikliem (karstais Gdens
siltummezgla tiek sagatavots), auksta ldens apgade, kanalizacija, elektroapgade, vajstravas tikli.
Lielai dalai dzivoklos originalie koka bloku logi nomainiti pret jauniem PVC tipa logiem ar stikla
paketém.




3. Teritorijas labiekartojums

Apsekosanas objekta vai apseko$anas priek$§meta nosaukums. Tehniskais nolietojums (%)
Iss konstatéto bojajumu un to célonu apraksts, tehniska stavokla netiek izteikts, jo nav
noveértéjums atseviSkiem bives elementiem, konstrukciju veidiem normativa pamatojuma ta
un blives dalam. Atbilstiba normativo aktu prasibam noteik§anai

3.1 | Brauktuves, ietves, celini un saimniecibas laukumi

Ekas piebraucamie, gaj&ju celi ir izveidoti no asfaltseguma. Saimniecibas laukumi apsekojamai
ekai nav. Kopuma asfaltseguma kidjums ir apmierino$a tehniska stavokli. (1. - 4. att.).

3.att. ) o o [ 4.att.

3.2 | B&rnu rotallaukumi, atpitas laukumi un sporta laukumi |

Ap &ku zemesgabala teritorijd netika konstatéti bérnu rotallaukumi, atpitas laukumi un sporta
laukumi.

3.3. | Apstadijumi un mazas arhitekttras formas |

Ap &ku ir iekopts zaliens. Vide ir sakopta un ir iekartota atbilstosi kas nepiecie$amam funkcijam.
(1. - 4. att.).

3.4. | Nozogojums un atbalsta sienas |

Zemesgabala teritorija netika konstatéts noZogojums un atbalsta siena.

145)



4. Buves dalas

(letver tikai tas blves dalas, kas apsekotas atbilsto$i apseko$anas uzdevumam)

Apsekosanas objekta vai apsekos$anas priek$meta nosaukums.
Tss konstatéto bojajumu un to célonu apraksts, tehniska stavokla
novértéjums atseviskiem bives elementiem, konstrukciju
veidiem, baves dalam. Atbilstiba normativo aktu prasib@m

Tehniskais nolietojums (%)
netiek izteikts, jo nav normativa
pamatojuma ta noteik8anai

4.1 | Pamati un pamatnes

Ekas pamati un pamatne netika atsegti, lidz ar to, nav informacijas par pamatu iebGves dzilumu un

pamatni.

Apsekojot &ku no pagrabstava puses, tika konstatéts, ka pamati veidoti no saliekamiem dzelzsbetona

blokiem (b=400mm).

Pamatu virszemes dalai ir izveidots apdares slanis (cemneta java). Pamatu horizontala hidroizolacija
veidota no bitumena mastikas un ruberoida, par vertikélds hidroizolacijas esamibu netika ieglti

nierddijumi. (1.pielikums, 5. - 12. att.).

5.att. - 6.att.




11.att, 12.att.

Apsekojot pamatu konstrukciju no arpuses, tika konstatéts, ka ZA un ZR fasadés pamatu virszemes

dalas apmetums ir apsabéjis, apsingjis. (9. - 12. att.).

Apkart ekai ir izveidota salldzino$a jauna betona apmale. Vietam redzams apsinojums, izteiktdk ZR
un ZA fasadés. Kopuma tehniskais stavoklis ir apmierinoss. (9. - 12. att.).

Kopuma pamatu un pamatnes tehniskais stavoklis vértéjams k& apmierino$s un atbilstos
Bavnieclbas likuma 9.pantam “Batiskas bavei izvirzaméas prasibas” 1.apak$punktam “Mehaniska
stipriba un stabilitate”.

4.2, | Nesosas sienas, ailu sijas un parsedzes |

Ekai ka neso$as sienas kalpo arsienas, vidéja garensiena un kapnu telpas sienas — kiegelu mura
510mm un 380mm biezuma (skatit punktu 2.3.). Arsienam apdares slanis nav izveidots. Kopuma
bitiski defekti netika konstatéti neso$ajam sienam. (4., 13. — 16.. att.).

13.att. ) S 14.att.




16.att.

Logu un durvju ailém izmantotas dzelzshetona parsedzes. (14. — 16. att.). Tehniskais stavoklis
apmierinoss. Vietdm zem logu ailém dekorativa kiegelu rinda, mitruma, v&ja un sala ietekmé&, ir bojata
—redzami izdrupumi, atSk&lumi. (715. att.).

Kopuma nesos$o sienu, parsedzu stavoklis vértéjams k& apmierino$s un atbilsto§s Bavniecibas likuma
9.pantam “Bitiskas bivei izvirzamas prasibas” 1.apakSpunktam “Mehaniska stipriba un stabilitate”.

4.3. | Karkasa elementi: kolonnas, rigeli, sijas ]

Karkasa elementi tika konstatéti &kas jumta konstrukcija. Ekas vidusdala dzelzsbetona spares balstas
uz dzeizsbetona sijam, kas attiecigi balstas uz kiegelu mara kolonnam. (17. - 25. att.).

Bitiskas plaisas un deformacijas netika konstatétas, ITdz ar to, karkasa elementu stavoklis vértéjams
k& apmierino§s un atbilsto§s Bdvniecibas likuma 9.pantam “Batiskas bavei jzvirzamas prasibas”
1.apakSpunktam “Mehaniska stipriba un stabilitate”.

44, | Pasneso$as sienas |

Ekai k& pasnesosas sienas kalpo dzivok|u telpu starpsienas (kiegelu mara, gipsbetona vai citas).

Kopuma bitiskas plaisas un deformacijas netika konstatétas, lidz ar to, pasneso$o sienu tehniskais
stavoklis vertéjams k& apmierinods un atbilsto§s Bdvniecibas likuma 9.pantam “Batiskas bdvei
izvirz&8mas prasibas” 1.punktam “mehaniska stipriba un stabilitate”.

45 Suvju hermetizacija, hidroizolacija un
e siltumizolacija

Pamatu horizontdld hidroizolacija veidota no bitumena mastikas un ruberoida, par vertikalo
hidroizolacijas esamibu netika iegti pieradijumi. (5. - 8. att.).

Eso$ajiem PVC konstrukcijas logiem k& siltumizolacijas/hermetizacijas materials starp loga rami un
sienas aili kalpo logu montazas putas.

Ekas arsienas no arpuses papildus nav siltinatas. (14. - 16. att.).
Béninu grida papildus nav siltinata, (17. — 18., 23. - 26. att.).

Arsienas_un _bé&ninu gridas konstrukcija neatbilst LBN 002 — 15 “Eku norobezojoso konstrukciju
siltumtehnika” prasibam.

4.6. | Pagraba, starpstavu, b&ninu parsegumi |

Pagraba, starpstavu un béninu gridas parsegums ir veidots no dobajiem dzelzsbetona paneliem,
b=220mm. Kapnu telpu izblivém béninos parsegums veidots no dzelzsbetona b~100mm.
Butiskas deformacijas pazimes netika novérotas.

Parsegumu stavoklis vértéjams ka apmierino$s un atbiisto$s Bavniecibas likuma 9.pantam “Bdtiskas
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bavei izvirzamas prasibas” 1.punktam “mehaniska stipriba un stabilitate”,

47. | Biives telpiskas noturibas elementi |

Ekai ka telpiskas noturibas elementi kalpo neso$as kiegelu miira Skérssienas un arsienas (b=380-
510mm, skafit punktu 2.3.) kopd ar saliekamiem dzelzsbetona bloku pamatiem, dzelzsbetona
starpstdvu parseguma paneliem, jumta konstruckiju, k& ar logu un durvju ailém, to parsedzém.

(5. - 25. att.).

Kopuma telpiskas noturibas elementiem tehniskais stavoklis vértéjams ka apmierinoss un atbilstods
Bavniecibas likuma 9.pantam “Bitiskas bavei izvirzamas prasibas” 1.apakSpunktam “Mehaniska
Stipriba un stabilitate”,

Jumta elementi: neso$a konstrukcija, jumta
4.8, = ) B oy
klgjs, jumta segums, lietuslidens novadsistéma

Ekas jumtam ka nesosais elements kalpo dzelzsbetona spares (b=100mm, h~260mm), kuras balstitas
uz kiegelu mira parapet. Ekas vidusdala spares balstas uz dzelzsbetona sijas, kas attiecigi balstas uz
kiegelu mara kolonnam. (17. - 26. att.).

Saskana ar LBN 211-15 "Dzivojamas ékas” auksto béninu védina$anai norobezojosas konstrukcijas
nepiecieSamas atveres, kuru $kérsgriezuma laukums ir vismaz 1/500 no béninu laukuma.

Kopuma jumta konstrukcijas tehniskais stavoklis vértéjams ka apmierinoss.

17.att. . ] : 18.att. .

19.att. 20.att.
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25.att, _— 26.att.

Jumta segums veidots no bitumena vilnotajam loksném, kas uzklats uz latojuma. Latas attiecigi
piestiprindtas pie dzelzsbetona sparém. Jumta segumam tehniskais stavoklis vért&jams ka
apmierinoss. (17. - 25. ait.).

Nok|Gt uz béniniem iesp&jams no kapnu telpas izblves. (17. att.).

Ekai ir izbOvéta salldzino$i jauna argja lietusidens noteksistéma ar cinkotd skarda notekren&m un
notekcaurulém. LietusGdens vietdm tiek novadits tie$§a ékas tuvuma, kas palielina mitrumu pamatu
zona. Drendzas sistéma ap éku netika konstatéta, bet dala savakta lietusiidens tiek novadits pilsétas
kanalizacijas tiklos. Lietuslidens noteksistémas tehniskais stavoklis ir apmierinoss.

(11.—12,, 27. - 28. att.).
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27.aftt.

Jumta konstrukcijas tehniskais stavoklis vért&jams ka apmierino§s un atbilstods Bavniecibas likuma
9.pantam “Batiskas bavei izvirzamas prasibas” 1.apak$punktam “Mehaniska stipriba un stabilitate”.

4.9. | Balkoni, lodzijas, lieveni, jumtini |

Eka nav lodziju.

Ekas DR un ZA fasadés ir izblvéti balkoni ar metala konstrukcijas margam un dazadiem ekraniem
(skarda, bitumena). Tika konstatéta dazu balkonu patvaliga aizstiklo$ana, kas pie atjauno$anas
projekta izstrades bls jademont&. Nesosa konstrukcija ir dzelzsbetona platne (konsolveida iespiléta
platne). Uz balkonu dzelzsbetona platném sliktas hidroizolacijas, bojatas skarda apdares, mitruma un
sala ietekmé, daudzviet, tika konstatéti izdrupumi, atsegts stiegrojums, mitruma pédas, metala margu
korodé&8ana. (29. - 42. att.).

Veicot &kas atjaunoSanu, javeic balkonu dzelzsbetona platnes un metala margu konstrukciju
remontésana/atjaunosana, lai nepielautu konstrukciju turpmaku tehniska stavokla pasliktinasanos.
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Kopumé& ékas balkonu tehniskais stavoklis vértéjams ka neapmierinos$s un neatbilsto$s Bivniecibas
likuma 9.pantam “Batiskas biavei izvirzamas prasibas” 1.apakSpunkta (mehaniska stipriba un
stabilitate) prasibam.

DR fasadé pirms visam ieejdm &ka ir izbOvéti jumtini — dzelzsbetona konstrukcijas konsolveida
iesplléta platne, kas mitruma un sala ietekmé, ir stipri bojata (redzami mitruma notecéjumi, izdrupumi,
at8keélumi, radzams stiegrojums). Tehniskais stavoklis vértéjams k& neapmierinoss. (43. - 44. att.).

, ' 1 \ /] mns )
ﬁ St W I rrr
! - ]

-l

o -
43.att. 44.att.

Pirms ieejam &éka ir izveidoti betona pakapieni ar lieveni. Vizuali redzami lokali izdrupumi (nodiluma
pazimes). Betona pakapieniem labaja pusé iztriikst norobezojosas margas. Eso$ds margas vietam ir
bojatas (stiprindjuma vieta arsiend). Kopuma lievenu tehniskais stavoklis vértéjams ka apmierinoss.
(45. - 48. att.).
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4.10. | Kapnes un pandusi |

Ekai pandusa nav.

Ekas kapnu telpas veidotas no saliekama dzelzsbetona konstrukcijas laidiem un laukuminiem. Kapnu
margas — metala konstrukcijas ar pvc tipa lenteri. Vizuali redzamas nebdtiskas nodiluma pazimes
pakapieniem un kapnu konstrukcijas laukuminiem.

(51. - 52. att.).

49.att. _ N 50.att.

51.att 52.att.

Kopuma plaisas un deformacijas, kas var ietekmét kapnu mehanisko noturibu netika novérotas, iidz ar
to stavoklis vértéjams ka apmierino$s atbilsto§s Bavniecibas likuma 9.pantam “Biitiskas bavei
izvirz8mas prasibas” 1.apak$punktam “Mehaniska stipriba un stabilitate”.

411, | starpsienas l

Ekas starpsienas veidotas no kiegelu mir&juma, b=250mm, gipsbetona u.c.
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Kopuma é&kas iekssienu stavoklis vértéjams ka apmierino$s un atbilsto§s Bivniecibas likuma
9.pantam “Bitiskas bavei izvirzamas prasibas” 1.apakSpunktam “Mehaniska stipriba un stabilitate”,

4.12. | gridas [

Eka gridas ir veidotas no betona un koka konstrukcijas ar laminata, linoleja, flizu segumu. Atsegumi
netika veikti. Tehniskais stavoklis apmierino$s.

413 Ailu aizpildTjumi: varti, ardurvis, iek8durvis, logi,
T ldkas

Ekai vartu, [Gku nav.

Ardurvju bloki (ieejas kapnu telpas) veidoti no térauda konstrukcijas. Tehniskais stavoklis apmierinoss.
(45., 47. att.).

Ekas logi, lielakoties, ir PVC konstrukcijas ar divstikla paketi (b=60-70mm), pargjie ir koka
konstrukcijas ar dubulto stiklojumu (ieskaitot visus kapnu telpu logus). Koka konstrukcijas logiem ir
saglabajusies sakotnéja skarda palodze, kas ir apaugusi. novecojusi (nokorod&jusi). PVC tipa logiem
tehniskias stavoklis ir apmierinos$s, bet neapmierino$s vecajiem koka konstrukcijas logiem.

(14.- 16., 53. - 54. att.).

[y p————r———r———————— =y
v

I  an il s
i 1 ] 1

53.att. . 54.att.

4.14. | Apkures krasnis, virtuves pavardi, dimeni ]

Eka nav apkures krasnis, virtuves pavardi un dimeni.

4.15. | Konstrukciju un materidlu ugunsizturiba |

Ekai k& nesosas sienas kalpo arsienas, vidéja garensiena un kapnu telpas sienas — silikata kiegelu
mira 510mm un 380mm biezuma (skatit punktu 2.3.). Ekai izveidots dzelzsbetona/koka konstrukcijas
divslipju jumts. Atkariba no izvirzitajam ugunsdrosibas prasibam, ékai ir | lietoSanas veids.

Saskana ar LBN 201-15 “Bivju ugunsdrodiba” 3.tabulu, ékas kopiga ugunsnoturibas pakape - U2a.

4.16. | Ventilacijas $ahtas un kanali

Eka védinasanu pamata nodrosina dabigas ventilacijas $ahtas (kanali). Netika iegita informacija par
ventilacijas kanalu parbaudes aktiem. (55. - 56. att.).

Saskana ar LBN 231-15 "Dzivojamo un publisko eku apkure un ventilacija” 3.2.3 nodajas 97.punktu, ja
vienigais telpas gaisa piesarnojuma avots ir cilvéki, svaigd gaisa padeves absoliitais minimums ir
15m3/h uz cilvéku. Saskapa ar MK noteikumiem Nr.238 “"Ugunsdrodibas noteikumi” 80.punktu, kas
nosaka, ka dabigas ventilacijas kanalus parbauda un tira ne retak ka reizi piecos gados; ja objekta ir
gazes aparats — ne retak ka reizi trijos gados.
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55.att. T | 56.att.

4.17. | Liftu $ahtas |

Eka nav liftu 8ahtas.

4.18. | lek$&ja apdare un arhitektiras detalas |

Dzivoklu telpu iek8&ja apdare, lielakoties, ir atjaunota — sienas krasotas, gridas flizétas, laminata,
koka délu u.c. Kapnu telpa apdare saglabdjusies sakotnéja. (49. - 52. att.).

Ekas iek$&ja apdare kopuma atbilst “Blivniecibas likuma” 9.panta, 3.apak$punkta (vides aizsardziba
un higiéna, tai skaitd nekaitigums) prasibam.

4.19. | Argja apdare un arhitektiras detalas |

Kiegelu mira arsiendm nav izveidota argja apdare.
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5. lekséjie inzeniertikli un iekartas

ApsekoSanas objekta vai apsekos$anas priek8meta nosaukums. Eku tehniskais nolietojums
Iss konstatéto bojajumu un to c&lonu apraksts, tehniska stavokla (%) netiek izteikts, jo nav
novértéjums atseviSkiem bives elementiem, konstrukciju veidiem, normativa pamatojuma ta
baves dalam. Atbilstiba normativo aktu prasibam noteik8anai
5 1 auksta tdens un kanalizacijas caurulvadi, ventili, krani,

o sanitdrtehniska iekarta, tdens patérina skaititaji

Auksta Odens ievads atrodas &kas pagrabstava. Ir uzstadits auksta Gdens skaitTtajs (uzskaita
patérétos m3). Aukstd Odens caurulvadi pagrabstdvd ir nomainiti pret jauniem térauda
caurulvadiem ar polietiléna izolaciju. Tehniskais stavoklis vértéjams ka apmierinoss.

(57. - 59. att.).

[57.att. . 58.att,

Sadzives kanalizacijas caurulvadi ir nomaintti pret jauniem PVC tipa caurulvadiem. Tehniskais
stavoklis apmierino$s. (59. - 60. att.).

59.att. 60.att.

karsta Gdens caurulvadi, to izolacija, ventili, krani,
ddensmaisitaji, Zavetaji, ar cieto kurinamo apkurinamie
tdens silditdji, Gdens patérina un siltumenergijas
patérina skaititdji un citi elementi

5.2.

Eka karsto Gdeni nodrosina centralizéti no siltummezgla ar siltummaina palidzibu. Karsta ddens
cirkulacija tiek nodro$inata 24/7 visa &ka. Siltumenergijas patériné karsta Gdens sagatavo$anai
un apkures vajadzibam tiek uzskaitts ar kopigu siltumenergijas skaititdju. Dzivokl|os ir uzstaditi
karsta Odens skaitltdji, kas uzskaita patérétos kubus (m3). Pagrabstava karstd Gidens sistémas
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caurulvadi ir nomaintti pret jauniem térauda caurulvadiem ar polietiléna izolaciju. Karsta ddens
caurulvadu tehniskais stavoklis vértéjams ka apmierinoss.

(57. - 58. att.).
ugunsdzésibas ldensvads, automatiskas
5.3 ugunsdzésibas sistémas un dimaizsardzibas
risindjumi

Eka nav automatiskas ugunsdzesibas sistémas un dimaizsardzibas risinajumi.

apkures sistéma, tas caurulvadi, stavvadi, ventili,
5.4. caurulvadu izolacija, apkures katli, sittummaini,
méraparati, automatika un citi elementi

Pagrabstava ir izblvéts siltummezgls ar diviem siltummainiem, kas paredzéts apkures un karsta
Odens vajadzibam. Karstd Gdens siltummainis nav izoléts. Siltummezgla ir uzstadits vadibas
bloks, ar kura palidzibu var ieprogrammét vajadzigas siltumneséja temperatiras. Uzstadits
siltumenergijas skaitTtdjs, kas uzskaita apkures un karstd GOdens siltumenergijas patérinu.
Apkures sistémas caurulvadi pamata ir saglabdjusies sakotngjie — térauda. Apkures sistémas
caurulvadi ir izoléti ar ~30mm biezu siltumizolacijas slani (ripnieciski razota aula ar folijas
parklajumu). Ekai ir izveidota viencaurulu apkures sistéma ar aug$éjo sadali, kas nav efektiva.
Tehniskais stavoklis kopuma vérte€jams ka apmierinoss.

(23.— 25., 61. - 66. att.).




63.att. 64.att.

65.att. R 66.att.

Visu inzenierkomunik&ciju un parsegumu s$kérsosanas vietu aizdari/hermetizaciju javeic saskana
ar LBN 201-15 “Bdvju ugunsdrosiba” 3.5. nodalas 54.punktu, kas nosaka, ka ugunsdro$o
blvkonstrukciju un inzenierfiklu $ké&rsojuma vietu spraugas aizpilda ar ugunsdroSiem
blivéjumiem vai sistémam, kuru ugunsizturiba var bt par pakapi zemaka nekd ugunsdro$am
konstrukcijam noteiktd ugunsizturiba, bet ne zemaka par EI 30.

55 centralapkures radiatori, kaloriferi, konvektori un to
G pievadi, siltuma regulatori

K& sildkermeni &ka pamat@ kalpo cuguna radiatori. Dala dzivoklu Tpasnieki sakotngjos
sildkermenus ir nomainijusi pret jauniem térauda radiatoriem. Kaloriferu éka nav. Siltumneséja
temperatlras regul&Sanu var veikt tikai siltummezgla. Tehniskais stavoklis apmierinoss.

68. - 68. att.).

67.aft. ' 68.att.

5.6. | ventilacijas un gaisa kondicion&sanas iekarta |

Eka nav mehaniskas ventilacijas un gaisa kondicionédanas iekartas.
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WA | atkritumu vadi un kameras

Eka nav atkriumu vadi un kameras.

58 gazesvadi un iekartas, gazes tdenssilditaji, gazes
o apkures katli, gazes patérina skaifitdji

Eka ir trfs gazes ievadi. Katra dzivokli ir uzstadits gazes skaititajs (uzskaita patérétos m3). Gaze
tiek izmantota virtuves procesos édiena gatavo$anai u.tml.

5.9 | elektroapgades sistéma un elektrotehnisk3s ietaises |

Eka ir pieslégta centralajiem elektrosadales tikliem.

5.10. | apsardzes, signalizacijas, sazinas un citas iekartas ]

Eka nav apsardzes un signalizacijas sistémas.

5.11. [ vajstravas tikli un ietaises [

Eka vajstravas tikli, lielakoties, ir nomainfti.

5.12. | lifta iekarta |

Eka nav lifta.
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6.Aréjie inzeniertikli

Apsekosanas objekta vai apsekoSanas prickSmeta nosaukums. Eku tehniskais nolietojums
Iss konstatéto bojajumu un to c&lonu apraksts, tehniska stavokla (%) netiek izteikts, jo nav
novértéjums atseviSkiem bives elementiem, konstrukciju veidiem, normativa pamatojuma ta
bives dalam. Atbilstiba normativo aktu prastbdm noteik$anai

6.1. | odensapgade

Udens caurulvadi nav mainiti zemesgabala robezas.

6.2. | kanalizcija |

Ekas kanalizacija ir pievienota pilsétas kanalizacijas tikliem. Kanalizacijas caurulvadi nav mainiti
zemes gabala robezas.

6.3, | drenazas sistémas |

Drenazas sistéma netika konstatéta apkart &kai.

6.4. | siltumapgade |

Eka ir pieslégta pilsétas siltumtikliem. Zemesgabala robe2as saglabajusies sakotngjie sittumtikli.

6.5. | gazes apgade [

Ekai ir tris gazes ievadi.

6.6. | zibensaizsardziba |

Zibensaizsardziba ékai netika konstatéta.
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7. Kopsavilkums

7.1. | Baves tehniskais nolietojums

1. Ekas galvenie konstruktivie elementi

1.1. Pamati, nesoSas un norobeZojo8as sienas ir apmierino8a tehniska stavokll un
atbilst, “Bavniecibas likuma” 9.panta 1.apakSpunkta (mehaniska stipriba un stabilitate),
prasibam.

1.2. Starpstavu parsegumi ir apmierinosa tehniska stavokli un atbilst “Bavniecibas
likuma” 9.panta 1.apakSpunkta (mehaniska stipriba un stabilitate), prasibam;

1.3. Jumta konstrukcijas ir apmierino$a tehniska stavokll un atbilst, “Bivniecibas likuma”
9.panta 1.apakSpunkta (mehaniska stipriba un stabilitate), prasibam;

1.4 Ekas kapnu konstrukcijas ir apmierinos$a tehniska stavokii un atbilst, “Bavniecibas
likuma” 9.panta 1.apakSpunkta (mehaniska stipriba un stabilitate), prasibam;

2.Auksta Gdens, kanalizacijas sistéma un apkures sistéma ir apmierinosa tehniska stavoklr.

P&c inzeniera subjektiva vertéjuma kopéjais ékas tehniskais nolietojums uz apseko$anas bridi
attieciba pret jaunu bivi vértéjams vidgji 35%.

7.2. | Secinajumi un ieteikumi

Arsienas un béninu grida (5.stdva parsegums) neatbilst LBN 002 — 15 “Eku norobeZojoso
konstrukciju siltumtehnika” prasibam, Iidz ar to, &kai ir nepiecieSams veikt energoefektivitates
paaugstina$anas un atjaunosanas darbus.

Energoefektivitdtes paaugstindSanas un atjaunos$anas darbu ietvaros ieteicamie darbi un
pasakumi:

Trokumi:

1. Vietdm zem logu ailém dekorativa kiegelu rinda. mitruma. v&ja un sala ietekmé. ir bojata —
redzami izdrupumi, atSk&lumi.

2.Saskand ar LBN 211-15 "Dzivojamas €ékas" auksto béninu védindSanai norobezojosas
konstrukcijas nepiecieSamas atveres, kuru Skérsgriezuma laukums ir vismaz 1/500 no
béninu laukuma.

3. Lietuslidens vietdm tiek novadits tie§a eékas tuvuma, kas palielina mitrumu pamatu zona.

4. Uz balkonu dzelzsbetona platném sliktas hidroizoldcijas, bojatas skarda apdares, mitruma
un_sala ietekmé&, daudzviet, tika konstatéti izdrupumi, atsegts stiegrojums. mitruma
pédas, metala margu korodésana

5.DR fasadé .pirms visam ieejam &ka ir izbOvéti jumtini — dzelzsbetona konstrukcijas
konsolveida iespiléta platne, kas mitruma un sala ietekmé, ir stipri bojata (redzami
mitruma notec&jumi, izdrupumi, atSk&lumi, radzams stiegrojums).

6. Betona pakapieniem labaija pusé iztrikst norobezojodds margas. Esodas margas vietdm ir
bojatas (stiprindjuma vieta arsiena).

Rekomendacijas:

1. Jasaremonté€ zonas, kur kiegeli ir izdrupu$i, tos parmaréjot.

2. Jaizveido vajadzigais Skérsgriezums béninu telpa.

3. Jaizveido lietuslidens aizvade prom no é&kas pamatiem, pieméram, to novadot
pilsétas centralaja lietuskanalizacijas sistéma, vai vienkarsi pagarinot notekrenes
garumu talak no ekas.

4. Visiem balkoniem ir nepiecieS8ams veikt atjaunosanas darbus. Darbus teorétiski var
sadalit pa posmiem, veicot atjaunosanu vispirms neapmierinosajiem balkoniem.

BALKONU VEICAMO REMONTDARBU APRAKSTS:

(1) Attt esodas balkonu platnes no esosa gridu sequma (betona ar vidgjo biezumu 35mm).

(2) Nonemt esoSos skarda lasenus.

(3) Nokalt esoSo stipribu zaudéju$o betonu gar balkona platnes malam apméram vidgji 20mm
dziluma.

(4) Demontét esoso balkona ekranu platnes.

(5) Attirit balkona platni no esosas hidroizolacijas.
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(6) Attirit balkona margu térauda konstrukcijas no esosas krasas un apstradat ar korozijas
nopemsanas Skidumu.

(7) Atsegtos balkona platnu stiegrojumus attirit no korozijas, nepiecie§amibas gadijuma veikt
balkona margu stiprinajuma mezglu pastiprinaganu. Atsegtas stiegras apstradat ar pretkorozijas
parklajumu (piem. MAPEFER 1K vai analogu).

(8) Veikt balkona platpu nokalto daju remontu, izmantojot remontjavas (piem.PLANITOP
SMOOTH & REPAIR R4 RASA & RIPARA R4 vai analogu).

(9) Montet jaunu skarda laseni pa balkona plates perimetru.

(10) Uzklat uz atfiritas balkona platnes virsmas gruntéjodu sastavu (piem. ECO PRIM GRIP vai
analogu).

(11) Veikt sienu un skarda lasenu savienojuma vietu nolimésanu ar MAPPEBAND SA lentu uz
PLANITOP FAST 330 izlidzinatas virsmas.

(12) Veikt slipumu veidojosa slana ieliesanu ar PLANITOP FAST 330.

(13) Veikt margu metala konstrukciju krasoganu.

(14) Veikt ekranu platnu montazu.

(15) lestradat balkona virsmas hidroizolaciju vismaz 2 kartas (piem. AQUAFLEX ROOF vai
analogu).

(16) Balkona griestu virsmas izlidzinat ar remonta javu (piem.MONOFINISH).

(17) Gruntét balkonu platnes griestus ar grunti (piem. MALECH).

(18) Veikt balkona platnes kraso$anu 2 reizes (piem. ELASTOCOLOR).

Visu balkonu remontam izmantot vienas firmas materilus un tehnologiju.
levérot darbu secibu.

(1) Virsmu sagatavo$ana (ar rokas instrumentiem mehaniski Jjaatdala betonu, kas zaudéjis savu
Stipribu. Pirms atskaldama &amura izmantosanas, janovérté balkonu tehniskais stavoklis un
attiecigi jaierobezo ta jauda. No remontéjamas virsmas mehaniski vai ar augstspiediena tdens
straklu janotira putekli, netirumi, izsalojumi un citas vielas, kas varétu kavét apstradajamo
materialu kimisko komponen$u infiltraciju betona.Sagatavotai betona kartai ir Jjabat strukturali
pilnigi stingrai un tirai virsmai, lai paaugstinatu adhéziju. Javeic rapiga balkona platnes apskate
iespligjuma vieta.

(2) Stiegrojuma pretkorozijas apstrade. Stiegras attirit, izmantojot smilSu-tidens striiklu vai metala
birstes. Stiegru attiriSanu veikt rapigi un parliecinaties vai metals kluvis spidigs. Pretkorozijas
parklajumam izmantot MAPEFER 1K maisijumu, ko sajauc ar ddeni ka plastosu un viegli
uzklajamu sastavu. To uzklaj ar otu 2 kartas. MAPEFER 1K uzlabo betona un remontjavas
adhéziju.

MAPEFER 1K pretkorozijas parklajurmu:

* natSkaidt ar adeni, ja sastavs ir sacis saistties,

* nepievienot cementu vai pildvielas,

* neatstat attiritas stiegras bez apstrades ilgu laiku, uzreiz veikt apstradi ar MAPEFER 1 K,

* nestradat ar MAPEFER 1K, ja apkartgja vides temperatira ir zemaka par +5°C , sargat no
tieSas saules.

(3) Betona remonts. Betona remontdarbus uzsakt uzreiz péc grunts nozasanas (~6h pie +20°).
Remontu veikt izmantojot MAPEI remontjiavu PLANITOP SMOOTH&PAIR. Tas ir javas sausais
maisijums, piemérots betona remontdarbiem, kad nepiecie$ams izmantot blivu, aukstas stipribas,
bezrukuma javu. Uz remonté&jamas virsmas nedrikst bat stavods dGdens. Carejodas plaisas
balkona platné novérs ar remonta javas sastavu un tad Jjaaizpilda ar zemas viskozitates epoksidu
MAPEPOXY BI-IMP.

(4) lestrade. Javu uzklaj izmantojot javas iestrades darbarikus, pumpéjot vai torkretéjot, péc tam
to rapigi pieblivejot. Izmantot pie temperatiiras robezas no +5°C lidz +35 °C; nelietot tiesos saules
staros.

(6) Pécapstrade. Sastava cietéSanu uz atklatam virsmam vislabak nodrodinat uzklajot
pretZzasanas membranas vai plastikata pléves, brezentu uzreiz péc javas lestrades. Sakot no
nakos$as dienas, mitrinat remontéto virsmu.

(6) leteikumi. Biezaku remontjavas slanu izveidei sastavu uzkiaj vairakos slanos, horizontalu
virsmu remontam to iesp&jams uzklat viena slani. Nepievienot papildus adeni javai, kas sakusi
saistities. Neizmantot PLANITOP SMOOTH&PAIR iepakojumu, kas ir bojats vai iepriek$ bijis
atverts.

(7) Péc balkona piatnes remonta no gridas virsmas noslipét “cementa plenu” un uzklat lietoSanai
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gatavu gruntgjosu sastavu, ievérojot iestrades nosacijumus (nelietot, ja uz pamatnes ir
ievérojams kapilarais mitrums; ara gaisa temperatira zemaka pa +5°C.

(8) Pa balkona perimetru ierikot skarda laseni no 0,6mm biezas neras€joSa térauda vai térauda
ar pural parklajumu. Sadurvirsmas pirms tam izlidzinat ar PLANITOP FAST 330 sastavu.

(9) Uzkiaj slipumu veidojoso slani PLANITOP FAST 330, kas ir sausais maisijums, kuru safauc ar
adeni, stingri ievérojot iestrades nosacljumus.

(10) Uzklaj AQUAFLEX ROOF ar $kiedram armétu un lietodanai gatavu, tonéfu sintétisko sveku
ddens dispersijas hidroizolacijas sastavu. UzklaSanai izmanto garspalvainu rulltti, sareni vai
Spaktellapstinu. Nestradat, ja:

* temperatira zemaka par +5°,

- temperatira ir augstaka par +35°C,

* ja paredzams lietus,

» pamatne ir norasojusi,

* gaisa mitrums parsniedz 85%.

(11) Hidroizoléjoso sastavu uzklaj divas vienmérigas kartas ta, lai katras kartas biezums batu ~
0,4 lidz 0,5mm.

Nogaidit lidz pirmais slanis ir noZuvis un kluvis nedaudz tum$aks (8....12 h), un uzklaj otro slani.
To uzklaj perpendikulari pret pirmo slani. Kopéjais slana biezums nedrikst bat mazaks par
0,8...1mm.

(12) Veikt balkona margu remontu,

(13) Veikt balkona platnes griestu apdari.

lespéjams izmantot citu raZzotaju materialus un tehnologijas.

8. Jumtiniem javeic remontdarbi (aizsargslana izveidoSana stiegrojumam, trausio vietu
noskaldidana un izveidojot jaunu cementa javas slani), lai to tehniskais stavoklis
nepasliktinatos.

8. Jasaremonté eso$as margas (to stiprindjumu vietas arsienad). leteikums izveidot
margu art labaja pusé betona pakapieniem.

Citas rekomendé&cijas:

o Ekas arsienas janosiltina atbilsto§i LBN 002 — 15 “Ekas norobezojo$o konstrukciju
siltumtehnika” prastbam.

e Aug$é&jais parsegums jeb bénini (virs 5.stava) jasiltina atbilstodi LBN 002 — 15 “Ekas
norobezojo$o konstrukciju silttumtehnika” prasibam;

Veikt visu veco logu (t.sk., béninu tiku) nomainu pret jauniem logiem atbilstosi LBN 002 —
15 “Ekas norobezojoso konstrukciju siltumtehnika”, ievérojot pareizu hermetizacijas
tehnologiju, t.sk., jaatjauno palodzes;

e Javeic védindSanas kanalu tirisana. Papildus, ieteicams, izvértét dabigas ventilacijas
varstu izveidi dzivok|lu arsienas un dabigas ventilacijas varstu izveidi PVC logu tipa
ramjos. Saskana ar MK noteikumiem Nr.238 “Ugunsdrosibas noteikumi” 80.punktu, kas
nosaka, ka dabigds ventilacijas kanalus parbauda un {ira ne retak ka reizi piecos gados;
ja objekta ir gazes aparats — ne retak ka reizi trijos gados;

e Energoefektivitates paaugstind8anas un atjaunoc$anas pasakumu laikd japaredz art visu
skarda pieslégumu (ieejas jumtinu u.tmi.) remonts vai nomaina;

Jaizveido/jaatjauno Ekai zibensaizsardziba (veikt elektroinstalacijas parbaudi visa €ka);

Japarblvé esosa apkures sistéma uz efektivaku sistému, ietverot caurulvadu demontazu
béninos;

Paredzamo darbu veik§anu paredzét kas atjaunosanas projekta, kuru saskanot Latvijas valsts
blvniecibas likumdosana noteiktaja kartiba.
Pirms darbu uzsdk3anas, &kas elementu tehniska stavokla precizé$anai, blvuznéméjam javeic
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€kas papildus virspus€ja apsekosana.

Ja tiek konstatétas bitiskas atkdpes, salldzindjuma ar parblves projektd pienemtajiem
risindjumiem, vai S$ajd apsekoSanas aktd minétajiem, objektd ir jauzaicina projektéSanas
organizacijas parstavis, situacijas izvértédanai.

© LBS Biivprakses sertifikats Nr, 4-03672

Tehniska apsekosana veikia; 22.10.2019. _~ 777/ )
f'— =7 [/'BlivinZzenieris Evalds Péteris Cirsis
A

Artlrs Skregjans
SIA .Energo projekti” valdes loceklis

%_ BavinzZenieris/Energoauditors Artlrs Skréjans
/ 4 LSGUTIS energoauditora sertifikdts Nr. EA2 — 0129
/

29

d




OBJEKTS: Stacijas iela 14, Olaine
SKAIDROJOSAIS APRAKSTS
AR, GP, DOP

AR skaidrojosais apraksts
1. Vispariga dala
Fasades apliecinajuma karte ir izstradata pamatojoties uz pasititdja projektéSanas uzdevumu, &kas
energosertifikatu un tehniskds apsekoSanas atzinumu. Projekta dokumentacija izstradata atbilstosi LR
bavniecibas normativiem un standartiem. Visas atkapes no projekta risinajumiem, kuras var butiski ietekmét ta

realizaciju, nepiecieSamas rakstiski saskanot ar projekta autoru. Projekta dokumentaciju nedrikst izmantot citu
blivju projektéSana un bivnieciba bez projekta autora rakstiskas atjaujas.

2. Projektésanas normativie dokumenti

MK Nr. 500 “Visparigie bavnoteikumi’;

MK Nr. 525 “Eku bavnoteikumi”,

LBN 211-15 "Dzivojamas ékas";

BN 201-15 ,Bavju ugunsdrosiba”;

LBN 202-18 ,Bavprojekta saturs un noformésana”.

So normativu, noteikumu un standartu nosauksana ir tikai parskats par izmantotajiem dokumentiem, kur var

nebat uzskaitti visi izmantotie dokumenti.
3. Esosa situacija
Kompleksi siltinaSanas darbi tiek veikti esodai ékai. Buves tehniska inventarizacija tika veikta 1998. gada.
Ekas energosertifikats izstradats un tehniskas apseko$anas atzinums izstradats 2019. gada. Apseko3ana
daba veikta 2019. gada. Ekas galvenais lietoSanas veids ir Triju vai vairaku dzivoklu maja (1122). Apbiives
laukums 591,3 m2, kopéja platiba ir 1477,0 m2, bavtilpums 9815,0 m3. Ekas pamati — dzelzsbetona paneli,
arsienas — kiegelu, parsegumi — dzelzsbetona paneli b=200, jumts — konstrukcijas dzelzsbetona spares.
Atbilstosi tehniskas apsekoSanas atzinumam bitiskas plaisas vai konstrukciju bojajumi netika konstatéti,
konstrukcijas ir apmierino$a stavokr.

4. Kompleksi siltinasanas darbi

Ekas fasades apliecinajuma karte ir izstradata ar mérki veikt pasakumus &kas energoefektivitates
paaugstinasanai un norobeZojoso konstrukciju siltuma pretestibas uzlabosanai.

Ekas biivapjoms, fasades, jumts

Lai nodroSinatu &kas pamatu hidroizolaciju un siltumizolaciju, paredzéts veikt ékas pamatu atrakSanu,
attirisanu no augsnes paliekam, izveidot vertikalo hidroizolaciju un veikt pamatu siltina$anu ar putupolistirolu
100mm biezuma (AD<0,036W/(mK)). SiltindSana javeic no dzivoklu arsienas un pagrabstava arsienas
sadurvietas lidz MIN 1m atzimei zem grunts limena. Pirms darbu veik$anas virsma ir jasagatavo, jaizlidzinal

Péc pamatu hidroizolacijas izveidoSanas un siltinaSanas pamatus aizbért ar izrakto grunti, veicot grunts
blietéSanu pa slaniem, ne biezakiem ka 15-20 cm. Papildus janodrosina grunts piebérsana, nemot véra
atzimétas augstuma atzimes projekts generalplana lapa, ka arf fasazu krasu pasé. PEc pamatu aizbérsanas
pa ékas perimetru zaliena zona izbGvét betona bruga lietus Gdens novadjoslu 600 mm platuma ar kritumu
virziena no ékas. Pamatu virszemes dalai veidot arméjoso slani bez dekorativa apmetuma, to gruntét un
krasot atbilstosi krasu pasei.

Arsienu siltina$ana javeic ar 150 mm biezu izolacijas materialu A<0,036 W/(mK), obligati jasiltina logu ailas ar
20-50 mm [idzvértigu materialu (A<0,037 W/(mK)). Ekas logi tiek mainiti dal&ji un esoo logu iebiive ir veikta
nenemot vera iespéjamo fasades siltinaSanu, tapéc ailu siltuma izolacijas biezums ir japrecizé bavdarbu laika,
Lapa 1
Bavprojekta dalas vadtaja: Gundega Abelite ,
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SKAIDROJOSAIS APRAKSTS
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katram logam individuali. Nav pielaujama logu ramju pilniga aizseg$ana ar ailu siltuma izolacijas platném.
Loga ramim péc logu aiu siltinadanas ir jablt redzamam ne mazak ka 20 mm. Fasazu siltinaSanu veikt
atbilstosi ETAG 004 prasibam. Siltumizolacijas stiprina$anas dibela punktveida siltumvaditspéja janodrosina
<0.002 W/mK.

Pagraba parseguma siltind8anai izmantot putupolistirolu (AD<0,036 W/(mK)) 100 mm biezuma un veidot
arméjoso slani. Esodos noliktavu nodalljumus pagraba péc iespéjas demontét, lai nodro$inatu nepartrauktu
siltinatu plakni. P&c iespéjas nepiecieS§ams nodrosinat eso$as un jaunas inzenierkomunikacijas izvietot virs
situmizolacijas slana (talak no pagraba griestiem). Ja elektroinstalacijas vai optiskos vadus nav iespg&jams
parcelt, aiz siltumizolacijas slana, tos jaievieto atbilsto$as kabe|u aizsargcaurulés (detalizéti skatit nodala -
inzenierkomunikaciju aizsardzibas pasakumi).

Siltuma izolacijas apdarei paredzéts izmantot “BAUMIT” vai ekvivalentu apmetumu sistému. Pirms
siltumizolacijas izblves parliecinaties par fasades [fdzenumu (nodroSinat lidzenumu Iidz 20mm/m), lai
nodrosinatu siltumizolacijas materiala blivu pieklauSanos sienai. NodroSinat panelu izdrupuso vietu laboSanu
un izlidzindSanu, ta pat janodro$ina starppaneju savienojuma vietu atjauno$ana un blivésana. Paneju un
lodZiju dala, kur virsma ir lidzena un cieta, nodro$inat to apstradi ar abrazivu materidlu, ta pastiprinot
mont&jamo materialu noturibu.

Fasazu krasoSanai paredzéts izmantot gatavo tonéto silikona apmetumu ar maksimalo graudinu izméru 2 mm.
Pirms fasazu apmeSanas veicams kontrolkrasojums, kas saskanojams ar Pasititaju un projekta autoru.
Eso$as skarda palodzes paredzéts demontét. Péc fasazu siltinasanas izgatavot un uzstadtt jaunus, rapnieciski
krasota skarda parapetu nosegus un palodzes, ka arT citus nepiecieS8amos skarda elementus.

Ekai ir tehnisko béninu stavs, kuru nepiecie$ams siltinat ar beramo vati 300mm biezuma AD<0,041 W/(mK).
Veicot siltumizolacijas piSanas darbus, janem véra vates sésanas 10 %. Lai nodro§inatu ventilacijas un citu
inZenierkomunikaciju apkalpo$anu, ka arf nokld$anu uz jumtu, nepiecieSams izb{ivét apkalpo$anas laipas b=
1,2m.

Logi un durvis

Ekai ir dal&ji mainiti stikla pake$u logi PVC ramjos. Paredzéts maint vecos logus pret jauniem stikla pake$u
logiem PVC ramijos, ievérojot U<1,25 W/(m2K) dzivoklu logiem un U<1,3 W/(m2K) kapnu telpu logiem. Eso$as
ardurvis tiek saglabatas. Tiek mainamas pagraba durvis pret jaunam blivam aluminija durvim, U<1,4 W/(m2K),
ka arT tiek demontétas durvis uz kapnu telpu.

Pirms logu un durvju izgatavo3anas ailu izmérus precizét daba péc eso$ajam un projekté&tajam ailem péc ailu
geometrijas korigéSanas. Ardurvju izmériem nemt véra 30 mm ailes biezuma siltuma izolaciju pa ailes
perimetru.

Ventilacija

Atbilstodi MK Nr. 340, 64. punktam, janodrodina védinaSanas atveres ékas pagrabstava. To kop&jam
Skérsgriezuma laukumam jabat ne mazakam ka 1/400 no pagraba gridas laukuma. Lai to nodroSinatu,
paredzéts atjaunot esosds védinasanas atveres, ka arf dalgji aizmarét eso$as ventilacijas Sahtas, to vieta
saglabajot veédinasanas atveres 1400x550 lieluma. Uzstadamas plastmasas ventilacijas restes, krésa atbilstosi
fasazu krasu pasei.

Lapa 2
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Atbilstosi LBN 211-15 69.puntam auksto béninu védinasanai norobezojosas konstrukcijas nepiecieSamas
atveres, kuru 8kérsgriezuma laukums ir vismaz 1/500 no béninu laukuma. Lai to nodrosinatu, ir paredzéts
uzstad atveres 500x500mm, kas nosegtas ar aluminija ventilacijas restém, krasa atbilstosi krasu pasei.

Pirms béninu siltinadanas un ventilacijas Sahtu atjauno$anas darbiem, obligati javeic esoSo ventilacijas kanalu
tinsana. Veicot bavdarbus, péc ventilacijas kanalu fifi$anas, jasanem skurstenslauka atzinums, kura

apliecinata kanalu iztiriSana. Ja tifi§anas laka konstatéti kanalu bojajumi, aizbirumi vai tml., tas janovérs, lai
nodro3inatu dabigas ventilacijas funkcionésanu!

5. Teritorijas labiekartojums - esoSo inZenierkomunikaciju aizsardzibas pasakumi

Teritoriju péc bavdarbiem janodod ne sliktaka stavokii, ka sanemot bivobjektu! Saglabajamie koki un krimi
aprikojami ar aizsargzogiem.

Paredzéts izbvét jaunu lietus novadjoslu, ka arT veikt papildus grunts piebérsanu, lai nodroinatu vienmérigu
vertikalo planojumu ap éku.

Veicot raksanas darbus ap €ku, japaredz eso$o inzenierkomunikaciju aizsardziba. Jaievéro 1m aizsargjosla
ap inZenierkomunikacijam ~ tur rakSanas darbi javeic ar rokam, ievérojot piesardzibu. Esosie sakaru un
zemsprieguma kabeli ievietojami dalitajas aizsargcaurulés. Gazes ievadi €ka saglabajami, veidojot aili
siltumizolacija, lai nodro$inatu to turpmaku ekspluataciju. Eso$a SIA TET sadaine fasadé saglabajama,
siltinaSanu veikt to apejot, veidojot aili siltumizolacija.

Esosos sakaru kabelus, ka arT elektribas kabelus, komunikacijas iekartas, sakaru kabelu kanalizacijas pievadu
un ievadu éka nepiecieSams saglabat un nodrodinat to darbibas nepartrauktibu. Visam komunikacijam
janodrosina piekuve uzturéSanas vai bojajumu novérsanas vajadzibam ékas ekspluatacijas laika.

Veicot darbus SIA “Baltocm” tiklu tuvuma rikoties sekojosi:

1) 20 darba dienas pirms bavdarbu sakuma iznemt darba veik§anas atjauju un izsaukt SIA ,Baltcom” parstavi (e-pasts:
network @baltcom.lv).

2) Bavdarbu laika paredzét eso$o SIA "Baltcom" tikla saglabasanu un aizsardzibu, nepiecieSamibas gadijuma
paredz&t parvietodanu arpus blvniecibas darbu zonas bivobjekta robezas uz bavdarbu veikSanas laiku
(risin@jumu bavdarbu laika saskanot ar SIA "Baltcom").

3) Objekta DVP sadald izstradat tadu Objekta realizacijas secibu, lai tiktu nodrodinata Baltcom PEST
aizsardziba un dro3a ekspluatacija Objekta izbaves laika.

4) Bdvniecibas ierosinatajs apnemas PEST parvietoSanas darbus saskanot ar tajos iesaistito bavju/gku
Tpasniekiem/parvaldniekiem.

5) SIA "Baltcom" PEST parvietoSanas gadijuma ne mazak ka tris(3) ménesus pirms objekta bavprojekta
realizacijas uzsaksanas noslégt vienosanos par PEST parvietosanu.

6) Elektronisko sakaru tkla liniju parslégSanas darbu veik§anai pieaicinat SIA "Baltcom" specialistu (e-pasts:
network @baltcom.lv).

7) SIA “Baltcom” jumta statpu stiprina$anu veikt péc jumta konstrukciju izbves, PIRMS jumta siltinasanas /
hidroizolacijas / seguma atjaunoSanas! 20 darbu dienu laika pirms jumta siltinaSanas / hidroizolacijas /
seguma atjaunosanas darbu veik§anas, jumta statnu stiprina$anas darbu veik§anai pieaicinat SIA "Baltcom’
specialistu (e-pasts: network @baltcom.lv).

8) Kabelus, kuri nepieder SIA "Baltcom", AIZLIEGTS stiprinat pie SIA "Baltcom" jumta statpiem bez rakstveida
vienosanas par jumta statpu izmanto$anu noslégsanas ar SIA "Baltcom".

9) Aréjo optisko stikla Skiedru tiklu parvietodanu/ierikodanu un to parslégdanu var veikt tikai ja argja gaisa
temperattra tris dienu laika nav zemaka par +4C.

Lapa 3
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Veicot darbus SIA “TET” fiklu tuvuma rikoties sekojosi:

1) Pirms &kas atjauno$anas darbu uzsak$anas jasanem darbu aflauju un javeic eso$o sakaru fiklu
apsekoSanu daba, SIA “Tet” parstavja klathdtné.
Lidzigi jarkojas arf ar citam &ka piekrito$am inZenierkomunikacijam, sanemot darbu atlauju no atbilsto$as
institicijas.
Pirms ékas pagraba atjauno3anas darbu uzsaksanas veikt esos$o kabeju atvienosanu no griestiem un sienam

ieguldot tos pendlos vai izmantojot cita veida aizsargus un péc siltindSanas darbu pabeig$anas atjaunot virs
siltumizolacijas slana, nodroSinot piekluvi tikliem, ka ar pie to stavvadiem un kabelu pagriezienu vietas.

Péc darbu pabeigdanas nodot izpilddokumentaciju inzenierkomunikaciju turétajiem, jaatzimé preciza
inzenierkomunikaciju atra$anas vieta ar piesaistém daba.
6. Biavgruzu apsaimniekosana
Buvuznéméjam, uzsakot darbus, janosleédz Ligums ar atkritumu apsaimniekotaju par bivnieciba radito
atkritumu izveSanu. Bivobjekta janodroSina vismaz minimala atkritumu skirosana, kas ietver:
- Bistamie atkritumi;
Bavgruzi (materialu atlikumi, demontétais apjoms u.c.)
Metallazni
- Sadzives atkritumi

Bavuznéméjam pirms Liguma slégdanas javienojas par atkritumu apsaimnieko$anas Liguma ietvertajiem
nosactjumiem. Janodro$ina péc iespéjas lielaka radito blivgruzu nodosana otrreizéjai parstradei. Nedrikst
pielaut atkritumu neskiroSanu tada veida bojajot talak izmantojamo, parstradajamo frakcijul

7. Izmantojamie bivizstradajumi

Blvprojekta noraditie bavizstradajumi uzskatami par kvalitates kritériju. Ir pielaujama ekvivalentu vai labaku
materidlu nomaina. Veicot nomainu, blvuznéméjam jaiesniedz materialu saskanos$anas forma, kura ir
apliecinata vismaz astonu kvalitdtes kritériju atbilstiba. Veicot jebkadu materidlu nomainu, svarigakais
kvalitates kritérijs ir siltumvaditspéjas koeficients un ugunsnoturibas pakape. Tam seko paréjie kvalitates
kritériji, atbilstosi katra konkréta materiala izmanto$anas mérkim.

8. Biavdarbu pabeigsana

Péc darbu pabeigSanas tiek novakti visi mehanismi, inventars, paligékas un bavgruzi, kas radusies darbu
veikSanas laika ka no bavlaukuma, ta arf no piegulosas teritorijas, ja tas nepiecie$ams.
Péc bivdarbu pabeig$anas jasanem atzime no bavvaldes par darbu pabeig$anu.

- Lapa 4
Buvprojekta dalas vaditaja: Gundega Abelite
Bavprakses sertifikata nr. 1-00180 ,ﬁf
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OBJEKTS: Stacijas iela 14, Olaine
SKAIDROJOSAIS APRAKSTS
AR, GP, DOP

DARBU ORGANIZACIJA OBJEKTA
Darbu organizacijai projekta papildus nemti véra:
MK Nr. 92 “Darba aizsardzibas prasibas veicot bivdarbus”,
Bivdarbu laika jaievero:
LR Darba aizsardzibas likums;
MK Nr. 92 “Darba aizsardzibas prasibas veicot bivdarbus”;
MK Nr. 500 “Visparigie bavnoteikumi®, IX sadala.
MK Nr. 660 “Darba vides iekS&jas uzraudzibas veikSanas kartiba”
MK Nr. 333 “Noteikumi par Latvijas bavnormativu LBN 201-15 “Bivju ugunsdrosiba”.
So normativu, noteikumu un standartu nosaukéana ir tikai parskats par izmantotajiem dokumentiem, kur var
nebit uzskaittti visi izmantotie dokumenti.

9. Biavlaukuma raksturojosie parametri

Biivdarbus planots veikt ipasuma Stacijas iela 14, Olaing. Zemes gabala kopéja platiba ir 1,477 ha. Eka
atrodas uz jaukta statusa kopipasuma. Uz zemes gabala kopuma atrodas 1 €ka, kura planoti bivdarbi,.
Blakus &kai ir asfaltéts cels.

Blvprojekta risindjumi paredz esoSas daudzdzivoklu ekas kompleksu siltinaSanu. Bavprojekts izstradats
balstoties uz Pas(titaja uzdevumu, ekas energosertifikatu un tehniskas apseko$anas atzinumu, €kas
inventarizacijas materialiem, ka arf foto fiksacijam.

10. Bavdarbu veiksana

Bavdarbi veicami atbilsto$i izstradatajai dokumentacijai, ka ari ievérojot spéka esoSos normativos aktus.
Darba aizsardzibas pasakumi javeic saskana ar MK noteikumiem Nr. 92 “Darba aizsardzibas prasibas veicot
blvdarbus”. Darbu organizacija javeic atbilstosi LR “Darba aizsardzibas likums”, no kura iziet papildingjumu
prasibas MK noteikumi Nr. 600 “Darba vides iek$€jas uzraudzibas veikSanas kartiba” un MK noteikumi Nr.
238 “Ugunsdrosibas noteikumi”.

Pirms bdvdarbu uzsakSanas blvuznéméjam ir jaizstrada Darbu veikSanas projekts (DVP), precizgjot
detalizétu montazas vai demontazas aprakstu. Montazas precizitati noteikt ne mazaku ka to nosaka LBN un
izgatavotaja tehniskas prasibas.

Bavlaukuma zona janorobezo ar pagaidu Zogu vai signallenti. NoZogojums jaatzimé ar drodibas zZimém
atbilstodi MK 2002. gada 9. decembra noteikumiem Nr. 400 “Darba aizsardzibas prasibas droSibas zimju
lietoSana”. Bavprojektda un DOP sadala nav noraditas atseviskas bistamas zonas, taCu blvuznéméjs ir
atbildigs par blvdarbu laika raduSos bistamo zonu norobezo$anu. Tada gadijuma tas jaapzimé atbilstosi
normativajiem aktiem par drosibas zimju lietoSanu darba vietas.

Bavlaukuma teritorija aizliegts atrasties nepiedero§am personam. Lai to nodroSinatu, péc nepiecieSamibas
objekta janodroSina apsardze un/vai video novérosana.

Bivdarbu laikd éka tiks ekspluatéta, tapéc janodro$ina visi nepiecieSamie drosibas pasakumi veicot
bdvdarbus.
Tehnologisko transportu un blvniecibas metodes, nemot véra darba apstaklus un blvuznémuma riciba
esoSo tehniku, japaredz “Darbu veikSanas projekta (DVP), ko izstrada blvuznéméjs pirms bivdarbu
uzsaksanas.
Lapa 5
Bavprojekta dalas vaditaja: Gundega Abelite
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11.

12,

13.

Darbu veiksanas projektu bavuznéméjs saskano ar pasititaju, blvuzraugu (ja attiecinams) un autoruzraugu.

Bivdarbu kalendarais grafiks

Bvniecibas laika bivuznéméjs izstrada atseviskus DVP tekoSajiem darbiem. Atsevisks DVP tiek iesniegts 2-
3 nedélas pirms darbu veikSanas. To saskano ar autoruzraugu un bivuzraugu, ja attiecas. Bivuznéméjam,
uzsakot bivdarbus, jasagatavo detalizéts kalendarais grafiks, ki ari planota naudas plisma. Papildus
janorada piesaistito darbinieku daudzums un to darbu veids. Darbu veik$anas kalendarais grafiks bavdarbu
laika ir precizéjams atbilstosi situacijai.

Materialu piegade bivobjekta veicama saskana ar blivdarbu veicgja izstradato darbu veik$anas kalendaro
grafiku. Materialu uzglabadana bavdarbu generalplana noradtaja vieta vai ékas dalas, kur nenotiek bavdarbi,
to saskanojot ar &kas Tpasnieku.

Biivgruzu apsaimniekosana

Bavuznéméjam, uzsakot darbus, jasledz ligums ar atkritumu apsaimnieko$anas kompaniju. Bistamo bivgruzu
utilizacijai (tai skaita azbestu saturo$o atkritumu) utilizacijai slédzams ligums ar sertificétu bavgruzu utilizacijas
firmu, kurai ir attiecigas atlaujas.

Darba aizsardzibas plans

Darba aizsardzibas plans tiek izstradats atbilstos$i MK noteikumiem Nr. 92 “Darbu aizsardzibas prasibas
veicot bavdarbus” un “Darba aizsardzibas likumam”. Uzsakot blivdarbus blivuznéméis ir atbildigs par darbu
aizsardzibas plana izstradi atbilstodi LBN 310-15 prasibam, un nemot véra darbaspéka un tehnologiska
aprikojuma kapacitati.

Blvdarbu laika par darba aizsardzibu un ugunsdro§ibu bvlaukuma atbild darbu vaditajs.

Bavlaukuma janodro$ina briva parvieto$anas darbiniekiem un nepiecie§amajam tehniskajam transportam.
Materialu parvietoSana, nokrau§ana un izmanto$ana nedrikst apdraudét darbinieku dro$ibu.

Bivdarbu ietekme uz blakus esosam ékam un zemes gabaliem

Buvdarbu laika ka tiek ekspluatéta, tacu darbi nepasliktina esoSo ékas konstrukciju noturibu. Blakus eso3as
dzivojamas ékas atrodas ~ 10 m no atjaunojamas ékas ZA

dala un ~ 20 m rietumu dala, un bavdarbi nerada nekadus draudus §im &kam.

Bivdarbu laika netiek skarti citi ipagumi. Ekai piekritogais zemes gabals pé&c bivdarbu pabeigsanas jasaglaba
ne sliktaka stavoklt, ka tas ir pirms bdvdarbu veik$anas.

Lapa 6
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Inzenierkomunikacijas

Eka ir pieslégta pilsétas inZenierkomunikacijiam — auksta Odens apgade, kanalizacija, elektroapgade,
vajstravas tikli. Bavdarbu laikd janodroina esoS$o inZenierkomunikaciju aizsardziba un saglabasana ne
sliktaka stavokit ka tas ir pirms bavdarbu veikSanas. EsoSie gazes vadu ievadi saglabajami, veidojot ailes
siltumizolacijas slan.

Bavdarbu laika jaizverté pagaidu piesléguma vietas bavdarbu veikSanas nepiecieSamibai. Tas jasaskano ar
&kas Tpasnieku.

lespéjamie riska faktori biiviaukuma

Bavlaukuma iesp&jamie riska faktori saistiti ar darbu augstuma virs 1,5 m (fasazu siltinaana, arf pagraba

parseguma siltinasana), kas var radtt ietekmi uz bdvdarbu veicéja vesellbu un drostbu, gadijuma ja netiek
ievéroti visi nepiecie$amie darba droSibas pasakumi un netiek izmantoti atbilsto$i darba aizsardzibas lidzekii.

Ja darbuznéméjs nav kompetents pret kadu no veicamo darba aizsardzibas pasdkumu, tad detalizétus
ieteikumus var sanemt konsultgjoties Valsts darba inspekcija, pie bavinspektora vai bavvalda.

Teritorijas norobezosana, atbildibas

Parbavejamas ékas tuvuma nepiecieSama vieta Tslaicigai bavmaterialu un demontéto materialu uzglabasanai
un nokrausanai, k& arT janodroSina vieta bivgruzu konteinerim. Visa bavdarbu laika baviaukums janorobeZo ar
pagaidu Zogu vai signallenti, ka arf janodrosina teritorijas apzimésana ar nepiecie$amajam drosibas zimém,
lai garantétu darbinieku drosibu.

Buvlaukuma pagaidu bives, parvietojamie konteineri stradnieku sadzives vajadzibam, darbu vaditaja
parvietojams konteineru tipa ofiss, biotualete novietojami biviaukuma ziemel-ristumu dala norobezota
bavlaukuma zona.

Bavlaukuma veicamos darba aizsardzibas pasakumus vada un koording generalaias darbuznéméjs, un ta
pienakumi noteikti MK noteikumus Nr. 92 “Darba aizsardzibas prasibas veicot biivdarbus”.

Buvdarbu veikSanu var uzsakt péc atzimes sanems$anas fasades apliecinajuma karté un nepiecie$amo
sagatavodanas darbu izpildes.

Buvdarbu veicéjs visa bivdarbu laika atbild par:

- Bavlaukuma norobeZosanu un uzturésanu;

- Bnvi pieejamam darba vietam;

- Tehnologisko iekartu un masinu tehnisko stavokli;

- Materialu zonu iekartoSanu un markésanu;

- Bistamo materialu pareizu izmantosanu un transporté$anu;

- Atkritumu un bavgruZu savaksanu, skiroSanu un transportésanu. Biviaukuma neuzglabat lielu
daudzumu atkritumus un bivgruzus;

- Darbinieku informésanu par izmainam bivniecibas grafika vai bavprojekta;

- Darbinieku informésanu par darba drosibas pasakumiem;

- Darba vietas piemérosanu prasibam par trokspa fimena ievérosanu un risku, kas saistits ar
nokrisanu;

lapa?
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- Darbinieku nodrodinasu ar pargérbsanas un atpitas telpam;
- Pirmas palidzibas sniegsanu.

Uzsakot bavdarbus darbu vaditajam jaorganizé instruktaza par ugunsdro$ibas noteikumiem darbam ar
elektroiericém, apmactbdm ar ugunsdzéSamo aparatu. PiekllSanai vai piebrauk$anai pie bavlaukuma
ugunsdzésibas inventara jabat brivai.

UgunsdroSibas pasakumi bavobjekta organizéjami atbilstos$i MK noteikumu Nr. 238 “Ugunsdro§ibas
noteikumi” prasibam.

Darba aizsardzibas pasakumi biivdarbiem ar paaugstinatu risku

Buvdarbu laika ir paredzéts uzstadit sastatnes, un darbi tiks veikti augstuma virs 1,5m, Iidz ar to ir jaievéro
darba aizsardzibas pasakumi darbam augstuma.

Pirms uzsakt darbu augstuma, janovérté attiecigas darba vides riskus atbilsto$i normativajiem aktiem par
darba vides iek3gjas uzraudzibas kartibu un janosaka pasdkumi darba vides riska samazina$anai vai ta
novérsanai. Veicot darbu augstuma, darba virsmu noZogo vai nostiprina, lai ta bitu stabila, nekustiga un
neraditu risku drosibai un veselibai. Ja novértgjot darba risku, konstatéts, ka nevar ievérot minétas prasibas,
uznéméjam ir janodrosina darba aprikojums, kas ir vispiemérotakais drosas vides radi$anai un uzturéanai un
kura izméri un konstrukcija ir piemérota darba veidam un paredzamajai slodzei un |auj drosi parvietoties.

ParvietoSanas starp pieklisanas lidzekliem un darba platformam nedrikst palielinat kritiena risku.

Veicot darbu augstuma izmanto kolekiivos aizsardzibas lidzeklus — stacionaros aizsardzibas lidzekius, tai
skaita aizsagnoZogojumu, dro$ibas platformas. AizsargnoZogojuma horizontalo malu paredzét tris limenos ~
augséja marga vismaz 1,00 m augstuma, starpmargas vismaz 0,50 m augstuma, kajliste vismaz 0,15 m
augstuma.

Maksimala vertikala statiska slodze uz kapném nedrikst parsniegt raZotaja noteikto maksimalo slodzi darba
pozicija.
14. Bivlaukuma sagatavosana un iespéjama darbu seciba

Atbildigais buvdarbu veicéjs bavlaukuma teritorija iezImé un norobeZo bistamas zonas. Par bivlaukuma darba
organizaciju, iek&&jo karttbu un apsardzes noteikumiem atbild bivdarbu vaditajs.

Piebrauksana bavobjektam tiek nodrodindta pa eso$o iebrauktuvi zemes gabald. Bivlaukuma teritorija
materialu parkrausana paredzéta manuali vai izmantojot maza izméra tehniku.

Blvmaterialu un bavkonstrukciju Tslaiciga uzglabasana nodrodindma zemes gabala robezas $im nolikam
paredzétaja uzglabasanas laukuma. Blvmaterialu izvietoSana veicama nemot véra apsvérumus par optimalu
materialu izvietojumu, lai netiktu traucéta transporta kustiba un bavdarbu veik$ana. Materialu krautni veidot ta,
lai netiktu traucéta parvietosanas dazadam tehnikas vienibam.

Lielgabarita bGvmaterialu un bavizstradajumu piegades objektd organizé atbildigais bavdarbu vaditajs,
saskanojot to ar pasufitaju un bvuzraugu (ja attiecinams) un nemot véra blvniecibas darbu kalendaro
grafiku, lai tiktu nodrodinata kravu izkrau$ana, nekavéjot bavniecibas darbus.

Atbildigajam bavdarbu vaditajam ir $adi pienakami:
- Parbaudit piegadato blvizstradajumu pavaddokumentaciju un tas atbilstiou bavniecibas
normativajiem aktiem, ka arf atbilsttbas apliecinajumu esamibu;
i Lapa 8
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- Nepielaut tadu reglamentétas sféras bavizstradajumu ieblvésanu, kuriem nav atbilstibas
apliecinajuma;

- Péc Patérétaju tiesibu aizsardzibas centra amatpersonas pieprasijuma uzradit piegadato un iebivéto
blvizstradajumu pavaddokumentus un reglamentétas sféras  bavizstradajumu  atbilstibas
apliecinajumus.

Bavdarbu veikSanai bavlaukuma uzstadams baviaukuma birojs, ti. viens konteineru tipa vagoning,
parvietojuma 1 BIO tualete, bivlaukuma ugunsdzésibas komplekts 1 gab. darbinieku pargérbsanas telpas, ka
art slégta materialu nokrauSanas vieta. kas jasaskano ar &kas Tpasnieku un jaorganizé esoas &kas telpas.

Bavlaukuma nodrodinaSanai baviaukuma teritorija jaieriko atklatais materialu nokrau$anas laukums un
japaredz vieta bavgruzu konteinerim. Pie biiviaukuma jauzstada bivdarbu bridinoSas zimes.

Galveno bavdarbu veik§anas seciba:

- Bavlaukuma sagatavo3anas darbi;

- Fasades siltinaSana, t.sl. logu un durvju montaza;

- Pamatu un cokola siltinasana;

- Béninu parseguma siltinasana;

- Pagraba parseguma siltinasana;

- Teritorijas labiekartojums, t.sk. apmales ap éku atjauno$ana.

15. Vides aizsardzibas pasakumi

Blvuznéméjam javeic visi nepiecieSamie pasakumi, lai nodro$inatu Vides aizsardzibas likumu un noteikumu
izpildi visa bivniecibas laika. Bavniecibas laika nedrikst pielaut nekadu videi bistamu vielu nopladi daba. Ja
noplide ir notikusi, ir javeic visi iesp&jamie paskumi negadijuma seku likvidé$anai, lai samazinatu videi
raduSos piesamojumu. Bavniecibas procesa laika ir jaseko Iidzi tam, lai nenotiktu nekadas ellas noplides no
darba procesa iesaistitajiem mehanismiem.

Darba teritorija janodrodina ar parvietojamo biotualeti. Blvuznéméjam janoslédz atbilstoss Iigums par
biotualesu uzstadiSanu un apkalpo$anu.

Bavniecibas objekts un ta apkartné esoSie celi un teritorija jauztur fira, lai transporta un citas tehnikas
parvietoSanas rezultata neveidotos putekli.

Bivobjekta jaizmanto instrumenti, kam ir CE mark&jums un ar mazaku trok$na izplatibu, ka arf nedrikst lietot
bojatus instrumentus. Bavniecibas gaita jaizvélas iekartas ar mazaku vibracijas [imeni.

Blvdarbu laiké bivobjekta jaizmanto LR sertificéti un standartiem atbilstosi materiali un izstradajumi.

16. Beigu noradijumi
Blivuznéméjam pirms bavdarbu uzsaksanas, atbilstosi LBN 304-14 jaizstrada Darbu veik$anas projekts (DVP)

G.Abelite;
Projekta vaditaja: sert. nr. 1-00180 % s
(paraksts) (datums)

i Lapa 9
Bivprojekta dajas vaditaja: Gundega Abelite
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AR UN GP DALAS RASEJUMU SARAKSTS
AR-1

- Visparigo radrtaju lapa

GP-1  Generalplans
AR-2  Fasades - demontaza
AR-3  Pagraba plans un pirma stava plans
AR-4  Tipveida stava plans un béninu plans
AR-5  Jumta plans, Griezumi
AR-6 ' Fasazu krasu pase
AR-7 | Sienu un gridu piragi
AR-8 | Logu, durvju un ventilacijas restu specifikacija
AR-9  Cokola siltindsanas mezgls
AR-10  Jumta dzegas mezgli
AR-11  Balkona atjauno$anas mezgls
. AR-12 | leejas jumtina atjaunoSanas mezgls
AR-13  Logu montazas mezgli
AR-14 Béninu siltindsanas un apkalpo$anas laipas izblves mezgls. Jumta kores mezgls.
' AR-15 | Ekas fasades siltinasana pie gazes vada ievadmezgla
AR-16 | Jumta llkas izblves mezgis
AR-17  Jumta pieslégums pie skursteniem
AR-18  Skurstenu nosegcepures
AR-19 | Béninu atjaunoSanas mezgls
AR-20  Optisko kabelu sadalne
DOP-1  Darbu organizacijas shéma
GP-2 . Generalplans - SIA "Baltcom" tiklu izvietojums
APZIMEJUMI IZMANTOTO DOKUMENTU UN NORMATIVU SARAKSTS
Esosa siena Nr. Nosaukums
Siltuma izolacija 1.| LBN 201-15. "Bavju ugunsdrosiba"
Skembas 2.| LBN 002-15. "Eku norobeZojo$o konstrukciju siltumtehnika”
e 3.| LBN 202-18. "Bivniecibas ieceres dokumentacijas noformé&sana"
Aizmiré&jamas dalas —
Grunt : 4.| LBN 211-15. "DzIvojamas &kas"
: rurv1 s. —————— 5.| MK Nr. 500 *Visparigie bovnoteikumi”;
. Eso?s |zI|dzmosa|s_sIan|s 6.1 MK Nr. 525 “Eku bavnoteikumi”
t.8 . Esoss dz/betona parsegums 7.| MK Nr. 92 “Darba aizsardzibas prasibas veicot biivdarbus”
1 Dzivokla numurs 8.| MK Nr. 660 "Darba vides iek$&jas uzraudzibas veikdanas kartiba"
- Sienu/gridu tipi 9.| Ekas inventariazacijas lieta
LO1 Ailu numeracija 10. | Ekas energosertifikats
2° Krituma virziens 11. | Ekas tehniskas apsekosanas atzinums
EKAS TEHNISKIE RADITAJI
Apbives laukums 591,3 m* Bavtilpums 9815 m°
Kop&ja platiba 1477 m’ Ekas klasifikacija 1122
Stavu skaits (virszemes/pazemes) 5/1 Ugunsnoturibas pakape U2a
Pasutitajs:  A/S "Olaines Gdens un siltums"”
Adrese: 8aripu iela 37-5, registracijas Nr. 50003182001
Liep&ja Kidras iela 27, Olaine, LV-2114
Mob.: +371 20083587 — ekt
VRN:42103044336 Bavprojekta p,, y;dzivoklu dzivojamas ekas
BK.reg ”’5’5553’52 . |nosaukums: energoefektivitites paaugstinasana
mor‘fins@liepsaimnieks./v. LIEPAJAS NAMSAIMNIEKS iok
= o:je t.a Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPV GAbelite [ Joz.12.2019) 77"
BPDV  |G.Abelite | {{{ 7 [02.42.2019Lapas
lzstradaja| M.Ancans (] 02.12.2019| "OSAukums: VISPARIGO RADITAJU LAPA
Meérogs Pasit. Nr. | Arh.reg. Nr| Stadija | Marka | Lapu sk. Nr.
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GENERALPLANS , M1:500
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APZIMEJUMI
Ipaduma robeza
Atjaunojama éka
A leeja €ka
P 0w =3 L | EsoSikoki un krami
Zaliens
Esoés asfalta vai brugakmens segums
g | Eso$s gazes vads | PASUTITAJA APLIECINAJUMS
[ — I. Esoi sakaru kabeli ‘ Projekta rigingjumiem piekritu.
& | Eso$a sadzives kanalizacija vards Uzvards:
Esoés (densvads Angis: _
Esosa siltumtrase patums: 0 < /2 LG 9
L= Esoda elektroapgédes Iinija %
— i Paraksats:
Uzstadama kabelu aizsargcaurule =

OBJEKTA NOVIETOJUMA SHEMA

KABELU AIZSARGCAURULES IESTRADES MEZGLS, M 1:20

Eso§as kabe]u Itnijas, Skersojumos ar projektdjamam inzenierkomunikacijam, celiem un ietvém,
paredzét ievietot kabelu divpuséjas aizsargcaurulés 750N

Esoss kabelis 7 C1
~ 1 — #
Y 1000 /| 500 )’
Kabeju divpus&ja alzsargcaunule ;

750N, @=110,1=1500

EKU EKSPLIKACIJA UN APBUVES TEHNISKIE RADITAJI

| kegasya |Galvenais| UOUns | SEWL | apbives| Biv- |Lietderigs Paig- | Kopéia
Nr. | Nosaukums numUrs lietosanas [Noturibas skaits laukums | tilpums | platiba | platiba | platiba
veids | pakape |(virsz./pazem.) 2 m m? m? m?
1. | PROJEKTEIAMA EKA 80090020632 | 1122 U2a 5/1 5913 | 9815 | 217217 | 4891 | 266127
2. | BLAKUS ESOSA DZIVOIAMA EKA '
3. | BLAKUS ESOSA DZIVOIAMA EKA
ZEMESGABALA PLATIBA, ha - 01477 -

S : Akciju sabicdribas ,Gaso”
JELGAVAS IECIRKNI

4. linija 35, Jelgava, LV-3003
ar noteikumiem:

1. Pirms darbu uzsakdanas noslégt
"Vieno3anos par zemes darbu izpildes
noteikumiem gazes vadu un gazes
iekdrtu aizsargjosla”

2. Horizontalie un vertikalic attdlurni -
atbilstodi LBN 008 "Inzenierkomunikdcij.s

Galvena ailiii #

S, Rasa-Dau ¢ /
. izvietojums” .
.20 AV N B/ FA AT %ﬂ/? . % Spghggyims derigs 28205
— — - - I

¢ v tas ecirkna

Undotais infenieris
Andis SERSNOVS _
(Amats, pers. paraksts, uzvardf/

2?._/_1‘2,2013

Piezimes: Tevwerol- Fus -ﬁ‘m MR AT 4
1. Projektgjama éka atrodas zemesgabala vidus dala, un &kas atjauno$ana neietekme kadu blakus esosu bavi;

JPras by
2. Péc bavdarbu veik$anas jaatjauno esoSais zaliens un esoSie piebraucamie celi, ja tie tiek bojati;
3. Veicot rakdanas darbus, esoSiem sakaru un zemsprieguma kabejiem jauzstada divda)iga aizsargcaurule. Aizsargcaurulu skaits preciz&jams uz vietas bavnigcibas laika.
Uzstadams, ja atrokot kabelis tiek konstatéts. Papildus aizsargcauruli uzstadit apgaismojuma kabeliem gadTjuma, ja tie konstateti zem grunts limena
4. Veikt inzenierkomunikaciju aizsardzibas pasakumus atbilsto$i AR un DOP risinajumiem, t.sk. atbilstodi AR un DOP skaidrojoSam aprakstam;
5. Esoso lietus kanalizacifas sistému saglabat, péc nepiecieiamibas parcelt eso$as akas un salsinat vai parvietot lietus kanalizacijas caurules. Apjomu precizét bivniecibas
laika!

TN TN BT At

Pasutitajs:  A/S "Olaines Gidens un siltums”
Adlrese: Béripu fela 37-5, registracijas Nr. 50003182001
LiepGja “ Kadras iela 27, Olaine, LV-2114

Mob.: +371 20083587

VRNi42103044336 Buvprojekta p,yq,dzivokju dzivojamas ekas
BK.reg. il ! 55352 nosaukums: apergoefektivitates paaugstinasana

martins@lepsaimnisksly  LIEPAJAS NAMSAIMNIEKS Objekta

3 194.10.2019 adess:

Stacijas iela 14, Olaine, Olaines novads, LV-2114

BPDV  |G.Abelite

- 04.10.2019 | Lapas
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GENERALPLANS

Meérogs Pasit. Nr. | Arh. reg. Nr, Stadija | Marka | Lapusk. Nr.
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Afjaunot eso3as jumta margas

DEMONTAZA, M1:200

Uzstadit jaunu lietus
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% ¥ ja konstatsts 04kV vai
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esoial sadalne| i ' atbilstosi AS "Gaso" noradijumiem i - ESOS&Q:;TST)‘;?TS' I'ZCli):\slst' i i 8kas numurzimi . i logu restes - i
é Aljaunot esosas margas @ @ Afjiaunot esosas margas @ @ noradfjumiem Cé) @ © @
PIEZIMES: Pashtitdjs:  A/S "Olaines adens un siltums"
e P e . . - ~ _ . e = s Adfrese: Bérinu fela 37-5, registracijas Nr. 50003182001
1. Faséade atziméto demontazas apjomu skatit kopa ar biivmaterialu specifikacijam; Liep&ja Kiidras iela 27, Olaine, LV-2114
AdE afi ; ; HA AT R Mob.: +371 20083587 = :
2, Fasades markétie logi, durvis un veqtnlacua§ restes mainami o o VRN:42103044335 Buvprolekta. Daudzdzivoklu dzivojamas ekas
3. Dznvvo_kl u Tpasnieku veldotl_e elementi uz fasades, kas nav saskanoti ar Bavvaldi demontgjami B rog, 2232 Nosaukums: energoefektivitates paaugstinidana
4. EsoSa b.etona gpmale ap ek.u demontejama. o _ o _ . _ martins@liepsaimnieks.v  LIEPA JAS NAMSAIMNIEKS Obiek
5. Eso8a zibensaizsardzibas sistéma demontgjama, ja tiek uzstadrta jauna atbilstosi projektam par zibensaizsardzibas izbivi ad ::s:_a Stacijas iela 14, Olaine, Olaines novads, LV-2114
PIENEMTIE APZIMEJUMI BPDV  |G.Abelite I}/ . o2.12.2019 ’
APZIMEJUMS | APRAKSTS Izstradaja| M.Ancans —,%L’_ 02.12.2019 | Lapas K
_____ = —— nosaukums: = =%
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LO1 D01 Uzstadami jauni logi, durvis atbilstosi specifikacijai
RO1 Uzstadamas jaunas vent. restes atbilstosi specifikacijai Mérogs Pasat. Nr. | Arh.reg. Nr] Stadija [ Marka | Lapu sk. Nr.
1:200 LN-01102019 |LN-01102019 - AR-2 -




PAGRABA STAVA PLANS, M1:200

Zem jaunuzstaditajam

Jaunieguldrts optiskais kabelis
Verticasa Riser Cable - 12 FO pa

griestiem no jaunuzstadita skapja
lidz stavvadam nr.1. Kabeli ieguldit

aizsargcaurue D=25mm, L=15m.

Zem jaunuzstaditajam

Zem jaunuzstaditajam

Zem jaunuzstaditajam

notekam uzstadit notekam uzstadt notekam uzstadit . notekam uzstadit
betona renes 2m garas @ betona renes 2m garas @ betona renes 2m garas @ betona renes 2m garas @
' \
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R Jaunieguldtts optiskais kabelis RO1 Jaunieguldtts optiskais kabelis
Jaunuzstadts TET Verticasa Riser Cable - 12 FO pa Verticasa Riser Cable - 12 FO pa
(‘Lattelecom") ¢ griestiem no jaunuzstadita skapja 9 griestiem no jaunuzstadita skapja
" optiskais sadalnes skapis Iidz stavvadam nr.2. Kabeli ieguldit Tl ==+ — & iz stawadam nr.3, Kabeli ieguldt
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Staros dibelu skaits Al 7450 : 16030 i 15990 3 7490
japalielina par 20% P Eso$as kapnes §e 1 [Euq!é! durvis uz kapnu tepu, . L Demanté! durvis uz kapgu tepu, L N L= Dernm'_._it;&l du_ms_ uz kgpgu lepq.
\éh saglabat, 20 veikt véjtvera atjaunoSanu & Esosas kapnes veikt vajtvera atjauno$anu (] Eso3as kapnes veikt vejtvera affaunosany
sillinat apkart elektribas - atjaunot, atjaunot Samazinat izolacijas slani, veidojot : saglabal, atjaunot Samazinat izolacijas slani, veidojot saglabat, atjaunot  Esoss gézes levads, izofivat
skapim kappu margas Itdzenu plakni ar kopgjo fasadi, stiros [idzenu plakni ar kop&jo fasadi, staros atbilstosi AS "Gaso" noradijumiem
4 uzstadil pastiprinatos stira profilus ~ uzstadit pastiprinatos stora profilus B Samazinal izolacijas siani, veidofot
@ @ @ EsoSs gazes ievads, izblivet @ Esods gazes ievads, izbavet (6 ; @ hdza_nu piajcql ar Ifopejo_?asam_ stros
f@ atbilstosi AS "Gaso" noradjumiem atbilstodi AS "Gaso" noradijumiem uzstadit pastiprinatos stura profilus

PIEZIMES:

1. Fasazu storos palielinat dibefu skaitu par 20% siltumizolacijas plaksnu Suvés. Nosacttie fasazu stiri atziméti stavu planos;
2. Bivdarbu laika paredzét esoso SIA "Baltcom" tikla saglabasanu un aizsardzibu, nepiecie$amibas gadijuma paredzét parvietosanu arpus
blvniecibas zonas uz bivdarbu veikSanas laiku (risinajumu bivdarbu laika saskanot ar SIA "Baltcom").

PIENEMTIE APZIMEJUMI

APZIMEJUMS APRAKSTS
[ Siltinams ar siltumizolaciju b=100mm cokola dala, b=150mm fasadé, ja ar piezimi nav noradits savadak
ZZzzZZ 7} Siltinams ar siltumizolaciju b=ITdz 50mm atbilstosi sienu piragam S3

Adrese: Barinu fela 37-5,
Liepdgja

Mob.: +371 20083587
VRN:42103044336
B.K.red. nr.:12232
E-pasls:
martins@liepsaimnieks.v

Pasutitajs:

A/S "Olaines dGdens un siltums"
registracijas Nr. 50003182001
Kidras iela 27, Olaine, LV-2114

Buvprojekta
nosaukums:

Daudzdzivoklu dzivojamas Ekas
energoefektivitates paaugstinasana
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TIPVEIDA STAVA PLANS, M1:200
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Pasutitajs:  A/S "Olaines Gdens un siltums"
Adrase! Béripl fela 37-3, registracijas Nr. 50003182001
PIEZIMES: — - Kadras iela 27, Olaine, LV-2114
1. FasaZu stiros palielinat dibelu skaitu par 20% siltumizolacijas plaksnu Suvés. Nosacitie fasazu stiri atziméti stavu planos; Vileaa | iDaaas ™\ :g;’;’;ﬁ{lenkq;? Daudzdzivoklu dzivojamas ékas
2. Béninu laipu novietojums preciz&jams daba, saskanojot ar Pasatitaju. Laipam janodrosina piekluve visam inZzenierkuminakcijam, t.sk. idz i * energoefektivitates paaugstinasana
SIA ,,Baltcom" ESS Skapjiem; martins@liepsaimnieks.lv  LIEPAJAS NAMSAIMNIEKS Objekta Stacias iela 14. Olaine. Olaimes movads, LV.2114
3. Buvdarbu laika paredz&t esoSo SIA "Baltcom" fikla saglab&sanu un aizsardzibu, nepiecie§amibas gadijuma paredzét parvietodanu arpus BPDV _ |G.Abelite 15 adrese: ! ! ! !
bivniecibas zonas uz bivdarbu veikSanas laiku (risinajumu bavdarbu laika saskanot ar SIA "Baltcom"). e il % 0212 2019
N — Izstradaja| M.Ancans .,f%-' 02.12.2019 | Lapas
— : nosaukumss TIPVEIDA STAVA PLANS UN BENINU PLANS
APZIMEJUMS | APRAKSTS
s, 2 Siltinams ar siltumizolaciju b=150mm, ja piezimés nav noradits savadak Mérogs Pasat. Nr Arth. reg. Nr] _Stadija Marka | Lapu sk Nr
~2 7 Siltinams ar siltumizolaciju b=iidz 50mm atbilstosi sienu piragam S3 1:200 LN-01102.019- LN-01-1020:.19 AR e -
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JUMTA PLANS, M1:200
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PIEZIMES:

1. Uzstadtt jaunu jumta segumu;

2. Jauzstada jauna lietus ddens noteksistéma;

3. Veikt esoSo ventilacijas izvadu apdares atjaunosanu, attirit no risas, krasot!
4, Skurstenus atjaunot, uzstadTt skarda nosegcepures.

©

5. Bivdarbu laika paredzét esoSo SIA "Baltcom” fikla saglabasanu un aizsardzibu, nepiecie§amibas gadijuma paredzét
parvietoSanu arpus bavniecibas zonas uz bivdarbu veikSanas laiku (risinajumu bvdarbu laika saskanot ar SIA "Baltcom”).

Adrese: Baripu iefa 37-5,
Liepdja

Mob.: +371 20083587
VRN:42103044336

BK. reg. nr.:12232
E-pasts:
martins@liepsaimnieks.iv

Pasatitajs:

A/S "Olaines iidens un siltums"
registracijas Nr. 50003182001
Kudras iela 27, Olaine, LV-2114

Bavprojekta p,q;dzivokiu dzivojamas ekas
nosaukums: cnergoefektivitates paaugstinasana

Y Objekta Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV  |G.Abelite <777 [02.12.2019 acrese:
Izstradija| M.Ancans .%) 02.12.2019 | Lapas
il aRishlofut: JUMTA PLANS, GRIEZUMI
Meérogs Pasit. Nr. | Arh.reg. Nr| Stadija | Marka | Lapu sk. Nr.
1:200  |LN-01102019 [LN-01102019 . AR-5 -
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FASAZU KRASU

PIEDAVAJUMS, M 1:200
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! : ! PIENEMTIE APZIMEJUMI ! ! ! ! ! ! ! !
@ @ @ i Fasades mehaniskas slodzes 4 @ @ @ @ @
1~ sadalijums, iznemot pie ieejam &ka.
leejas €ka un zona ap balkonu - ! Pasatitajs:  A/S "Olaines Gdens un siltums"
meh.slodzes zona Adrese: Bdrinu ielo 37-5, registracijas Nr. 50003182001
N Apraksts | P&c krasu skalas Krasas Nr. pBc krasu skalas| Apraksts | P&c krasu skalas ]K_rasas Nr, e krasu skalas VBT 20%25%? = Kidras iela 27, Olaine, LV-2114
PIEZIMES: ) _ . ] = VRN:42103044336 Bavprojekta p,,47451vokiu dzivojamas ekas
1. Pirms fasdzu apme$anas, veikt krasu atbilstibas ;a:naadses BAUMIT Life 0019 Cokola BAUMIT Life 0396 B.K.reg £ ’5553'52 nosaukums: energoefektivitates paaugstinasana
parbaudi daba. Uzklat 1 x 1 m lielu laukumu ar Baumit Life 0019 LSS IS P02 CE0H) plakne UESISIZ0IBR) mertis@lopsaimnicksty  LEPAJAS NAMSAIMNIEKS  femmes
paredzéto masa tonéto apmetumu vai krasu un % Ip— g _ adl!ese' Stacijas iela 14, Olaine, Olaines novads, LV-2114
. gt . Fasades ire asades p T *
sanemt saskanojumu no Pasifitaja un projekta | Lo s (NGS § 2020 - Y10R) omas ?ﬁgg”‘; gg;aociagggm BPDV  |G.Abelite -{fi’ 702122019
autora. lzstradija| M.Ancans ﬁ 02.12.2019 | Lapas
adé ieprieks intti i 3da nosaukums: =3 =
2. fasade .lep_neks m§|n|t| _PYC Iog_;|v ar :savadak_u ffnﬁ?m. ot paibica - RAL 7000 [| Lot e RAL 9010 < o FASAZU KRASU PASE
dalqumu vai krgsu, neka norgdlts fasazu krasu pasé, |nosegprof, (NCS S 35028 ) ;rlfysé N (NCS § 0300.N )
blivniectbas laikd saglabjami. Péc ékas nodosanas |“umta sequm i i
ekspluatacija, pie logu mainas janem véra $aja krasu | Vet Pelks RAL 7000 lecjas Tumsi brina - RAL 8016 Mérogs Pasat. Nr. [ Arh.reg. Nr{ Stadija | Marka | Lapusk. Nr.
N adTtais | dalii kr3 4 (NCS S 5005-B20G ) durvis, (NCS S 8010-YS0R )
pase noraditats logu aalijums un Krasa. cokola balkoni 1:200 LN-01102019 ([LN-01102019 - AR-6 -




SIENU UN GRIDU PIRAGI

APZIMEJUMS -
’ APRAKSTS Pi
NOSAUKUMS EZWES
P1 Ja konstatéta nenoturiga

Cokola/pamatu siltindjums

zlidzinats un sagatavots esosals cokols/pamati

APZIMEJUMS, =
' APRAKSTS
NOSAUKUMS PIEZIMES
o1 100 Pirms hidroizolacijas

uzklasanas, pamatu un cokola

Pagraba griestu silindsana

EsoSais parsequms (péc nepieciesamibas firits, fiozinals)
Grunts Baumit Tiefengrund vai ekviv.

Limjava Baumit Nivofix vai ekviv.

Putupolistirols TENAPORS EPS100

pagraba griestu virsma (krits
vai tmf.), veikt t& tiriSanu!
Veicot virsmas sagatavo$anu,
novérst javas pildijuma
drup§anu no pagraba un

fasades akmens vati
b=150mm

Limjava BAUMIT StarContact White vai ekvivalents
Nedego$a akmens vates siltumizolacija planajam apmetuma
sistémam - A<=0,036 W/(mK) (Paroc Linio 10 vai ekvivalents)

Arméjosa javas karta BAUMIT StarContact White vai ekviv.
ar stikluskiedras siefu Baumit StarTex vai ekviv.

150 mm

Kappu telpu sienu remonts

7 I fas. stipribas zona - stiklaskiedras siefs 2 kartas 5-8mm
'§ Grunts Baumit UniPrimer vai ekvivalenta
Galavais fonélais sikona apmetums Baumit Sificon top var
ekvivalents. Maksimalais grauda izmérs 2 mm.
S3
dP?g 4 ib a fé: n:st;rli ;s,ﬂs i ‘ [zlfazindta un sagalavola esosa ékas siena (sk. piezimes)
ZIV(
. f;; éjsessz kamens' v a] " Limjava BAUMIT StarContact White vai ekvivalents
b=50mm Nedegosa akmens vates situmizolacjia planajam apmetuma | 50 mm-
@ sistémam - A<=0,036 W/(mK) (Paroc Linio 10 vai ekvivalents)| 100 mm
Kappu telpas sienu Arméjo$a javas karta BAUMIT StarContact White vai ekviv. S
sittina$ana bénipu daja . ar stikluskiedras sietu Baumit StarTex vai ekviv.
b=100mm i
S6

Eso3a iekSsiena
Grunts Baumit Gypsum Primer vai ekviv.

Spaktele Baumit Fino Bello vai ekviv.
Gip3a maSinapmetums Baumit Ratio Glatt vai ekviv.

lekStelpu krésa - saskanojama ar Pasatitaju

b=100 aredzot sitinat Hidroizol. Ba_urﬁit §ockeLS_i1utz flexibe_l vai ekviv. (2 kartas) |2 mm daja mehaniski vai ar
1 f;n Ze’;" rgT’;uirs fimena Limjava Baumit Supra FIX augstspiediena ddensstriklu
i Putupolistirols TENAPORS Extra EPS 100 [ P— :g;lfgkgi"’;"oj(‘; g’:s"gs N smilsu
@ (Tenax) (A<=0,036 W/(mK))(vai ekvivalents) . pu’§ o apmetumu_'
Arméjosa javas karta BAUMIT StarContact White vai ekviv. 5.8 mm o
ar stikluskiedras sietu Baumit StarTex vai ekviv.- 2 kartas I"Z’I‘;gg "?’fé’;‘:tn‘l’l” 7;’;‘;0/0{
Neoaredz zem Grunts Baumit UniPrimer vai ekvivalenta 20mmym lidzenumu. lzmantot
: grunts dala Fasades krasa Baumit SiliconColor grunté Baur?;ig T;efeg%rund,
) i * javu baumit Beion
_ S1 IzITdzinata un sagatavota eso$a ékas arsiena (sk. piezimes) Pirms situmizolacijas izbives
Arsienu siftingfums ar P 150 . pérliecinaties par fasades

fidzenumu, lai nodrodinatu
siftumizolacijas materiala biivu
piekfauSanos sienai, t.sk.
nodro$inat gruntéSanu

Atsevidkas vietas atjaunot
izkrituSos kiegefus. Ja kiegelis
izdrupis vairak ka 1/3, tas
japarmara! izdrupuso kiegeju
atjaunoSanai/ parmarésanai
izmantot grunti Baumit
TiefenGrund un javu Baumit
MM 50.

NodroSinat virsmas
izlidzinaSanu, ievérojot
20mm/m fidzenumu. Nelielus
nelfdzenumus var fidzinaf ar
Iimjavu Baumit ProContact.
Bitiskiem ffdzing3anas
darbiem rikoties fidzigi k&
cokola risindjuma

Panefu un lodziju dafa, kur
virsma ir lidzena un cieta,
nodro$inat to apstradi ar
abrazivu materialu, ta
pastiprinot mont&jamo
materidlu noturibu. Aizpitdit
izkritu$o starppanefu
savienojuma Suvju javu
(Baumit ProContact)

Silturmizolaciias stjprindsanas
dibeja punktveida
situmvaditspéja <
0.002W/m*K.

Atbilstodi ETAG 004 / fasades
stipribas zona armejosa javas
karta ar stiklaSkiedras sietu
jalek divas kartas

N 100 mm S
(A<=0,036 W/(mK)) (vai ekvivalents) képgu telpas griestiem. Izkal
25030 bojato Suvi, veikt
Arméjosa javas karta BAUMIT StarContact White vai ekviv. gruntéSanu ar Baumit
ar stikluskiedras sietu Baumit StarTex vai ekviv. TiefenGrund un Suvi aizpildit
ar poliuretana herméetiki.
P2 TR = levérot 20 % sésanos. Prraga
S Parwtit.osar}as laipas - noradrtajas vietas B e o
Bénipu sitingjums un segums Pretvéja pléve jasaglaba péc vates sésanas
§ = - PAROC BLT3 (vai ekvivalentas) Beramas akmens vates 300 mm

situmizolacijas slanis (A<=0,041 W/mK))

Tvaika izolaciia 200 mikr., ieklajama ar parlaidi - bivi
nosedzot visu laukumu

Es0$a parseguma konstrukcija ar apaari

P3

Jumfa siltind§ana kappu telpu
daja b=100

Jumta sequms - Trapecveida lokSpu profils Ruukki T20, cinkots 0,50 mm
Jumta seguma latojums 32 x 100 mm, solis 200 mm

Latas pléves stiprinadanai 25 x 50 mm

Antikondensata pléve

Eso$as spares / Paroc eXtra 100 mm (A<=0,038 W/(mK)) (vai ekvivalents)

Siftumizofaciju jaliek no jumta
puses 13, lai parkigjas ar
sienu izolaciju

P4

legjas jumia segums

P5

Balkonu gridu / griestu apdare

Bitumena ruffu materials 2 kartas virskarta - lcopal Ulira Top
vai ekvivalents pamatkarta - Icopal Ultra Base vai ekvivalents
EsoSais bitumena ruffu materials

Eso3a parseguma konstrukcifa, attirita, sagatavota

Arméjosa javas karta BAUMIT StarContact White vai ekviv.
ar stikluskiedras sietu Baumit StarTex vai ekviv.

Grunts Baumit UniPrimer vai ekvivalenta

Fasades krasa Baumit SiliconColor

Veikt jumtipa attiriSanu un
virsmas sagatavoSanu,
izdrupumus aizpildit ar javu
Baumit ProContact.
Jumtina konstrukciju no
apak3as sagatavot analogi
fasades vismas
sagatavosanai.

Hidroizolacijas sastavs Baumit BetoProtect vai ekviv.

Uzkiajama divas kartas Iidz 4 mm
Sakeres java Baumit BetoHaft vai ekviv.
Remontjava Baumit BetoFill vai ekviv. 10-50 mm

Izlidzino$a Spaktele Baumit BetoFinish vai ekviv.
Aftirtta un sagatvota eso$a parseguma konstrukcija
Izlidzino$a remontjava

Grunts Baumit UniPrimer vai ekvivalenta
Fasades krasa Baumit SiliconColor

Veikt virsmas sagatavoSanu.
Virsmai jabat tirai, abrazivai,

Balkonu griestu virsmu
sagatavot analogi fasades
virsmas sagatavoSanai.

PIEZIMES:

1. Visi noradrtie materiali kalpo ka kvalitates kritérijs, ir iesp&jama ekvivalenta materila iebiive. Ekvivalents materials uzskatams, ja saskan vismaz 8 galvenie raksturojosie raditaj;
2. Noraditos sienu un gridu piragus skafit kopa ar izblives mezgliem;
3. Visus materialus precizét iepirkuma stadija, saskanojot ar Pasifitaju. Veicot nomainu, sniegt informaciju projekta autoram;
4, Jebkadu materialu montaZu veikt saskana ar razotaja noradijumiem. Ras&jumi skatami ka principiali risinajumi;

5. Pirms siltumizolacijas stiprindjumu izmantoSanas, veikt dibeu izrauanas testu un parliecinaties par to piemérotibu konkréta objekta siltinamajam virsmam,

6. Veicot kapnu telpu atjauno$anu paredzét jaunu PVC margu lenteri. Paredzét eso$o margu attiri$anu, kraso$anu, ka arl eso$o gridu atjauno$anu ~ 20% virsmas, t.sk. kapnu atjaunoana.

Pasiititajs:  A/S "Olaines Gdens un siltums”
Acttese: B iele 37-5. registracijas Nr. 50003182001
Lizpaja Kadras iela 27, Olaine, LV-2114
Mob.; 4371 20083587 Ba okt
VRN:42103044336 UVPrOJeKIa paydadzivoklu dzivojamas ekas
K. reg “E’iflf nosaukums: energoefektivitites paaugstinasana
marﬁns@h’epsoimnieks.l\; LIEPAJAS NAMSAIMNIEKS Obiek
ad ::s;? Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV  |G.Abelite |4~ 02,12.2019 :
Izstradaja| M.Ancans |- 767’" 02.12.2019 | Lapas
= posaukums; SIENU UN GRIDU PIRAGI
Mérogs Pasiit. Nr. | Arh.reg. Nr| Stadija | Marka | Lapu sk. Nr.
1:20 LN-01102019 |LN-01102019 - AR-7 -
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LOGU, DURVJU UN VENTILACIJAS RESTU SPECIFIKACIJAS

E SKATS NO MAINAMO T n MAINAMO _
MARKA SKATS NO MAINAMO LOGU PIEZIMES MAREE FASADES PUSES BXH | pURVIU SKATS PIEZIMES MARKA|  SKATS NO FASADES PUSES [BXH | "'y re | PIEZIMES
' FASADES PUSES BxH SKAITS AU
N 71 ul 7 vel:lrtnilggji?as
120 Loga siltumcauriaidibas Y e s PVC Pagraba durvis. RO1 1400x| 4 restes
N koeficients: Dot N estadt duju atdur, 8 550 Krasa - atbilstosi
LO1 H 1500 x Dzivokiu logiem U < 1.25 o - i krasu pasei, uzstadit
| 1400 12 W(mxK), T . gg(saa vienada iek3pusé un arpusé - N insektu sietu
‘x(limﬂgxgpas logiemU<1.3 § . 2100 - Plastmasas
7/ s 500 x ver;’macuas
- . ! R —— 4 restes
Kapnu telpas logi | PVC profils | f i o } = 500 Krasa - atbilstosi
3 stiklu pakete, paredzat N - IS — krasu pasei uzstadit
Thermix tipa distanceri ” = insektu sietu
95
L02 S - s rd Metala ugunsdrosas durvis (EI30) -
Krasa iekSpusé - peei e
Yoy @ |e-RLa0 ! T f00x| o |l
Arpusé - atbilstosi krasu pasei P ‘ & ?ggg 3 Dunvim paredzt aizvergimehanisms = 200 restel sa J
<1 b Krasa - atbilstosi
Paredzat ROTO tipa funittru | ' Krasa tumi brana - RR32 krré?;? paase= stosi
- AN
Udens necaurlaidibas klase: 8A j/fJB Plasimasas
Ve e V&ja slodzes izturibas klase; C3 N 100 x 20 ke
L03 \‘\ 1_ = Gaisa caurlaidibas klase: 4 R4 = \E 100 ;/:sr;glscuas
S 1 l | 2070 x 3 Krasa - atbilstosi
24 [ 1400 krasu pasei
|
| .. —
N "5 690 690
VA e e
L04
2070 x
2200/ 18
1400
Pasdtitajs:  A/S "Olaines Gdens un siltums”
Adrese: Barinu iela 37-5, registracijas Nr. 50003182001
I 20%3??5 Kidras iela 27, Olaine, LV-2114
oD +. - .
VRN:42103044336 Bu\rprojekta. Daudzdzivoklu dzivojamas ékas
PIEZIMES BKoreg. e 55352 nosaukums: epergoefektivitates paaugstinasana .
1. Logus (esodos un mainamos) aprikot ar GEKO 3 ventilacijas iekartu; martins@liepsaimniekslv  LIEPA 1AL NAMSAIMNIEKS Obiekta
2. Logu skicé noraditie izméri mériti no fasades puses; _ ad :ese_ Stacijas iela 14, Olaine, Olaines novads, LV-2114
3. Pimms logu pasiti$anas veikt izméru precizé$anu daba; BPDV G.Abelite _»_|02.12.2019 )
4. NodroSinat logu ailes siltinasanu ar siltumizolacijas materiziu 20 - 50 mm: o = —
5. Visiem mainamiem logiem japaredz furnitirra. Izstradaja| M-Ancans ?ﬁ" a0 higgikums- A A
o ' LOGU, DURVJU UN VENTILACIJAS RESTU SPECIFIKACIA
Mérogs Pasiit. Nr. | Arh.reg.Nr] Stadija | Marka | Lapu sk. Nr.
1:100; 1:50 |LN-01102019 |LN-01102019 - AR-8 -




COKOLA SILTINASANAS MEZGLS, M 1:20

RAWLPLUG TFIX 85

Sienas pirags - §1

Izlfdzinata un sagatavota eso$a ékas arsiena (sk. AR-07)
Limjava BAUMIT StarContact vai ekvivalents
Nedego3a akmens vates silfumizolacija planajam apmetuma

Arméjo$a javas karta BAUMIT StarContact vai ekviv. ar
stikluSkiedras sietu Baumit StarTex vai ekviv.
| fas. stipribas zona - stikiaSkiedras siets 2 kartas

Grunts Baumit UniPrimer vai ekvivalenta

Gatavais tonétais silikona apmetums Baumit Silicon top vai
ekvivalents. Maksimalais grauda izmérs 2 mm.

MEZGLS M-1, M 1:10

sistémam - A<=0,036 W/(mK) (Paroc Linio 10 vai ekviv.) - 150 mm

Parseguma tips - P1

Sagatavots esoSais parsegums (sk. AR-07)
Grunts Baumit Tiefengrund vai ekviv.
Limjava Baumit Nivofix vai ekviv.

Putupolistirols TENAPORS EPS100
(A<=0,036 W/(mK)) (vai ekvivalents) - 100 mm

Arméjosa javas karta BAUMIT StarContact vai ekviv. ar
stikluSkiedras sietu Baumit StarTex vai ekviv.

Alumnija profils Baumit vai ekviv.

Lasenis cokola profilam
Baumit PROFIL 815 Plus vai ekviv>

23
’ = \Dibe{nagla, solis 300 - 350

Akmens vates
paplldus siltinajums

BETONA BRUGAKMENS
"PRIZMA" 100x200x60 mm

Betona bortakmens BR 100.20.8
Betons C16/20

RAWLPLUG TFIX 85

(=]
o
o~
o

Dolomita atsijas Fr.2-8 mm

Skembas Fr.20-60 mm

Eso3a zemes virsma,
noprofiléta un sablivéta

150F N

1000

100

Cokola tips - C1

Nepareoz zem
grunts dafa

Grunts Baumit UniPrimer vai ekvivalenta
Fasades krasa Baumit SificonColor

lzlidzindls un sagalavols esosals cokols/pamali (sk. AR-U7)
Hidroizol. Baumit SockelShutz Flexibel vai ekviv. (2 kartas)
Limjava Baumit Supra FIX

Putupolistirols TENAPORS Extra EPS 100 (Tenax)
(A<=0,036 W/(mK))(vai ekvivalents) - 100mm

Arméjosa javas karta BAUMIT StarContact vai ekviv. ar
stikluSkiedras sietu Baumit StarTex vai ekviv.- 2 kartas

Adrese; Boninu iefa 37-5,

Moty +371 20083587

Pasutitajs:

A/S "Olaines tdens un siltums"
registracijas Nr. 50003182001
Kidras iela 27, Olainge, LV-2114

Buvprn]ekta. Daudzdzivoklu dzivojamas &kas
aes nosaukums: energoefektivitites paaugstinsana
s martins@liepsaimnieksv  LIEPAJAS NAMSAIMNIEKS e
Piezimes: Objekta Stacijas iela 14, Olaine, Olaines novads, LV-2114
o o BPDV adrese:
1. Materialu iebdvi veikt saskana ar raZotaju noradijumiem;
2. Veicot pagraba parseguma siltinasanu, péc iesp&jas demontét (izzagét) esoso dzivoklu Tpasnieku noliktavu sienas, durvis tada apjoma, lai nodrosinatu siltumizolacijas materiala montazu lzstradaja Lapas
nepiecieama biezuma. Péc siltinaSanas veikt esoSo dzivoku Tpasnieku nodalijumu, noliktavu sienu un durvju nostiprinasanu; nosaukums: COKOLA SILTINASANAS MEZGLS
3. Pagraba inzenierkomunikacijas p&c iesp&jas montét virs siltumizolacijas materiala;
4. Elektroinstalacijas vadus ievietot tam paredzétos penalos, ja nav iesp&jams tos montét virs siltumizolacijas slana;
5. Visi noraditie materiali kalpo ka kvalitates kritéris, ir iesp&jama ekvivalenta materiala iebdve. Ekvivalents materials uzskatams, ja saskan vismaz 8 galvenie raksturojosie raditaji; = = M
6.  Siltumizolacijas plaksnu stiprinasanai paredzét 6 dibelus uz m? cokola dal, 8 dibejus uz m? fasada. FasaZu stiros palielinat dibelu skaitu par 20% siltumizolacijas rjslékérju Suvés. Mérogs Pasut. Nr. Stadija | Marka | Lapu sk. Nr.

Nosacttie fasazu stlri atziméti stavu planos.

1:20; 1:10

LN-01102019

AR-9




JUMTA DZEGAS MEZGLS FASADE A-C un C-A

M 1:20

Jumta segums - Trapecveida lokSpu profils Ruukki T20, cinkots 0,50 mm
Jumta seguma latojums 32 x 100 mm, sofis 200mm
Latas pléves stiprindsanai 25 x 50 mm

Anlikondensata pléve
Esosas spares
Papildus garenlata
25x150mm
Skarda lasenis, 270 mm,
b=0,5 mm, PU parklajums
+ Y, Koka lata 25x60 mm
== = Py ~
i 1 < _nl -q ﬁ

Brusa 150x150, stiprinat | ) Y
ar vitnstieniem M20 -
Ja esoda dz/betona sija .~
ir parak tuvu esosai
arsienai, stiprinat ar
lenki 150x150mm

Esosa dz/betona sija

Limjava BAUMIT StarContact vaj ekvivalernts L 150, Pretvéja pleve
Nedegosa akmens vates siftumizolacija planajam apmetuma T -
e _ . S PAROC BLT3 (vai ekvivalentas) Beramas akmens vates
sistémam - A<=0,036 W/(mK) (Paroc Linio 10 vai ekviv.) - 150 mm situmizolaciias sinis (A<=0,041 W(mK)) - 300 mm
Armejosa javas karta BAUMIT StarContact vai ekviv. ar Tvaika izolacija 200 mikr., iekiajama ar parlaidi - blivi nosedzot visu laukumu
stikluskiedras sietu Baumit StarTex vai ekviv. —= = .
I fas. stipribas zona - stiklaskiedras siets 2 kartas Esosa parseguma konstrukcija ar apdari
Grunts Baumit UniPrimer vai ekvivalenta
Gatavais tonétais silikona apmetums Baumit Silicon top vai
ekvivalents. Maksimalais grauda izmérs 2 mm.
Pasatitajs:  A/S "Olaines Gdens un siltums"
Adrese: Baripu iela 37-5, registracijas Nr. 50003182001
Liepdja Kiidras iela 27, Olaine, LV-2114
Mob.: +371 20083587 i B ok
VRN:42103044336 \\\ uvproje t? Daudzdzivoklu dzivojamas ekas
Akyregenr:! 55352 . [nosaukums: onereqefektivitites paaugstinasana
Piezimes: martins@liepsaimnieks.iv  LIEPAJAS NAMSAIMNIEKS Obiek
a jekta Stacijas iela 14, Olaine, Olaines novads, LV-2114
L = : adrese:
1. Materialu iebavi veikt saskana ar raZotaju noradijumiem; BPDV  |G.Abelite -74{’ . 102.12.2019
2. Visi noraditie materiali kalpo ka kvalitates kritérijs, ir iesp&jama ekvivalenta materiala iebave. Ekvivalents materials uzskatams, ja saskan vismaz 8 galvenie raksturojosie raditaiji; \zstraddial M.Anca E
a I W - e ) . ’ Ancans | .12, Lapas
3. Siltumizolacijas plaksnu stiprinasanai paredzét 6 dibelus uz m? cokola dala, 8 dibejus uz m fasadé, Fasazu staros palielinat dibeju skaitu par 20% siltumizolacijas plaksnu Suvés. ! Lff;_?}‘; p2-12.2019 nogaukumS‘
Nosacitie fasazu stiri atziméti stavu planos. : JUMTA DZEGAS MEZGLI
4. Demontét esoo jumta latojumu.
5. Kokmaterialus paredzét antiseptizét, impregnét - 2. klase. —
Meérogs Pasit. Nr. | Arh.reg. Nr, Stadija | Marka | Lapu sk. Nr.
1:20 LN-01102019 ([LN-01102019 - AR-10 -

_"\t‘\ Jumta seguma latojums
32x100mm, s=200
300 , “\Apdares dé&|i 21x110 mm

\Pagarinat jumta parkari par 300mm

JUMTA DZEGAS MEZGLS FASADE 1-8 un 8-1
M 1:20

Esosas jumta margas attirit no

redzamas korodéjusas virsmas,
qrunist [ krasot ar pretkorozijas
sastavu

Antikondensata pl&vi stiprinat virs

Uzstadit jaunu skarda [aseni, 400 mm,

skarda lasena

b=0,5 mm, PE parkiajums

Uzstadit jaunas skarda leknes d=150

mm, notekas d=150 mm, PE
parklajums, abpuséjs.

Skarda lasenis, ripnieciki krasots ar
PURAL parklajumu, b=0,5

Zem |asena paredzé&t uzkausgjama
nulmateriala 2 kartas

Esosas ventilacijas atveres saglabajam,

arpuse uzstadit restes, iekSpusé
lokanas gofrétas caurules d=100 mm

Sienas pirags - $1

Izlidzinata un sagatavota eso$a ékas arsiena (sk. AR-07)

Lata (25x50)
véja pléves

nostiprinddanai

Jumta segums - Trapecveida lokSnu profils Ruukki T20, cinkots 0,50 mm
Jumta seguma latojums 32 x 100 mm, solis 200 mm

Latas pléves stiprinasanai 25 x 50 mm

Antikondensata pleve

Esosas dz/betona spares; S~1200

Parsegumu tips - P2

ad




PIEZIMES:

1

2. Visi noraditie materiali kalpo ka kvalitates kritérijs, ir iesp&jama ekvivalenta materiala iebdve.

3. Pirms balkonu atjauno$anas demontét esoSos skarda [asenus, balkonu ekrana platnes, eso§as hidroizolacijas. — = = —

4. Balkonu atjaunoanas darbus veikt saskana ar TAA, ievérot darbu secibu, visus darbus veikt izmantojot vienas Mérogs Pasat. Nr. | Arh.reg. Nr{ Stadija Marka | Lapu sk. Nr.
firmas maerialus un tehnologiju. 1:20 LN-01102019 |LN-01102019 = AR-11 ;

Noraditie mezgli skatami ka principiali risinajumi. zbavi veikt atbilstosi raZotaja noradijumiem;

BALKONA ATJAUNOSANAS MEZGLS, M1:20

Sienas pirags - S1
Izlidzinata un sagatavota esosa &kas arsiena (sk. AR-07)
Limjava BAUMIT StarContact vai ekvivalents

Nedegosa akmens vates siltumizolacija planajam apmetuma
sistémam - A<=0,036 W/(mK) (Paroc Linio 10 vai ekviv.) - 150 mm

Arméjosa javas karta BAUMIT StarContact vai ekviv. ar
stikluskiedras sietu Baumit StarTex vai ekviv.
| fas. stipribas zona - stiklaskiedras siets 2 kartas

Grunts Baumit UniPrimer vai ekvivalenta

Gatavais fonétais silikona apmetums Baumit Silicon top vai
ekvivalents. Maksimalais grauda izmérs 2 mm.

Impregnéta koka lata 25x100mm, stiprinat
pie eso$ajam metala konstrukcijam

EsoSas metala margas - attirit no korozijas un
apstradat ar pretkorozijas lidzekliem-krasot, __—7"
nepiecieSamibas gadijuma atjaunot metinajuma Suves s

Térauda plaksnite 3 mm, piemetinat pie
€s058m margu konstrukcijam (izmérus g

precizét uz vietas) ;
Trapecveida lokSnu proﬁls_/

Ruukki T20, cinkots 0,50mm
!STpr‘e%rt\etg s |f°ka Il?t?ts .2_5X50 T_T : & Balkonu apakséjaja dala siltinat ar
iprindl pie piemetina ajalrpkmgtz_a a e ekstrudéto putupolistirolu 150 mm un
plaksnitem apstradat ar hidroizolaciju
=il 2 BAUMIT SockelShutz Flexible vai
ekviv. h=150mm., krasot ar fasades
Skarda lasenis 300 mm, b=0,5 krasu
mm, PE parklajums
% i
Stra profils / - Hidroizolacjas sasiavs Baumit BetoProtect vai ekviy.,
Attirtt esosds balkonu platnes no eso$a gridu - Uzklajama divas kartas
seguma, nokalt esoo stipribu zaud&juso Sakeres java Baumit BetoHaft vai ekviv.

betonu gar b.alkona plétn_es_malém ) mm, Remontjava, sfipumu veidojos skanis Planitop fast 330
atsegtas stiegras apstradat ar pretkorozijas

parklajumu. Veidot sfipumu ~ 1,5 % Izlidzino$a Spaktele Baumit BetoFinish vai ekviv.
Attirita un sagalvota eso$a parseguma konstrukcijia
[lzlrdzinosa remontjava Monofinish vai ekviv.

Grunts Baumit UniPrimer vai Malech vai ekvivalenta
Fasades krasa Baumit SiliconColor vai Elastocolor

Pasatitajs:  A/S "Olaines Gdens un siltums"
registracijas Nr. 50003182001
Kidras iela 27, Olaine, LV-2114

Adrese: Baripu iela 37-5,
Liep&ja
Mob.: +371 20083587

VRN:42103044336
B.K. reg. nr.:12232 ,
E-pasts: -
martins@liepsaimnieks.lv L IEFAIAS NAMSAIMNIEKS

Bﬁvprojekta. Daudzdzivoklu dzivojamas &kas
nosaukums: opergoefektivitites paaugstinaiana

Objekta
BPDV |G.Abelite —w’h" 02:12.2019 adrese:

Stacijas iela 14, Olaine, Olaines novads, LV-2114

lzstradaja| M.Ancans | 7> |02.12.2019 |Lapas
UL=7 nosaukums:

BALKONA ATJAUNOSANAS MEZGLS

aqy.




IEEJAS JUMTINA ATJAUNOSANAS MEZGLS, M1:20

IEEJAS JUMTINA ATJAUNOSANAS MEZGLS, M1:20
SKELUMS "1"

Sienas pirags - $1

Grunts Baumit UniPrimer vai ekvivalenta

Gatavais tonétais silikona apmetums Baumit Silicon top vai
ekvivalents. Maksimalais grauda izmérs 2 mm.

Izlidzinata un sagatavota eso3a ékas arsiena (sk. AR-07)
Limjava BAUMIT StarContact vai ekvivalents

Nedego3a akmens vates siftumizolacija planajam apmetuma
sistémam - A<=0,036 W/(mK) (Paroc Linio 10 vai ekviv.) - 150 mm

Arméjo$a javas karta BAUMIT StarContact vai ekviv. ar
stikluskiedras sietu Baumit StarTex vai ekviv.
| fas. stipribas zona - stiklaskiedras siets 2 kartas

lzveidot jaunu stiegrojuma aizsargslani,
noskaldit trauslas vietas un izveidot

cementa aizsargsiani

Lasena dala papildus

Cinkota skarda ar PURAL

parklajumu jumta karnize

Parseguma pirags - P4

Stiprinajuma dibelis

Baumit PVC cokola profils;
PVC cokola pruofila lasenis

Baumit PROFIL 815 plus

MIN 15°

Esosais bitumena rulju materials

ar stikluskiedras siefu Baumit StarTex vai ekviv.
Grunts Baumit UniPrimer vai ekvivalenta

Fasédes krasa Baumit SiliconColor

Bitumena rujju malenials 2 kartas virskaria - lcopal Ulira Top
vai ekvivalents pamatkarta - Icopal Ultra Base vai ekvivalents

Eso8a parseguma konstrukcija, atfirita, sagalavola
Arméjo$a javas karta BAUMIT StarContact White vai ekviv.

Esoso kapnu virsmu lokali labot

~20% no virsmas

Esoss asfalta segums, saglabat

Cinkota skérda ar PURAL
parklajumu jumta karnize
Lasena dala paplidus .\it.éluns'r
/‘Wm?

Siltinajums 20 - 50

mm, fai veidotos

lidzena virsma ar \

sienu fasadi.

|
|
| |
Metala margas attirit |
no redzamas N [
korodgjusas virsmas, |
gruntét / krasot ar ]
pretkorozijas sastavu
| | |
o
&
~

Ekstrudétais putupolistirols b=20-50 mm (lidz cokola un sienas sadurvietai) + papildus

hidroizolgjosals sastavs BAUMIT SockelShutz Flexible vai ekviv, (h=150mm)

Stdra profils

Stra profils ar laseni

Baumit PROFIL 600

Veikt esosa lievena
atjaunosanu ~ 20% no
kopéjas virsmas

Ekstrudéts putupolistirols

b=100

Papildus siltumizol.
materials

Uzkauséjama rullmater,
virskiaja 1 papildus slanis

Adrese; Barinu iela 37-5,
Liepaja
Mob.; +371 20083587

Pasutitajs:

A/S "Olaines tidens un siltums"
registracijas Nr. 50003182001
Kudras iela 27, Olaine, LV-2114

VRN:42103044336 Bavprojekta payqzdzivokiu dzivojamas ekas
BK. reg. ”’5’53352 nosaukums: anergoefektivitites paaugstinasana
martins@liepsaimnieks.iv Ob. k
ad::s;'a Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV  |G.Abelite 02.12.2019 '
Izstradaja| M.Ancans 02.12.2019 | Lapas
PIEZIMES: nosaukums: <
1. Noraditie mezgli skatami ka principiali risingjumi. 1zbGvi veikt atbilstosi razotaja noradfjumiem,; £ SIASHENIRIA SN ERASIMIEZSLS
2. Visi noradttie materidli kalpo ka kvalitates kritérijs, ir iesp&jama ekvivalenta materiala ieblve. Ekvivalents materials
uzskatams, ja saskan vismaz 8 galvenie raksturojoSie radraji = = = m

3. Sienu apdare veidojama ekvivaleni sienu piragam S1, mainot siltumizolacijas biezumu; Merogs Pasdit. Nr. Arh. reg. Nr Stadua Marka | Lapu sk. Nr.
4. Cokola apdare veidojama ekvivalenti cokola piragam C1, papildinot ar hidroziolacijas slani virs arméjosas kartas 1:20 LN-01102019 |LN-01102019 5 AR-12 ai




Rigipsa loksne

Cietas akmens vates

pildijums
Diftizujas lenta pa pe

LOGU MONTAZAS MEZGLS, M 1:10

rimetru

(CONTEGA SL vai ekviv.)
Akmens vates blivéjums

Hidroizol. lenta pa pe

rimetru

(CONTEGA Exo vai ekviv.)

Siltumizolacijas mate

rials

Paroc Linio 15 (vai ekviv.)

A<=0,037
Stara profils ar laseni

Baumit PROFIL 600

Loga pielaiduma profils

Baumit PROFIL 108

leks&ja palodze (PVC)

Cietas akmens vates
pildijums

Difiizujas lenta pa perimelru

(CONTEGA SL vai ekviv.)
Akmens vates bifv&jums

Argja palodze - karsti cinkolas

térauda loksnes, b=0.5 mm,
PURAL parklajums

Palodzes profils

Cietas akmens vates

7

Sienas pirags - $1

Izlidzinata un sagatavota eso$a ékas &rsiena (sk. AR-07)
Limjava BAUMIT StarContact vai ekvivalents

Akmens vates siltumizolacija planajam apmetuma sistémam -
A<=0,036 W/(mK) (Paroc Linio 10 vai ekviv.) - 150 mm

Arméjo$a javas karta BAUMIT StarContact vai ekviv. ar
stikluskiedras sietu Baumit StarTex vai ekviv.
| fas. stipribas zona - stiklaSkiedras siets 2 kartas

Grunts Baumit UniPrimer vai ekvivalenta

Galavais tonétais silikona apmetums Baumit Silicon top vai
ekvivalents. Maksimalais grauda izmérs 2 mm.

pildijums
Hidroizol. lenta pa perimetru

(CONTEGA Exo vai ekviv.)

ARMEJOSA SIETA
IESTRADE AP AlLI

Papildus amméjosa sigta

loksne

Armgjo§a sieta loksne

Piezimes:

1. Durvju iebdvi veikt izmantojot analogus risinajumus;
2. Argjas palodzes montéjamas pirms dekorativas apderes iestrades;
3. Noraditie mezgli skatami ka principiali risinajumi. |zbivi veikt atbilstosi

razotaja noradijumiem;

4. Kapnu telpas logiem un lodziju iestiklojumam paredzét pilnu iek$éjo
apdari, t.sk. PVC palodzi (baltu), rigipSa plaksnes apstsanai, universala
Spakteli virsmas sagatavo§anai, ka arf krasojumu, saskanojot ar Pasataju.

5. Dzivoklos paredzét logu ieks&jo apdari, t.sk. PVC palodzi (baltu), rigipsa
plaksnes ap§aSanai, ka arf universalu $pakteli virsmas sagatavo$anai

6.  Argjas palodzes galos paredzét sanu piesléguma profilu abas pusés

7. Visinoraditie materiali kalpo ka kvalitates kritérijs, ir iesp&jama
ekvivalenta materiala iebtve. Ekvivalents materials uzskatams, ja saskan

vismaz 8 galvenie raksturojosie raditaji

SKELUMS "2", M 1:10

Sienas pirags - $1

Izlidzinata un sagatavota eso$a ékas arsiena (sk. AR-07)
Limjava BAUMIT StarContact vai ekvivalents

A<=0,036 W/(mK) (Paroc Linio 10 vai ekviv.) - 150 mm

Arméjosa javas karta BAUMIT StarContact vai ekviv. ar
stikluSkiedras siefu Baumit StarTex vai ekviv.

| fas. stipribas zona - stiklaSkiedras siets 2 kartas
Grunts Baumit UniPrimer vai ekvivalenta

Gatavais tonétais silikona apmetums Baumit Silicon top vai
ekvivalents. Maksimalais grauda izmérs 2 mm.

Akmens vates siftumizolacija planajam apmetuma sistémam -

RigipSa loksne

Difozujas lenta pa perimetru
(CONTEGA SL vai ekviv.)
Akmens vates blivéjums

Loga pielaiduma profils
Baumit PROFIL 108

Hidroizol. lenta pa perimetru
(CONTEGA Exo vai ekviv.)
Siltumizolacijas materials

Paroc Linio 15 {vai ekviv,)
A<=0,037

Stira profils
Baumit vai ekviv,

Pasititajs:  A/S "Olaines Gdens un siltums"”
Adrese: Barinu fela 37-5, registracijas Nr. 50003182001
Liepaja Kudras iela 27, Olaine, LV-2114
Mob.; +371 20083587 BG okt
VRIN:42103044336 uvproje ? Daudzdzivoklu dzivojamas ékas
8K reg. ”'E’ziff . |nosaukums: energoefektivitites paaugstinasana
martins@liepsaimnieks.v  LIEFA JAS NAMSAIMNIEKS Obiek
ad ::set:'a Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV  [G.Abelite {7 __~—|02.12.2019 '
Izstradaja| M.Ancans 7:%;’: 02.12.2019 | Lapas -
G nosaukums: LOGU MONTAZAS MEZGLI
Meérogs Pasut. Nr. | Arh.reg. Nr{ Stadija | Marka | Lapu sk. Nr.
1:10 LN-01102019 |[LN-01102019 - AR-13 -




1

2.
3
4.

PIEZIMES:
Noraditie mezgli skatami ka principiali risinajumi. lzbavi veikt atbilstosi razotaja noradjumiem;
Béninu laipu izvietojumu skatit bénigu plana;

Visi noraditie materiali kalpo ka kvalitates kriterijs, ir iespéjama ekvivalenta materiala iebave. Ekvivalents materials uzskatams, ja saskan vismaz 8 galvenie raksturojosie raditaji
Kokmaterialus paredz&t antiseptizét, impregnét - 2. klase.

BENINU SILTINASANAS UN APKALPOSANAS
LAIPAS 1ZBUVES MEZGLS, M1:20
1200

Dé&ju klajs b=25mm

Koka sija 50x100, S=1000

Koka sija 50x200

P ad

Ruberotda starplika \ _—

Parsegumu tips - P2

ParvietoSanas faipas - noraditajas vietas
Prelvéja pleve

PAROC BLT3 (vai ekvivalentas) Beramas akmens vafes
siltumizolacijas slanis (A<=0,041 W/(mK)) - 300 mm

Tvaika izolacija 200 mikr., iekizgjama ar parlaidi - blivi nosedzot visu laukumu

Eso3a parseguma konstrukcija ar apdari

JUMTA KORES MEZGLS, M1:10
Kares profils Ruukki RA1ARB

Antikondensata pléve

Délu kiajs 1=400 kores dala

Jumta segums - Trapecveida lokSpu profils Ruukki T20, cinkots 0,50 mm
Jumta seguma latojums 32 x 100 mm, solis 200 mm

Latas pléves stjpringsanai 25 x 50 mm

Antr’kondéqsai‘a pléve

Eso3as spares

Adrese: Barinu iela 37-5,

LiepGja

Mob.: +371 20083587

Pasititajs:  A/S "Olaines iidens un siltums”
N registracijas Nr. 50003182001
! Kidras iela 27, Olaine, LV-2114

VRN:42103044336 ™ Bavprojekta Daudzdzivokiu dzivojamas ekas
BK.reg. "’E’zgjf \ |nosaukums: energoefektivittes paaugstinsana
martins@fiepsaimnieks.v  LIEPAJAS NAMSAIMNIEKS <
3 O:JEkt.a Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV |G.Abelite - . |02.12.2019 adrese:
Izstradaja| M.Ancans 7{7/“ " |02.12.2019 | Lapas

i nosaukums:  BENINU SILTINASANAS UN APKALPOSANAS

LAIPAS 1ZBUVES MEZGLS ,JUMTA KORES MEZGLS

Meérogs Pasat. Nr. | Arh.reg. Nr] Stadija | Marka | Lapu sk.

Nr.

1:20, 1:10 |LN-01102019 |LN-01102019 - AR-14 -

q94
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EKAS FASADES SILTINASANA PIE GAZES VADA IEVADMEZGLA, M1:20

|
Esoss kiegelu mﬂris—/

Péc iespéjas izveidot
siltinajuma kartu

150

300

150 |

———r

Sienas pirags - S1
Izlidzinata un sagatavota eso3a ékas arsiena (sk. AR-07)
Limjava BAUMIT StarContact vai ekvivalents

Nedegosa akmens vates siltumizolacija planajam apmetuma
sistémam - A<=0,036 W/(mK) (Paroc Linio 10 vai ekviv.) - 150 mm

Arméjosa javas karta BAUMIT StarContact vai ekviv. ar
stikluskiedras sietu Baumit StarTex vai ekviv.
| fas. stipribas zona - stiklaskiedras siets 2 kartas

Grunts Baumit UniPrimer vai ekvivalenta

Gatavais tonétais silikona apmetums Baumit Silicon top vai
ekvivalents. Maksimalais grauda izmérs 2 mm.

PIEZIMES:

1. Noraditie mezgli skatami ka principiali risingjumi. [zbavi veikt atbilstosi raZotaja noradijumiem;
2. Visi noradttie materiali kalpo ka kvalitates kritérijs, ir iespgjama ekvivalenta materiala iebve. Ekvivalents materials uzskatams, ja saskan vismaz 8 galvenie raksturojosie radmaji

Pasutitajs:

A/S "Olaines tidens un siltums"

Adrese: Baripu iela 37-5, 2 registracijas Nr. 50003182001
Liepdja Kadras iela 27, Olaine, LV-2114
Mob,: +371 20083587 = ok
VRN:42103044336 Bavproje t? Daudzdzivoklu dzivojamas &kas
BK reg. ”’E’gf’f \ |nosaukums: o ergoefektivitates paaugstinagana
martins@liepsaimnieksv  LIEPAJAS NAMSAIMNIEKS Obiek
adl!ss;'a Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV  |G.Abelite {7 —[0z12.2019 )
lzstradaja| M.Ancans  |£7" (02.12.2019 | Lapas
(77— nosaukums: gy a5 FASADES SILTINASANA PIE GAZES VADA IEVADMEZGLA
Meérogs Pasat. Nr. | Arh.reg. Nr{ Stadija | Marka | Lapu sk. Nr.
1:20 LN-01102019 |LN-01102019 - AR-15 #

aqL



JUMTA LUKAS IZBUVES MEZGLS, M1:10

Skarda elements

Jumta ldkas
vaks

Jaunais jumta segums -
trapecveida profils
Ruukki T20

Jumta seguma latojums
32x100 mm, solis 450 mm

Blivéjums

PIEZIMES:

1. Materialu iebavi veikt atbilstosi razotaju noradijumiem;

2. Visi noraditie materiali kalpo ka kvalitates kriterijs, ir iespéjama ekvivalenta materiala iebdve. Ekvivalents materials uzskatams, ja saskan vismaz 8 galvenie raksturojoSie raditaji
3. Kokmateridlus paredzét antiseptizét, impregnét - 2. klase.

Skarda elements

M 1:10
Ve Ve 7 s
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475 min 600 475
{ 1400 1
/ 4
Pasiititajs:  A/S "Olaines Gdens un siltums”
Advese: Barinu izl 37-5, registracijas Nr. 50003182001
Liepdja Kadras iela 27, Olaine, LV-2114
Mab.: +371 20083587 — okt
VRIN:42103044336 N, Buvproje 3 Daudzdzivoklu dzivojamas &kas
Plmeg o nosaukums: qnerpoefektivitates paaugstinasana
martins@liepsaimnieks.y  LIEPAJAS NAMSAIMNIEKS Obiek
ad '!gs;_a Stacijas iela 14, Ofaine, Olaines novads, LV-2114
BPDV  [G.Abelite ‘é&/} 102.12.2019
Izstradaja|M.Ancans 27 |02.12.2019|Lapas
=as kums: _ _
nosaukums JUMTA LUKAS (ZBOVES MEZGLS
Mérogs Pasit. Nr. | Arh.reg. Nr] Stadija | Marka | Lapu sk. Nr.
1:10 LN-01102019 (LN-01102019 - AR-16 -




Griezums A-A

Materidlu iebavi veikt atbilstosi raZotaju noradijumiem;
Visi noradttie materiali kalpo ka kvalitates kritérijs, ir iesp&jama ekvivalenta materiala iebave. Ekvivalents materials uzskatams, ja saskan vismaz 8 galvenie raksturojosie raditaji
Kokmaterialus paredzét antiseptizét, impregnét - 2. klase.

JUMTA PIESLEGUMS PIE SKURSTENIEM MEZGLS, M1:10

Skarda nosegmalu iefrézét

( skurstent, $uvi hermetizét
o
o
™

Universalais bifvéjums, H=50mm

Esosas spares

Jumta segums - Trapecveida lok3pu profils Ruukki T20, cinkots 0,50 mm
Jumta seguma latojums 32 x 100 mm, solis 200 mm

Latas pleves stjprinasanai 25 x 50 mm

Antikondensata pléve

-Esn8s skurstenis

Notekidenu tecésanas virziens

Griezums B-B
M 1:10

Skarda nosegmalu iefrézét
skurstenT, Suvi hermetizét

Universalais biivgjums, H=50mm

Ruuki T20 jumta segums

Pasititajs:  A/S "Olaines Gdens un siltums”
registracijas Nr. 50003182001
Kidras iela 27, Olaine, LV-2114

Bavprojekta

Daudzdzivoklu dzivojamas ékas
nosauk

ums:  energoefektivitites paaugstinasana

Adrese: Baripu iela 37-5, N
Liepdja N
Mob.: +371 20083587
VRN:42103044336 Y
BK reg. nr.:12232
E-pasts:

martins@liepsaimnieks.v  LIEFA 145 NAMSAIMNIEKS

Objekta Stacijas iela 14, Olaine, Olaines novads, LV-2114

BPDV  [G.Abelite |/ Jo2:32.2019 adrese:

Izstradaja| M.Ancans 02.12.2019 | Lapas

3
= nosaukums:

JUMTA PIESLEGUMS PIE SKURSTENIEM MEZGLS

Meérogs Pasut. Nr. | Arh.reg. Nr] Stadija | Marka | Lapu sk. Nr.

1:10 LN-01102019 |LN-01102019 - AR-17 -
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SKURSTENU NOSEGCEPURES, M1:10

e — .,
- "

fUzslédTl jaunas skarda nosegcepures

Ventilacijas skurstena jumting.

Karsti cinkots skards b=0.9 mm ar
ripnieciski krasotu PURAL
parklajumu, RUKKI vai evivalents.

|

. /// ~ =]
M@\ SELKELEE) :&5& &’( | Cinkota {Erauda slafi 30x4 mm
| M IS ST W m £2| piemetinati pie térauda gredzena
Attirita un sagatvota virsma KA AN K2 AA 8 | e o
Arméjosa javas karta BAUMIT StarContact vas ekviv. ar - 4 - 1 A ']k-;‘\
%4 stikluSkiedras sietu Baumit StarTex vai ekviv. Vi " l 50 l 8
- Grunts Baumit UniPrimer vai ekvivalenta ﬂ’@i N \_ Paventicias kan
T < Gatavais tonétais silikona apmetums Baumit Silicon fop vai N N /_ ngslﬁu‘;ﬂzspezl:;u
{ =5 ~—i ekvivalents. Maksimalais grauda izmérs 2 mm. N N 5( uzstadit sieta norabezojum
| - . /N (pret putniem)
~_ ‘\_‘_ // \\
\ . Cinkota térauda josla /
y (gredzens) 50x2mm pa
/-/ N\ ventilacijas kanala
/ \\\ perimetru.
1500-1800 |
Pasutitajs:  A/S "Olaines Gidens un siltums"
Adrese: Barinu iela 37-5, | registracijas Nr. 50003182001
Liep&ja \ Kddras iela 27, Olaine, LV-2114
Mob.: +371 20083587 L B Tekt
VRN:42103044336 3 UVProJexta paygzdzivokiu dzivojamas ekas
8.K.reg. ”’E’gsgf \  |nosaukums: energoefektivitites paaugstinisana
martins@fiepsaimnieks.dv  LIEPA JAT NAMSAIMNIEKS Obiek
ad ::s;? Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV  |G.Abelite {L— Ig2.12.2019
Izstradaja| M.Ancans Wé 02.12.2019 | Lapas
Ve nosaukums:
e e e i SKURSTENU NOSEGCEPURES
Noraditie mezgl skatami ka principiali risinajumi. Izbavi veikt atbilstosi razotaja noradijumiem; ’
2. Visi noraditie materiali kalpo ka kvalitates kritgris, ir iespsjama ekvivalenta materiala iebave, Ekvivalents materials
uzskatams, ja saskan vismaz 8 galvenie raksturojosie raditaji = - p m
3. Nosegcepuru izmérus precizét biivniecibas laika, Mérogs Pasat. Nr. | Arh.reg. Nr{ Stadija | Marka | Lapu sk. Nr.
4. Kokmaterialus paredzét antiseptizet, impregnat - 2. klase. 1:10 LN-01102019 . |LN-01102019 . AR-18 -

qq |




KAPNU TELPAS BENINU SIENU SILTINASANA

Sienu tips - 3

Izlidzinata un sagatavota eso§a ékas siena (sk. AR-07)
'Lijava BAUMIT StarContact vai ekvivalents

Akmens vales silfumizolacija pianajam apmetuma sistémam -
A<=0,036 W/(mK) (Paroc Linio 10 vai ekvivalents) - 100 mm

Armgjo3a javas karta BAUMIT StarContact vai ekviv. ar
stikluskiedras sietu Baumit StarTex vai ekviv.

PAROC BLT3 (vai ekvivalentas) Beramds akmens vales
situmizolacijas slanis (A<=0,041 W/(mK)) - 300 mm

Tvaika izolacija 200 mikr., ieklajama ar parfaidi - biivi nosedzot visu laukumu

Es08a parseguma konstrukcija ar apdari

Parsegumu tips - P2

Fretvéja pléve

PIEZIMES:

1. Noradttie mezgli skatami ka principiali risinajumi. 1zodvi veikt atbilstosi razotaja noradfjumiem;
2. Visi noraditie materiali kalpo ka kvalitates kritérijs, ir iespéjama ekvivalenta materiala iebave. Ekvivalents materials

uzskatams, ja saskan vismaz 8 galvenie raksturojosie radmaji
3. Kokmateridlus paredzet antiseptizat, impregnét - 2. klase.

BENINU DURVJU IZBUVES UN KAPNU TELPAS JUMTA SILTINASANAS MEZGLS

Siltumizolaciju jaliek no jumta
puses ta, lai parklajas ar sienu

izolaciju

Parsegumu tips - P3

Jumta sequms - Trapecveida lok$pu profils Ruukki T20, cinkots 0,50 mm

Jumta seguma latojums 32 x 100 mm, solis 200 mm

Lalas pléves stjprindsanai 25 x 50 mm

Antikondensata pléve

Eso8as spares / Paroc eXtra 100 mm

BAUROC (Aeroc) Clasic
150x200 vai ekviv. mirgjums,
samazinot duviju aili par 300
mm un veidojot pakapienus

Flizes, saskanojams ar

Sienu tips - S3

Stara profils | IzIidzinata un sagatavota esosa ékas siena (sk. AR-07)
Limjava BAUMIT StarContact vai ekvivalents

Akmens vales situmizofdcja planajam gometuma sistemam -
A<=0,036 W/(mK) (Paroc Linio 10 vai ekvivalents) - 100 mm

Arméjoéé javés karta BAUMIT :StarCohtaéi vai ekviv. ar

stikluskiedras sietu Baumit StarTex vai ekviv.

1550

Déu klajs b=25mm

Koka sija 50x100, $=1000

Pasititaju
2.

200

b

50

©000

é‘ i

Parsegumu tips - P2 |

PAROC BLT3 (vai ekvivalentas) Beramas akmens vates
siftumizolacijas sfanis (A<=0,041 W/(mK)) - 300 mm

Tvaika izolacija 200 mikr.,

ParvietoSanas laipas - noraditajas vietas

Pretvéja pieve

ieklajama ar parlaidi - blivi nosedzot visu laukumu

Eso$a pérsegumé konstrukcija ér ap&ari

Koka sija 50x200

Adrese; Baripu iela 37-5,
Liepaja

Mob.: +371 20083587
VRN:42103044336

B.K. reg. nr.:12232
E-posts:

martins@liepsaimnieks.v  LIEPA JAS NAMSAIMNIEKS

A/S "Olaines Gdens un siltums"
registracijas Nr. 50003182001
Kudras iela 27, Olaine, LV-2114

Pasutitajs:

BﬁVprolekta. Daudzdzivoklu dzivojamas &kas
nosaukums: energoefektivitites paaugstinasana

BPDV  |G.Abelite

W'ﬁiﬁ.zow

Objekta

Stacijas iela 14, Olaine, Olaines novads, LV-2114
adrese:

lzstradaja| M.Ancans

~~~ |02.12.2019

Lapas

4 nosaukiims: BENINU ATJAUNOSANAS MEZGLS
Mérogs Pasat. Nr. | Arh.reg. Nr] Stadija | Marka | Lapu sk. Nr.
1:20 LN-01102019, |LN-01102019 - AR-19 -




@_@ums "t

ESOSA SIA TET SADALNE FASADE

Siltinajums
_—— 15mm

SIATET
sadalne

_.‘__‘-;

Siltindjums
/7 100mm

PIEZIMES:
1, Noraditie mezgli skatami ka principiali risinajumi. |zbavi veikt atbilstogi razotaja noradijumiem;
2. Visi noradttie materiali kalpo ka kvalitates kriterifs, ir iespsjama ekvivalenta materiala iebiive. Ekvivalents materials
uzskatams, ja saskan vismaz 8 galvenie raksturojosie radnaji.

Sienas pirags - $1
Izlidzinata un sagalavota esosa ékas arsiena (sk. AR-07)
Limjava BAUMIT StarContact vai ekvivalents

Nedego$a akmens vates siftumizolacija pl_énajém apmetuma
sistémam - A<=0,036 W/(mK) (Paroc Linio 10 vai ekviv.) - 150 mm

Esosa kiegelu Armeéjosa javas karta BAUMIT StarContact vai ekviv. ar
S stikluskiedras sietu Baumit StarTex vai ekviv.
1 fas. stipribas zona - stiklaskiedras siets 2 kartas
Grunts Baumit UniPrimer vai ekvivalenta
7 Gatavais tonétais silikona apmetums Baumit Silicon top vai
. ekvivalents. Maksimalais grauda izmérs 2 mm.
SIATET
W
// e -
Cokola siltinasanu saldanes
zona neveiktl
] /

Adrese: Béripu iela 37-5,

Mob.: +371 20083587

Liepdja

Pasatitajs:

A/S "Olaines udens un siltums”
registracijas Nr. 50003182001
Kidras iela 27, Olaine, LV-2114

VRN:42103044336 Bﬁvprojekt? Daudzdzivoklu dzivejamas &kas
BK reg. e - |nosaukums: gneraoefektivitates paaugstinasana
martins@liepsaimnieks.y  [IEPA A5 NAMSAIMNIEKS biok
. g d '!:s;_a Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV  |G.Abelite [ [p2.122019 '
lzstradaja| M.Ancans <757  [02.12.2019Lapas
il nOSaUKUMS: g TINASANA ESOSAS SIA TET SADALNES ZONA FASADE 1.8
Meérogs Pasiit. Nr. | Arh.reg. Nr] Stadija | Marka | Lapu sk. Nr.
1:20 LN-01102019 . [LN-01102019 - AR-20 -




PIEZIMES
1. Teritoriju norobeZot ar pagaidu Zogu 2,2 m vai norobeZojosu lenti;
2. Slegtas instrumentu novietnes un darbinieku gerbtuves iesp&jams ierikot &kas koplieto3anas telpas, ieprieks saskanojot ar ekas Tpasnieku; spluatanuas “ala
3. Pagaidu efektribas un Odens pieslégumu saskanot ar &kas Tpasniekiem uzsakot bivdarbus, bivuznémajam janodrogina individuali skaitrtaji un javeic ikménesa apmaksa par Pasatitajs:  A/S "Olaines adens un siltums”
patéréto elektroenergiju un tden; Adrese: Bérinu isla 37-5, asulitals: registracijas Nr. 50003182001
4. Buvdarbi nemaina slodzes uz nesodam konstrukcijam, tapéc montaZas slodzu shéma nav nepiecieSama; T lepdja Kiidras iela 27, Olaine, LV-2114
5. Inzenierkomunikaciju tuvuma ievérot aizsargjoslu 1m un ta zona raksanu veikt manuali, neizmantojot mehaniskas ierices, ka arf neveikt materialu u.c. smagu priekmetu MOI\D/ k;ﬁg}gggﬁggg Bavprojekta
novietoSanu; Ny e nosAGEhm Daudzdzivoklu dzivojamas ékas
6. Pims bivdarbu veikanas bivuznaméjam jaizstrada un jasaskano Darbu veikianas projekts, kas izstradats pamatojoties uz Darbu organizésanas projektu; Blreg E{pasfs_. energoefektivitates paaugstinasana
7. Jabivdarbu laika tiek bojats zaliens, piebraucamie celi vai citi element, tie jaatjauno! martins@liepsaimnieks.v - LIEFAJAS NAMSAIMNIEKS Objekta — - -
8.  Buvdarbu laika &kas ekspluatacija netiek partraukta; _ adrese: Stacijas iela 14, Olaine, Olaines novads, LV-2114
9. Veicot jumta darbus un béninu parseguma siltinaSanu, materialu nokrausanai neparsniegt 100 kg/m?. Pac iesp&jas materialus jumta zona neuzglabat. Nokrausanu izmantot BPDV G.Abelite "ﬁ%’_ 02.12.2019 )
tikai Tslaicigil —pr - f
10.  Veicot balkonu atjaunoSanas darbus, aizliegts veidot materialu novietnes balkonos, iznemot gadijumus, ja bivuznéméjs ir sanémis saskanojumu no dzivokla TpasSnieka; lzstradaja| M.Ancans S g2.12-2019 kiggiku ms:
11, Balkoni nav ekpluat&jamas bridi, kad ir demontétas eso$as margas. 9 ) DARBU ORGANIZACIIAS SHEMA
12. EsoSo koku aizsardzibai uzstadit nozogojumus 2,5m augstuma vai visa koka/krima augstuma, atkariba no t, kurs nosacijums izpildas pirmais.
13.  Buvdarbu faika paredzét esoSo SIA "Baltcom" tikla saglabaSanu un aizsardzibu, nepiecieSamibas gadijuma paredz&t parvietosanu amus bivniecibas zonas uz bavdarbu
vefkanas laiku (risinajumu bavdarbu laikd saskanot ar SIA "Baltcom"). Mérogs Pasiit. Nr. | Arh.reg. Nr{ Stadija | Marka | Lapu sk. Nr.
4. InZenierkomunikaciju aizsardzibas pasakumus veikt atbilstosi noradém AR un DOP skaidrojosa apraksta. 1:500 LN-01102019 | LN-01102019 = DOP-1 =

BUVDARBU GENERALPLANS , M1:500

SIA "Baltcom" sakaru
kanalizacija. Veikt skatrakumu,
paredz&t papildu aizsardzibu.

SIA "Baltcom” 2 sakaru kabeli
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EKU EKSPLIKACIJA UN APBUVES TEHNISKIE RADITAII

SIA "Baitcom” 2 sakaru kabeli

= 2 o .

SIA "Baltcom" 1 sakaru kabelis

Moradita aptuvena atrasanas vieta

Kad Galvenais | Uguns- Stavu | Apbaves| BOv- |Lietderiga| Palig- | Kopaja
Nr. Nosaukums adastra lietosanas (drosibas | skaits | |aukums | tilpums | platiba | platiba | platiba
ULIUEIE veids |pakdpe |(virsz./pazem.) 2 m’ m m? m?
1. | PROJEKTEJAMA EKA 80090020632 1122 U2a 5/1 5913 | 9815 | 217217 | 489,1 | 2661,27
2. | BLAKUS ESOSA DZIVOIAMA EKA
3. | BLAKUS ESOSA DZIVOJAMA EKA
ZEMESGABALA PLATIBA, ha 01477
DARBU VEIKSANAS SECTBA APZIMEJUMI
1. Bivlaukuma norobeZosana, sagatavosana; ; - T
2. Fasaiu siltinadana, logu, durvju montaza; Atjaunojama éka
3. Cokola, pamatu siltinasana; R TR 1| Sastatnu / rakéanas zona
4. Beéninu siltinasana; —=
5. Pagraba parseguma siltinasana; P leeja éka
6.  Teritorijas labiekartosana, t.sk. jaunas apmales izveide ap &ku.

NoZogojums koku aizsardzibai

Atklata bivmaterialu novietne

Parvietojams bdvgruzu konteiners

Stradnieku konteineru tipa gérbtuves

= Parvietojams konteineru tipa ofiss
iYVCI BIO tualete

n Ugunsdzésibas komplekts

[@ Bridindjuma zimes

— Blvdarbu transporta plisma

Fllllllllllllllll

Biivdarbu robeza - pagaidu
nozZogojuma linija

Gajéju/ne-bivdarbu transporta plisma

[\

Papildu aizsargjumtini virs ieejam

SiA "BAL

1, Veico! m hus m"lw ikaciju aizsardzibas zond, nodrodinal to drosibu

LICOR" SASKANOTS ar nosactjumiem,

Fir1



GENERALPLANS , M1:500

SIA "Baltcom" sakaru
SIA "Baltcom" 2 sakaru kabeli kanalizacija. Veikt skatrakumu,

aredzet papildu alzsardzibu.
% .-'s'n?,“" \“ “¥7.38 P paR i b5
b Lk, 0 y =
B (o S Tl S E
t . T - L6 75

Siltinat apejot sakaru skapja 0" aiso
s, Zonu ‘
3

SIA "Baltcom” 1 sakaru kabelis

APZIMEJUMI
Ipaduma robeza
Atjaunojama éka
A leeja &ka
40 v +»8 1 |Esosikokiun krami
v Y v " | Zaliens
Eso$s asfalta vai brugakmens segums
3% Eso$s gazes vads
EsosSi sakaru kabeli
@ wie | Eso$a sadzives kanalizacija

EsoSs Gdensvads

OBJEKTA NOVIETOJUMA SHEMA

KABELU AIZSARGCAURULES IESTRADES MEZGLS, M 1:20

Eso$as kabelu linijas, Skérsojumos ar projekt&jamam inZenierkomunikacijam, cejiem un ietvém,
paredzét ievietot kabeju divpusé&jas aizsargcaurulés 750N

Y
|
oy Esoss kabelis C1
N P i F 7 7
| T WO
y, 1000 4. | 500
Kabeju divpuséja aizsargcaurule
750N, @=110, I=1500
EKU EKSPLIKACIJA UN APBUVES TEHNISKIE RADITAJI
Kadastra Galvenais | Uguns- Stavu | Apbives| BOv- |Lietderigs| Palig- | Kopéja
Nr. | Nosaukums AUMUTS lietoganas [noturibas skaits laukums | tilpums | platiba | platiba | platiba
veids | pakape |(virsz./pazem. m m’ m? m m?
1. | PROJEKTEJAMA EKA 80090020632 | 1122 U2a 51 591,3 9815 | 217217 | 4891 | 2661,27
2. |BLAKUS ESOSA DZIVOJAMA EKA
3. |BLAKUS ESOSA DZIVOIAMA EKA
ZEMESGABALA PLATIBA, ha 0,1477

SIA "Baltcom" 2 sakaru kabeli

Noradita aptuvena atrasanas vieta

Piezimes:

SIA “BALTC O

SASKANOTS ar nosacljumiem:

1. Veicol darous komunikaciu aizsandzibas zona nodrosingt lo drosibu

un saglat
2. Al anr'-

"BALTC

1. Projekt&jama éka atrodas zemesgabala vidus dala, un &kas atjauno3ana neietekmé kadu biakus eso3u bivi;

2. Pé&c bavdarbu veikSanas jaatjauno esosais zaliens un esosie piebraucamie celi, ja tie tiek bojati;

3. Veicot rak3anas darbus, esodiem sakaru un zemsprieguma kabeliem jauzstada divdaliga aizsargcaurule. Aizsargcaurulu skaits preciz&jams uz vietas bivniecibas laika.
Uzstadams, ja atrokot kabelis tiek konstatéts. Papildus aizsargcauruli uzstadit apgaismojuma kabeliem gadijuma, ja tie konstatéti zem grunts limena

4. VeiktinZzenierkomunikaciju aizsardzibas pasakumus atbilstosi AR un DOP risingjumiem, t.sk. atbilstosi AR un DOP skaidrojosam aprakstam;

5. Esoso lietus kanalizacijas sistému saglabat, p&c nepieciesamibas parcelt esosas akas un salsinat vai parvietot lietus kanalizacijas caurules. Apjomu precizét bavniecibas

laika!

par PES

iy var hiridinajuma lentu,
3 hUvpr .r‘ma re‘muralas uzsdkianas
OM"

—kspluatacyas dalg

Adrese: Baripu jela 37-5,
Liepaja

Mob.: +371 20083587
VRIN:42103044336
BK.reg. nr.:12232
E-pasts:
martins@liepsaimnieks.iv

LIEPAJAS NAMSAIMNIEKS

BPDV

G.Abelite

04.10.2019

Pasutitajs:  A/S "Olaines Gdens un siltums”
registracijas Nr. 50003182001
Kidras iela 27, Olaine, LV-2114
BUVPI‘Ojekta. Daudzdzivokiu dzivojamas &kas
nosaukums: onergoefektivitates paaugstinisana
Objekta Stacijas iela 14, Olaine, Olaines novads, LV-2114
adrese:

lzstradaja| M.Ancans <

04.10.2019| Lapas

o= nosaukums: GENERALPLANS
Esosa siltumirase SIA "Baltcom" tiklu izvietojums
Eso$a elektroapgades Iinija
— Uzstaddama kabelu aizsargcaurule Mérogs Pasit. Nr. | Arh.reg. Nr] Stadija | Marka | Lapu sk. Nr.
1:500  [LN-01102019 | LN-01102019 | - GP-2 -




|  BUVDARBU GENERALPLANS , M1:500
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PIEZIMES

1. Teritoriju norobeZot ar pagaidu Zogu 2,2 m vai norobezojosu lenti;

2. Slegtas instrumentu novietnes un darbinieku gerbtuves iespgjams ierfkot &kas koplieto3anas telpas, iepriek$ saskanojot ar &kas Tpasnieku;

3. Pagaidu elektribas un 0dens pieslégumu saskanot ar ékas Tpasniekiem uzsakot bivdarbus, bavuznéméjam janodroina individuali skaititaji un javeic ikménesa apmaksa par
patéréto elektroenergiju un adeni;

4. Bvdarbi nemaina slodzes uz neso$am konstrukcijam, tap&c montazas slodzu shéma nav nepieciesama;

5. InZenierkomunikaciju tuvuma ievérot aizsargjoslu 1m un ta zona rak$anu veikt manuali, neizmantojot mehaniskas ierices, ka art neveikt materialu u.c. smagu prieksmetu
novietodanu;

6. Pirms bavdarbu veikSanas bovuznémejam jaizstrada un jasaskano Darbu veiksanas projekts, kas izstradats pamatojoties uz Darbu organizeésanas projektu;

7. Jabuvdarbu laika tiek bojats zaliens, piebraucamie celi vai citi elementi, tie jaatjauno!

8.  Bavdarbu laika ékas ekspluaticija netiek partraukta;

9. Veicot jumta darbus un béninu parseguma siltinaSanu, materialu nokrausanai neparsniegt 100 kg/m?. P&c iespgjas materidlus jumta zona neuzglabat. Nokrausanu izmantot
tikai Tslaicigi!

10.  Veicot batkonu atjaunoanas darbus, aizliegts veidot materialu novietnes balkonos, iznemot gadijumus, ja bivuznéméjs ir sanemis saskanojumu no dzivokla Tpasnieka;

11, Balkoni nav ekpluat&jamas bridi, kad ir demontétas eso$as margas.

12. EsoSo koku aizsardzibai uzstadit nozogojumus 2,5m augstuma vai visa koka/krima augstuma, atkariba no ta, kurs nosacijums izpildas pirmais.

EKU EKSPLIKACIJA UN APBUVES TEHNISKIE RADITAII

Galvenais | Uguns- Stavu Apblves| BOv- |Lietderiga| Palig- | Kop&ja
Nr. Nosaukums Kadastra lietodanas |drosibas skaits laukums | tilpums | platiba | platba | platiba
numurs veids |pakdpe (virsz./pazem.) m’ m? m? m?
1. | PROJEKTEJAMA EKA 80090020632 1122 U2a 5/1 591,3 9815 | 217217 | 4891 | 2661,27
2. | BLAKUS ESOSA DZIVOIJAMA EKA
3. | BLAKUS ESOSA DZIVOJAMA EKA
ZEMESGABALA PLATIBA, ha 0,1477
DARBU VEIKSANAS SECIBA APZIMEJUMI

1.

o oW

Bvlaukuma norobeZosana, sagatavosana;
Fasazu siltinaSana, logu, durvju montaza;

Cokola, pamatu siltinasana;
Béninu siltinasana;

Pagraba parseguma siltinasana;
Teritorijas labiekartosana, t.sk. jaunas apmales izveide ap &ku.

Atjauncjama éka

| Sastatnu / rakSanas zona

leeja éka

NoZogojums koku aizsardzibai

Atklata bdvmaterialu novietne

Pérvietojams bavgruzu konteiners

Stradnieku konteineru tipa §érbtuves

Parvietojams konteineru tipa ofiss

BIO tualete

Ugunsdzésibas komplekts

Bridindjuma zimes

Bivdarbu transporta plisma

Bivdarbu robeza - pagaidu
nozogojuma Iinija

Gajéju/ne-bivdarbu transporta plisma

—~
] Papildu aizsargjumtini virs iegjam

PASUTITAJA APLIECINAJUMS

Projekta risinajumiem piekiitu.

Vards Uzvards:
Amats:

Datums: () 5' -/¢a 4‘//%
—

_-l-l-'-'-'-'_'_-__

Parak5t55/,!/ :

—

Adrese: Barinu il 37-5.
Liepdja
Mob.: +371 20083587

Pasatitajs:

A/S "Olaines liden€unsiltums”
registracijas Nr. 50003182001
Kddras iela 27, Olaine, LV-2114

VRN:42103044336 Bl—""proie“ﬁ' Daudzdzivoklu dzivojamas &kas
Bk reg ”’F'gﬁf \. |nosaukums: energoefektivitates paaugstinasana
martins@liepsaimniskstv  LIEPAJAS NAMSAIMNIEKS Obiek
adl!:s;'a Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV  |G.Abelite | LUL— »foz13.2019 :
lzstradaja| M.Ancans |-~ 02.12.2019|Lapas
= - nosaukums: _ _
DARBU ORGANIZACIJAS SHEMA
Meérogs Pastt. Nr. | Arh.reg.Nr| Stadija | Marka | Lapu sk. Nr.
1:500 LN-01102019 LN-01102019 s DOP-1

v




LIEPAJAS NAMSAIMNIEKS

SIA "LIEPAJAS NAMSAIMNIEKS"
VRN: 42103044336

Barinu 37-5, LIEPAJA, LV-3401
Mob.talr: +371 20083587

E-pasts: martins @ liepsaimnieks.v

Bivprojekta izstradatajs:

SIA "LIEPAJAS NAMSAIMNIEKS"
Baripu 37-5, LIEPAJA, LV-3401
VRN: 42103044336

BKR NR.: 12232

Biivniecibas ierosinatajs:

A/S "Olaines Gidens un siltums" Kiidras iela 27, Olaine, LV-2114
Reg. Nr. 50003182001

Pasattjuma Nr:

LN-01102019

Obijekta nosaukums:

Apkures sistémas parbive

Objekta adrese:

Stacijas iela 14, Olaine, Olaines novads, LV-2114.

Bvprojekta stadija:

Apliecinajuma karte

Bivprojekta dala:

AVK-A - apkure

Séjuma nr. un taja ietvertas
dalas vai sadalas marka:

SIA “Liepajas namsaimnieks” valdes loceklis:

7~ Martin$ Ancans 03.12.2019,

AVK dalas vaditajs

4 2
/paraksts, atsifergjums, datums/

! /]
_ /,W"&/ZValerijs Melihovs, Sert. Nr.3-01332 03.12.2019.

/paraksts, atSifergjums, datums/

LIEPAJA 2019




3. pielikums
Ministru kabineta
2017. gada 9. maija
noteikumiem Nr. 253

APLIECINAJUMA KARTE
(Pielikums MK 25.09.2018. noteikumu Nr. 607 redakcija)

| - ZINAS PAR BUVNIECIBAS IECERI

Bivniecibas ierosinatajs A/S "OLAINES UDENS UN SILTUMS"
(pasutitajs)

(fiziskas personas vards, uzvards vai juridiskas personas nosaukums)
registracijas Nr. 50003182001

(fiziskas personas kods vai juridiskas personas registracijas Nr.)
Kadras iela 27, Olaine, LV-2114

(dzivesvieta vai juridiska adrese, talrupa numurs)
kristaps.vitins @ous.lv

(elektroniska pasta adrese)

Nekustama Tpasuma kadastra numurs 8009 002 0632

Blvniecibas ieceres nosaukums Apkures sistémas parbiive

Zemes vienibas kadastra apzZiméjums 8009 002 0632

Meza kvartala numurs, meza nogabala
numurs un atmezojama platiba
sadaltjuma pa meza nogabaliem

Tpasi aizsargajamas dabas teritorijas
nosaukums un funkcionala zona

ZINAS PAR OBJEKTU

InZeniertikla pievads
Grodu aka

Udens ieguves urbums
Avota kaptaza

X | lek$&jais inzeniertikls
Cita inZenierbiive

Buvniecibas veids

Jauna blvnieciba

lertkosana

AtjaunoSana

X | Parbave

Nojauk$ana

Objekta nosaukums un adrese Apkures sistémas parbiive
Stacijas iela 14, Olaine, LV-2114

Objekta kadastra apziméjums 8009 002 0632 001
InZenierblves grupa 2.grupa
Objekta pasreizéjais lietoSanas veids Nr.222204

Objekta paredzétais lietoSanas veids Nemainigs




Buvspecialists(-i)1 Valerijs Melihovs Sert.Nr.3-01332

(vards, uzvards, sertifikata Nr.)

) Meth, 03,12.2019,
(para!gérs) (datums)

Pievienojamie dokumenti

tehniskie noteikumi, atiaujas Ip.

skaidrojoss apraksts, t.sk. izvertéjums par iek$&jo inzeniertiklu atjaunosanas vai
parbives ietekmi uz pakalpojuma pieejamibu 2

X | grafiskie dokumenti 4 Ip.

Aizpilda bivvalde
, 3 £/
Atzime par bavniecibas ieceres akceptu s EHF T AT S M/ //

Biivvaldes atbildiga amatpersona =

vards, uzvards, par%ksts) (datums)

leceres realizacijas termins LS. S

(datums)
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LIEPAJAS NAMSAIMNIEKS

SATURA RADITAJS
MARKA LAPAS NOSAUKUMS
- Tilepa
_ . _ Apliecingjumakarte
- Saturs

AVK

AVK
AVK

AVK

AVK

_Skaidrojosais apraksts

Visparigo raditaju lapa.

- Pagrabstava un 1.stava plans ar AVK fikdiem.
2.-4.stava un 5.stava plans ar AVK tikliem.

Apkures sistémas aksonometriska shéma
lekartu, konstrukciju un bavizstradajumu kopsavilkums
Projektétaja civiltiesiska apdroSinasana

RASEJUMA

NR.

AVK-1
AVK-2
AVK-3
AVK-4

LAPA




OBJEKTS: Stacijas iela 14, Olaine.
SKAIDROJOSS APRAKSTS
AVK

AVK skaidrojoss apraksts.
1. Vispariga dala.
Apkures projekts ir izstradats pamatojoties uz energoauditu, pasititaja projekiéSanas uzdevumu, telpu
arhitektonisko planojumu un to funkcionalo pielietojumu. Projekta dokumentacija izstradata atbilstosi LR
bavniecibas normativiem un standartiem. Projekta uzraditie iekartu, materialu un citu izstradajumu razotaji ir
noraditi ka piemérs, lai noteikiu izstradajumu kvalitates prasibas. Uzraditas iekartas un materialus ir
pielaujams nomaintt pret analogiem cita razotaja izstradajumiem, ievérojot kvalitates un tehniskas prasibas.
Visas atkdpes no projekta risinajumiem, kuras var bitiski ietekmét ta realizaciju, nepiecieSamas rakstiski

saskanot ar projekta autoru un citam projekta sadalam. Projekta dokumentaciju nedrikst izmantot citu bavju
projekt&Sana un blvnieciba bez projekta autora rakstiskas afjaujas.

2. Projektésanas normativie dokumenti.
LBN 003-15 ,Bavklimatologija”;

LBN 231-15 ,Dzivojamo un publisko €ku apkure un ventilacija”;
LBN 002-15 ,Eku norobezojoso konstrukciju siltumtehnika”;
LBN 208-15 ,Publiskas biives”;
LBN 201-15 ,Bavju ugunsdrodiba’;
LVS CR 1752: 2008L ,Eku ventilacija. lek3telpu vides projektéanas kritériji".
LVS EN ISO 7730 ,Siltuma vides ergonomika”;
L BN 202-18 ,Biivprojekia saturs un noformésana”.
So normativu, noteikumu un standartu nosauksana ir tikai parskats pat izmantotajiem dokumentiem, kur var nebat
uzskaitTti visi izmantotie dokumenti.
Montazas darbu izpildes laika ir jaievero visi normativie akti, kas reglamenté projekt&jamo sistému un iekartu montazu

un nodoSanu ekspluatacija.

3. Aprékinu nosacijumi
Energijas avota raksturojums

Energijas Piesléguma | Siltumneséjs | Siltumneséja | Siltumneséja
avots tips turpgaitas atgaitas
temperatira temperatiira

Siltums Siltummezgls Neatkarigais Udens |70°C 50°C
Ara gaisa aprekina parametri:
Raditajs Temperatira,
Ziemas perioda -20.7°C
Vasaras perioda +22.4°C

Lapa 1

Bavprojekta dajas vaditajs: Valerijs Melihovs ,
Bavprakses sertifikata nr.3-01332 /) M{. 4{) {




OBJEKTS: Stacijas iela 14, Olaine.
SKAIDROJOSS APRAKSTS

AVK

Piezimes:

Ara gaisa temperatiirai parsniedzot aprékina temperatiiru, pielaujamas atkapes no iekstelpu parametriem.

Ara gaisa aprékina temperatiira: ziema — 20.7°C, vasara +22.4° C/gaisa mitrums 50%.

4.

Sistému apraksts

Visparigi noradijumi. Darbuznéméjam ir pienakums iepazities ar visu Tehniska projekta dokumentaciju un
ProjektéSanas uzdevumu, jo art citas dokumentacijas dalas var bt aprakstitas prasibas, kas attiecas uz
inZeniertehniskam  komunikacijam un elekiriskam instalacijam. Darbuznéméjam izstradajot cenu
piedavajumu, jaizvérté projekta dokumentacija pilnd apjoma, kas sastav no skaidrojo$a apraksta,
raséjumiem, iekartu un materialu specifikacijas un pielikumiem. Piedavajuma jaieklauj visi projekta
dokumentacija paredzétie risinajumi: materiali, darbi un to izmaksas, kas nepiecieSami izblvei, parbaudei,
palaiSanai, reguléSanai un nodoSanai ekspluatacija, t.sk., kas nav noradrti projekta dokumentacija, bet
dabiska vai logiska veida ir nepiecieSami projekta realizacijai. Darbu izpildes laika ir jaievéro visi normativie
akti, kas reglamenté projekt&jamo sistému un iekartu montazu un nodo$anu ekspluatacija. Darbuznéméjs ka
profesionals montazas darbu veicgjs ir atbildigs par to, lai projekta risinajumi tiktu realizéti augsta kvalitatg,
ievérojot labas prakses montazu, izmantojot atbilstoSu montazas tehnologiju. Darbuznéméjs ir atbildigs par
montéto sistému un tas elementu aizsardzibu pret jebkura veida bojajumiem bivniectbas laika. Nododot
sistemu Pasatitajam, sistémai jabt tehniski un vizuali laba stavokii, bez bojajumiem un netirumiem. Pirms
darbu sakSanas Darbuznéméjam ir pienakums uz vietas objekta veiki nepiecieSamos mérijumus, kas
nepiecieSami paredzéto darbu veik3anai. Pirms darbu uzsakSanas, vinam ir japarliecinas, ka darbi objekta
varés notikt atbilstosi projekta risinajumiem. Par iesp&jamam izmainam vai papildus pasakumiem javienojas
pirms darbu uzsak$anas ar bavprojekta vaditaju un bavprojekta dalas vaditaju. Pirms caurumu un atvérumu
izbaves kas konstrukcijas, kas nav paredzéti €kas konstrukcijas, nepiecieSams saskanot to ar arhitektu un
bvkonstruktoru. Caurumu un atvérumu izbiive nedrikst pasliktindt konstrukcijai paredzétas Tpasibas.
Darbuznéméjs uz savu atbildibu nosaka nepiecieS8amo stiprinajumu lielumu, garumu un veidu, pamatojot to
ar izstradajuma tehniskaja dokumentacija noteiktajam prasibam. Caurulu svars nedrikst tikt pamests uz
iekartam vai citu aprikojumu. Caurulvadu stiprindjumiem jabat ar gumijas starplikam. Stiprinajumi nedrikst
ietekmét siltuma caurlaidibu. Caurulvadu sisttmas materialu apzimejumiem jabat viegli identific§jamiem ar
atbilstosu rapnicas sertifikatu. Aizliegts izmantot nezinamas izcelsmes un specifikaciju materialus vai jau
lietotus materialus. Vietas, kur velak bus apgratinata vai neiespéjama piekldSana, izvairities no jebkadu
savienojumu veido$anas. Caurulvadu sistemu izblvi veikt atbilstosi telpu Tpasnieku standartiem ta, lai
apkalpo8anas un regulésanas noliikos varétu pieklat regulgjoSiem, vienvirziena u.c. varstiem, apkalposanas
likam arT péc buvdarbu pabeigdanas, lai tas varétu apkalpot un remontét ekspluatacijas laika. Caurulvadu
armatdrai jabdt pozicija, kurd iespéjama netraucéta rokturu kustiba, mérjumu veikSana u.c. darbibas.
ApkalpoSanas ldkam janodro$ina piekuve iekartam, noslédzo$ajai, balanséjosai u.c. armatdrai. Pirms
blvdarbu uzsaksanas, darbu veik§anas projektu nepiecieSams saskanot ar blivprojekta dalas vadrtaju.

41.  Apkure.

Apkures sistéma tiek projektéta no siltummezgla. Pievienojuma vieta paredzéta noslégarmatira. Magistrales
novietotas pagraba, un talak tiek pievaditas pie stavvadiem. Maksimali izbGvét caurulvadus jau eso$o vieta.
Pagrabstava pirms piesléguma pie stavvada paredzét balanséSanas varstus. Balansé$anas varstus izvietot
pirms slégtam telpam (noliktavas pagraba), lai varétu tos apkalpot. Pirms katra radiatora paredzét
reguléSanas varstu ar minimalas temperataras iestafljumu un kapnu telpa paredzét termostatus ar atslégu
reguléjamus. Projekta paredzéta ari radiatoru nomaina. Radiatori un stavvadi atrodas jau eso$ajas vietas.

Lapa 2
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OBJEKTS: Stacijas iela 14, Olaine.
SKAIDROJOSS APRAKSTS

AVK

5.

6.

Apkures stavvadu savienojumu mezglus ar gulvadiem un balansieriem veidot no izjaucamiem
savienojumiem.
Projekta paredzéta art eso$a siltummaina un siikna nomaina siltummezgla.

Tehniskie noradijumi.

5.1.  Noslégvarsti un caulas.

Vietas, kur caurulvadi Skérso sienas, japaredz ugunsdro$ais blivéjums. Noslégvarsti mont&jami pie iekartam,
elementiem, ka arT caurulvadu atzaros, kuriem defekta gadijuma javeic remonts vai nomaina.

5.2.  Apkures cauru]vadi un siltumatdeves iekartas.

Apkures caurulvadi — stavvadi un pievadi pie radiatoriem no térauda preséjamam caurulém. Caurules
pagrabstava no melna térauda caurulém. Sildkermeni — térauda panelu radiatori. Katram sildkermenim
paredzéta arl termostatu montaza. Caurulvadu sistémas izblvi veikt, lai apkalpoSanas un regulésanas
nolikos varétu pieklat noslédzoSajai, balanséjosai, tukSoSanas u.c. armatdrai, revizijam ari péc bivdarbu
pabeigdanas. Varstus uzstadit pozicija, kura iespéjama netraucéta rokturu kustiba un ménjumu veik$ana.
Caurujvadu sistémas montazu veikt, lai neveidotos nevajadziga caurulvadu spriedze un liece. Caurulvadu
sisttmas montazu veikt, ievérojot pasakumus caurulvadu termiskas izpleanas kompensé$anai. Vietas, kur
remonta vai iekartas nomainas vajadzibam var bt nepiecieSama caurules nonemsana, javeido izjaucams
savienojums. Caurulvadu sistémas savienojumus ar iekartam izveidot, lai spriegums no caurulvadu sistémas
nepariet uz aprikojumu. Visai caurulvadu armatlrai jaatbilst vismaz spiediena klasei PN10. Sistémas
atgaisoSanu veikt caur radiatoru atgaisotajiem. Sistému iztukSoSanu veikt caur radiatoru korkiem un
zemakajos punktos uzstaditajiem iztukSoSanas kraniem. P&c montaZzas darbu pabeigSanas nepiecieSams
veikt sisttmas pneimatisko vai hidraulisko parbaudi, atbilstosi temperatiras reZimam, veikt sistémas
skalosanu, filtru {irisanu, uzpildi ar darba Skidrumu, sistémas atgaisoSanu un ieregulé$anu atbilstosi projekta
noradrtajam vertibam. Apkures sistému sazemét.

5.3.  Apkures caurujvadu siltumizolacija

Siltumizolacija tiek uzklata tikai pagrabstava apkures magistralém Paroc Hvac section Alucoat T; biezums
b=50mm, Tpatnéja siltumvaditspéja, deklaréta, pie 50 °C, As0=0,037W/mK (vai ekvivalents).

5.4. Siltuma uzskaite

Péc sisttmas montazas uzstadit uz radiatoriem siltuma uzskaites méraparatus — alokatorus (raZotajs
“Sontex” (vai ekvivalents). Alokatoru montazu veikt saskana razotaju tehniskajiem datiem.

5.5.  Ugunsdrosibas pasakumu apraksts

Projekta paredzéts veikt sekojoSus ugunsdro$ibas risindgjumus: Péc komunikaciju izblves ugunsdroSajas
konstrukcijas, tas nepiecieSams noblivét ar sertificétu ugunsdrosu risinajumu, kas nodrosina dimu un
karstuma neizplatiSanos. Sis apraksts neatce| prasibas, kas ir noraditas citos spéka esosos normativajos
dokumentos un razotaju norades.

Beigu noradijumi

Péc darbu pabeigSanas izstradat izpilddokumentaciju, kura sevt ieklauj materialu atbilstibas dokumentus,
darbu aktus, uzstadito iekartu tehniskos raditajus, hidrauliskas parbaudes dokumentus, instrukcijas,
izpildras&jumus un citus nepiecieSamos dokumentus.
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AVK SADALAS RASEJUMU SARAKSTS
Nr.p.k. Nosaukums Marka
1 |Visparigo raditaju lapa AVK-1
2 |Pagrabstava un 1.stava plans ar AVK fikliem. AVK-2
3 |2.-4.stava un 5.stava plans ar AVK tikliem. AVK-3
4 | Apkures sistémas aksonometriska shéma AVK-4
5 | lekartu konstrukciju un bivizstradajumu kopsavilkums
Séanu radiatora sléguma shéma
Aptuvena alokatora atra3anas vieta. :
TERMOVARSTS "HERZ" TS-98V AR
T S A e e T e | _ PRIEKSIESTATIJUMU
TAISNS-1 7623 67
‘ min100mm LENKA- 1 7624 67
e e e LR .
ATGAISOTZ\JS_H' I il 1 i ‘ ]| \ | ul | ’;E?;ﬂ*_ 8 <
; U , TERMOSTATISKA VARSTA
(| (T |j HHITH _ GALVA'"HERZ"
LYNGSON MC22-512 [ LT BALTA, PARASTA- 1 7260 06
22 tips; H=500; L=1200 R " ,' e
| il (I | I I| ||| DROSA- 19860 10
| |
KORKIS J| ‘ M I
M1 11 1 -
Eiﬂ..r' | I : | | HEUY |-' | !!a H ll_ﬁ._l-__\ g
" " o in100 BREMZETAJVARSTS "HERZ" RL-1
Alokqtors So_n'tex _566 Bac_ﬂo_ I min100mm e
Veikt montazu péc razotaja iz Z LENKA- 1 3724 41

tehnologijas.

Radiatora apziméjumi
Piemérs C11-600-1200

APZIMEJUMI

Turpgaitas cauru|vads
Atpakalgaitas caurulvads

tG arums qéb Automatiskais balanséSanas varsts

Auastums E— Radiators

: & Stavvads
Tips
Saisinats nosaukums
Izmantoto un pievienoto dokumentu saraksts.
Apziméjums Nosaukums | Piezimes
| Izma;ﬂotie dokumenti. -
"PAROC", Somija. Eku apkures,ventilacijas un gaisa kondiciongSanas sistému izolacija

| Pievienotie dokumenti

AVK-ALIS iIeke‘artu konstrukciju un buvizstradajumu kopsavitkums.

Visparigie noradijumi

Apkures projekta dala izstradata atbilstoSi energoauditam, pasatitdja uzdevumam un arhitekiiiras raséjumiem.
Araja gaisa aprékina temperatira-
aukstajam periodam  -20,7° C.

Apkures aprékins veidots, balstoties uz LBN 002-15,LBN 208-15,LBN 231-15.
lek3&jie telpu gaisa parametri pienemti saskana ar pasifitaja uzdevumu.
Siltuma avots-esoSais siltummezgls.
Siltumzudumu aprékins veidots ,balstoties uz planotajam bavkonstrukcijam (ar siltumizolaciju).

Uar.s. =0.2W/m2 K;

Ulogs. =1.25W/m2 K;

Ujumts =0.14Wim2 K;
Siltumnesé&js apkurei ir idens ar parametriem 70°-50°C.
Sildkermeni- térauda panelu radiatori, kas aprikoti ar termoregulatoriem (ierobezoti Iidz +16C). Kapnu telpas ar atslégu regulgjami.
Krasa radiatoriem -standarta (balta).
Gulvadu un stavvadu mezglus veidot no izjaucamiem savienojumiem.
Caurulvadi - Stavvadi nerlisgjosa térauda caurules. Pagrabstava magistrales no melna térauda caurlém. Paredzét kompensatorus uz stavvadiem.
Magistralos cauru[vadus pagrabstava izolét ar PAROC Hvac Section AluCoat T, izol4cijas biezums 50 mm.
Veikt sistémas ieregulédanu.
Uz stavvadiem paredzéti automatiskie balansé$anas varsti, pareizu montazas tehnologiju skatit raZotaju tehniskajos katalogos.
Caurulvadu ugunsdro$o nodalfjumu konstrukciju SkérSo$anas vietas paredzét ugunsdroso aizdari .
Apkures sistemas montazu, hidraulisko parbaudi un nodoSanu ekspluatacija veikt atbilstosi Latvijas bvnormativiem, ka arf iekartu un materialu
piegadataju prasibam, veicot apkures sistému markésanu.
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un apkalpoSanas fmeni. Specifikacijas noradito iekartu un materialu nomaina
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[zblves vietu preciz&t blvniacTbas laika.

2)  Cauryvadiem, kurl 8k8rso ugunscroSibas nodalfjumu
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3) Uz radiatoriem peredzéta alokatoru montaZa.
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monté&Za. K8pnu telpa termogalvas er atsl8gu regulsjamas.
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E-pasts:

Blvprojekta

| Apkures sistemas parbiive
| nosaukums:

art li salmnleks.lv LIEPAJAS NAMSAIMNIEKS i
rnartinsQliep Pd Objekta Stacijas iela 14, Olaine, Olaines novads, LV-2114

BPDV |V.Melihovs 03.12.2019, peliFse
lzstradaja| M.Ancans 03.12.2019.| Lapas
nosaukums: Apkures sistémas aksonometriska shéma.

Maérogs Pasit. Nr. | Arh. reg. Nr.| Stadija | Marka | Lapu sk. Nr.

b/m LN-01102019 |LN-01102019 | - AVK-4 .

AN




lekartu, konstrukeiju un bavizstradddjumu kopsavilkums

AVK

Bilves nosaukums: Apkures sistémas parblve

Objekta nosaukums: Apkures sistémas parbave

Objekta adrese: Stacijas iela 14, Olaine, Olaines novads, LV-2114
Pas0tfjuma Nr.: LN-01102019

Apjomi sastaditi pamatojoties uz bivprojektu

N'r(. Kods Bavdarbu nosaukums Marvienba | Daudzums | Piezimes
Stavvadi
1 Radiators * Lyngson" ar atgaisotaju un korki. ab 8
C22-500-1000 vai ekvivalents
2 Radiators " Lyngson" ar atgaisotaju un korki. gb 16
] C22-500-800 vai ekvivalents
3 Radiators " Lyngson" ar atgaisotaju un korki. gb 17
C22-500-700 vai ekvivalents
4 Radiators * Lyngson” ar atgaisctaju un korkl, o 12
I £22-500-600 vai ekvivalents
5 Radiators * Lyngson* ar atgaisotaju un korki. gb 54
= C22-500-500 vai ekvivalents
6 Radiators * Lyngson" ar atgaisotaju un korki. gb 54
| $22-500-400 vai ekvivalents
| 7 | Radiatora varsts gb 161
L Radiatora termostatiskie sensori Dn15, (ar ierobezotu min.temp. 16°C) gb 155
| 9 | Kapnu telpa termostatiskie sensori ar atslégu reguléjami ab 6
| 10 | Radiatora atgaitas noslégventilis ab 161
11 Balans@sanas varsts STROMAX-M 4017 vai ekvivalents ,ar gb a4
I mérnipeliem, dn15
|12 | Lodveida varsts dn20 gb 102
| 13 | TukSoSanas varsti gb 68
| 14 | Presgjamas térauda caurules,Viega vai ekvivalents dn15 m 1010
| 15 | ﬁireséiamés térauda caurules,Viega val ekvivalents dn20 m 225
| 16 | Caurulvadu fasondalas (fitingl, savienojumi, parejas) kompl. 1
1 17 | Alokators Sonlex 566 radio 0566R2010B1 vai ekvivalenls gb 155
18 Radio centrale Sontex 646 ar GPRS 230V ar programmatiru gb 9
— 0646R4231 vai ekvivalents
19 Radio tikla kontrolieris Sontex Su-percom 656 USB 1 0656R4101 vai gb 2
L ekvivaients
| 20 | Alokatoru sistémas instalcijas darbi gb 155
| 21 | Alokatoru servera parametrizésana gh 155
| 22 | Pagrabstava magistrilie caurulvadi
| 23 | Preséjamés térauda caurules.Viega vai ekvivalents dn20 m 102
1 24 | g |Meind |&rauda caurule dn20 m 74
[ 25| § [Melna térauda caurule dn25 m 92
| 26 | = |Melna térauda caurule dn32 m 81
| 27 | Melna térauda caurule dn50 m 35
| 28 | Melna térauda caurule dnés m 33
| 29 | Caurulvadu fasondalas (fitingi, saviencjumi, pérejas) kompl. 1
30 Siltumizolacija cauruvadiem pagraba, PAROC Hvac Section AluCoat T - 176
| val ekvivalents. A50=0,037 W/mK. Biezums, b=50, Dn20
a1 Siltumizol&cija caurulvadiem pagrabd, PAROC Hvac Section AluCoat T m o
| vai ekvivalents. A50=0,037 W/mK. Bigzums, b=50, Dn25
32 Siltumizolacija caurulvadiem pagraba, PARQC Hvac Section AluCoal T m 81
| val ekvivalents. A50=0,037 W/mK. Biezums, b=50, Dn32
a3 Siltumizolacija caurulvadiem pagraba, PAROC Hvac Section AluCoat T . 35
L val ekvivalents, A50=0,037 W/mK. Biezums, b=50, Dn50
34 Situmizolacija caurulvadiem pagraba, PARDC Hvac Section AluCoat T B 33
| vai ekvivalents. A50=0.037 W/mK. Bigzums, b=50, Ongs
| 35 | Nosl&gvarst| dngs gh 2
Balans&sanas varsts STROMAX-M 4017 vai ekvivalents,ar
36 stahial gb 4
| mémipefiem, dn2&
| 37 | Lodveida varsts dnd2 gb 4
| 38 | TukSoSanas varsti gb 4
| 39 | Visparigie darbi
40 Paredzét esosa apkures sikna nomainu (MAGNA3 40-100 F precizet kompl 1
] |bavniecibas gaitd val ekivivalents) )
Py Paredz&t esosa apkures siltummaina nomainu (XB12L-1-30 G 54 kompl 1
| (25mm) precizetl buvniecibas gaita vai ekvivalants) )
| 42 | leragulés un palaifanas darbi gb 1
| 43 | Pieslégums pie siltummezgla kompl 1
| 44 | Metinasanas piederumu komplekis kompl. 1
| 45 | Caurulvadu stiprinajumi kormpl. 1
| 46 | Caurumu aizdars, ugunsdrosa aizdare kompl. 161
| 47 | Paligmateriali kompl. 1
| 48 | Caurulvadu hidraufiskd parbaude kompl. 1
| 49 | |zpiiddokumertacijas izstrade kompl. 1
| 50 | EsoSas apkures sistémas demontaza kompl. 1
51 Esodo radiatoru demontaia - gh 161
o 1
Sastadija: Valeris Mefinovs Ser.nr.2-01332 V) (11, V)
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Company name:

N Created by:
GRUNDFOS »\ ™™
Date: 30/10/2019

Description Value [:] [MAGNA3 40-100 F, Model D F’}S

General information: S :g r7n8 m*/h

Product name: MAGNA3 40-100 F 114 __N=75%/3668 rpm

Product No: 979242869 Ei:ﬂﬂigrlw;qpﬂ:’a&gadtsrring operation = 60 °C

EAN number: 5710626493449 10 ~ Density = 983.2 kg/m* 2100
5710626493449 g -

Technical:

Actual calculated flow: 3.78 m*h 8+ - 80

Resulting head of the pump: 6m S | o

Head max: 100 dm

TF class: 110 6+ - 60

Approvals on nameplate: ggXSDSVEEAE%CN 5+ - 50

Model: D 4- L 40

Materials:

Pump housing; Cast iron 3 G
EN-GJL-250 2. | 50
ASTM A48-250B

Impeller: PES 30%GF 1 [0

Installation: 0 | : fa pump+lmot0r+freq.Iconverter = l39 % i

Range of ambient temperature: 0..40°C 0 5 10 15 20 Q [mfh]

Maximum operating pressure: 10 bar [f,\}]

Flange standard: DIN 350 ;

Pipe connection: DN 40

Pressure rating: PN6/10 9007

Port-to-port length: 220 mm 2504

Liquid: 200

Pumped liquid: Water 150

Liquid temperature range: -10..110°C 100_/’—

Selected liquid temperature: 60 °C 5 /’/{////—_——

g?:letlyataﬁrseéleded liquid 983.2 kg/m?® 0 === (mator+req.converter) = 185.7 W

Electrical data:

Power input - P1: 18.. 359 W

Mains frequency: 50 Hz

Rated voltage: 1x230V

Maximum current consumption: 02.166A

Enclosure class (IEC 34-5): X4aD

Insulation class (IEC 85): F

Others:

Energy (EEI): 0.18

Net weight: 16.4 kg

Gross weight: 18.1 kg

Shipping volume: 0.039 m*

Danish VVS No.: 380952410

Swedish RSK No.: 5732488

Finnish LVI No.: 4615147

Norwegian NRF no.: 9042661

Printed from Grundfos Product Centre [2019.07.001]
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[ e
Plate Heat Exchanger Datasheet
=a

Danfoss Hexact(v5.2.22) Ref.: MJ20191030093903
Customer: Contact persoil:
Project: E-mail:
HEX Type: XB12L-1-30 G 5/4 (25mm) Engineer: M
Linit: 1 (Parallel) Code: 004H7529 Date: 30.10.2019 09:39:24
Calculated parameters Unit Sidel Side2|
Flow Type Counter current
Load kw 88.00
Inlet temperature °C 95.00 50.00
Outlet temperature (Specified) oC 70.00 70.00
Outiet temperature (Actual) °C = ¥
Mass FlowRate ka/h 3017.5 3785.8
Volumetric Flowrate L/min 52.238 63.808
Total pressure drop kPa 13.72 19.04
Pressure drop - In port kPa 0.57 0.87
Tolal area mn2 0.78
Surface margin % 87.4
LMID K 22.41
HTC(Available / Service / Required) W/m~2-K 9388.8/9388.8/5009.3
Port velocity m/s 1.07 1.33
Properties of fluid Unit Sidel Side2
Fluid Water Water
Dynamic viscosity mPa-s 0.3459 0.4683
Density kag/m~3 971.1 984.1
Heat capacity ¥J/kg-K 4.198 4,183
Thermal conductivity Wim-K 0.669 0.650
|Specification: Unit Sidel Side2|
HEX Type: XB12L-1-30 G 5/4 (25mm)
Number of plates: =re 30
Max.number of plates in current frame. -~ -
Grouping: - 1*141/1*15¢
Plate Material: — EN1.4404(AISI316L)
Gasket / Brazing Material: A [e]
Connection size: — G 5/4
Connection type: — Thread
Frame color. == =
Certification/Approval type: PED Art 4.3
Volume: L 0.588 0.63
Weight: kg 3.81
Design Temp. (Max/Min): °C 95/50
Design Pressure(Max): bar 25
Items:
Code Pcs Components
004H7529 1 XB12L-1-30 G 5/4 (25mm)
[External Dimensions:
A (mm): 289 B (mm): 118
C (mm): 234 D (mm): 63
E (mm): 62.5 F (mm): 25
Warning: Dimensions are for reference purposes only and are not to be used for construction,
Comments:
Copper brazed stainless steel heat exchanger designed and configured for district heating systems, district
cooling and other heating applications. The brazed heat exchanger features our new MICRO PLATES™, which
enable heat to be transferred more effectively than in any previous model.Energy and cost savings, Longer |ife
time, Corrosion-resistant design, Compact Design.
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LIEPAJAS NAMSAIMNIEKS

SIA "LIEPAJAS NAMSAIMNIEKS"
VRN: 42103044338

Barinu 37-5, LIEPAJA, LV-3401
Mob.talr; +371 20083587

E-pasts: martins@liepsaimnieks.lv

Biivprojekta izstradatajs:

SIA "LIEPAJAS NAMSAIMNIEKS"
Baripu 37-5, LIEPAJA, LV-3401
VRN: 42103044336

BKR NR.: 12232

Bavniecibas ierosinatajs:

A/S "Olaines ddens un siltums" Kidras iela 27, Olaine, LV-2114
Reg. Nr. 50003182001

PasitTjuma Nr:

LN-01102019

Objekta nosaukums: Zibensaizsardzibas sistémas izbive

Objekta adrese: Stacijas iela 14, Olaine, Olaines novads, LV-2114,
Bivprojekta stadija: Apliecindjuma karte

Bivprojekta dala: ELT - elektroapgade, aréjie tikli

Séjuma nr. un taja ietvertas
dajas vai sadalas marka:

-

e
SIA “Liepajas namsaimnieks” valdes locekdis:. % Ancans 30.10.2019.

ELT dalas vaditajs

Ce= Iparaksls, alsifersjums, datums/

/ Modris Nalivaiko, Sert. Nr.3-01623 30.10.2019.

‘é___:-g._\g /paraksts, atSiferejums, datums/

LIEPAJA 2019




3. pielikums

Ministru kabineta
2017. gada 9. maija
noteikumiem Nr. 253

APLIECINAJUMA KARTE
(Pielikums MK 25.09.2018. noteikumu Nr. 607 redakcij)

| - ZINAS PAR BUVNIECIBAS IECERI

Bivniecibas ierosinatajs A/S "OLAINES UDENS UN SILTUMS"
(pasattajs)

(fiziskas personas vards, uzvards vai juridiskas personas nosaukums)

registracijas Nr. 50003182001

(fiziskas personas kods vai juridiskas personas redistracijas Nr.)

Kidras iela 27, Olaine, LV-2114

(dzivesvieta vai juridiska adrese, talruna numurs)
kristaps.vitins@ous.lv

(elektroniska pasta adrese)

Nekustama TpaSuma kadastra numurs 8009 5010 330

Bivniecibas ieceres nosaukums Elektroapgade, aréjie tikli - Zibensaizsardziba

Zemes vienibas kadastra apziméjums 8009 0010 324

MeZa kvartala numurs, meza nogabala
numurs un atmeZojama platiba
sadalljuma pa meza nogabaliem

TpasSi aizsargajamas dabas teritorijas
nosaukums un funkcionala zona

ZINAS PAR OBJEKTU
InZeniertikla pievads
Grodu aka
Udens ieguves urbums
Avota kaptaza
lek3gjais inzeniertikls
x | Citainzenierblve

Buvniecibas veids
X__| Jauna bavnieciba
lerTkoSana
AtjaunoSana
Parbave
Nojauk$ana
Objekta nosaukums un adrese Zibensaizsardzibas sistémas izbiive
Stacijas iela 14, Olaine, Olaines nov., LV-2114
Objekta kadastra apziméjums 8009 0020 632 001
InZenierblives grupa 1.grupa

Objekta pasreizgjais lietoSanas veids Nr.2420




Objekta paredzétais lietoSanas veids Nemainigs

Papildinformacija

Objekta apbaves laukums (neattiecas uz inZeniertikla

pievadu) (m2)

Grodu akas vai idens ieguves urbuma dzilums (m)

Objekta garums (attiecas uz inZeniertikla pievadu) (m)

Objekta bavizstradajumi

Atbilsto§i  iekartu un  materialu

specifikacijai,
Objekta nojauk$anas metode
Bavdarbu laika radito bivniecibas atkritumu Atbilstodi  noslégtajam figumam ar
apsaimnieko$ana atkritumu apsaimniekotaju.
Bavdarbu laika radito bavniecibas atkritumu apjoms <1ms,

Bavdarbu laika radtto bavniecibas atkritumu parstrades vai ~ Atbilsto$i noslégtajam ligumam ar

apglabasanas vieta
Teritorijas sakarto$anas veids

atkritumu apsaimniekotaju.
Atjaunot ne sliktaka stavokli, ka pirms
bavdarbiem.

Zinas par buivniecibas finanséjuma avotu

X | privatie lidzek]i

Pilnvarota persona

X | Eiropas Savienibas politiku instrumentu [idzek]i

| X_| publisko tiesTbu juridiskas personas lidzeki citi arvalstu finanu palidzibas lidzekli

A/S "Olaines tdens un siftums"

(fiziskas personas vards, uzvards vai juridiskas personas nosaukums)

Reg. Nr.: 50003182001

(fiziskas personas kods vai juridiskas personas registracijas Nr.)
Kadras iela 27, Olaine, LV-2114

(dzivesvieta vai juridiska adrese, talrupa numurs)
kristaps.vitins@ous.lv

Juridiskas personas
noradita kontaktpersona

(elekironiska pasta adrese)

Kristaps Vtin§, projektu vaditajs, talr. 67146715,
e-pasts: kristaps.vitins@ous.lv

Biivniecibas ieceres
izstradatajs

(vards, uzvards, personas kods, talrupa numurs, elektroniska pasta adrese)

SIA “Liepajas Namsaimnieks”

(fiziskas personas vards, uzvards, sertifikata Nr.

Reg. Nr.: 42103044336

vai juridiskas personas nosaukums, redistracijas Nr.,
Reg. Nr. BIS registra: 12232, Barinu iela 37 - 5, Liepaja, Latvija

registracijas Nr. bivkomersantu registra, juridiska adrese un talrupa numurs)



Bivspecialists(-i)1 ) Modﬁb&quwa;ko Sert.Nr.3-01623

/i: uzvards, seﬁmiNr )
A, 42 LOG

(datums)

Pievienojamie dokumenti
tehniskie noteikumi, aaujas
skaidrojo$s apraksts, t.sk. izvértéjums par iek&jo inZeniertiklu atjauno$anas

i vai parbaves ietekmi uz pakalpojuma pieejamibu 3
X | grafiskie dokumenti 6
Aizpilda buvvalde

Atzime par blvniecibas ieceres akceptu

Bavvaldes atbildigad amatpersona

(amats, T
=

vards, uzvards, paraksts) (daturhs)

leceres realizacijas termin$

(datums)
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SATURA RADITAJS

MARKA LAPAS NOSAUKUMS e LAPA

Titullapa o , 1
 Apliecinajuma karte . 24

Saturs 5
AS Sadales tikls tehniskie noteikumi 6-7

AS Sadales tikls saskanojums 8
Skaidrojo3ais apraksts 9-11

ELT  Visparigie raditaji ELT-1 12
ELT  Zibensaizsardziba. Zem&juma kontdrs. ELT-2 13
ELT  Zibensaizsardziba. Jumta plans. ELT-3 14
ELT  Zibensaizsardziba. Fasades asis C-A; A-C. ELT-4 15
ELT  Zibensaizsardziba. Fasades asis 8-1. ELT-5 16
ELT  Zibensaizsardziba. Fasades asfs 1-8. ELT-6 17

Materialu specifikacija 18




Skaidrojosais apraksts

ELT - Elektroapgade, aréjie tikli( Zibensaizsardziba un Zemé&jums)

Projekta risinati aréjie elektroapgades {ikli - zibensaizsardziba un zeméjums.

Visi aktivas zibensaizsardzibas sistémas montazas darbi javeic saskana ar
spéka eso3o Francijas standartu NFC-17-102, kd ari RaZotdja un Pasititaja
noradijumiem.

Objekta drikst pielietot tikai LR sertificEétus materidlus. Visam iekartam
janodrosSina lietoSanas instrukcijas valsts valoda.

Uznémumam, kur§ slégs ligumu par akiivas zibensaizsardzibas izbdvi,
japiedava pilns darbu un materialu komplekts, kas nepiecieSams §1s sistémas
izblvei. Materialus un montazas izstradajumus, kas nav paredzéti dotaja projekta,
japaredz montazas organizacijai, nemot véra ieprick§€jo darba pieredzi.

Projekta paredzéto aparatiiras iekartu marku un tipu var aizvietot ar analogu
izstradajumu. ST projekta risinajumi var tikt precizéti péc Pasititaja noradijumiem.
Visas iekartas pirms pasitiSanas saskanot ar Pastitaju.

Projektéta zibensaizsardzibas sistéma nevar garantét pilnigu éku un personu
aizsardzibu, tas lietoSana mazina zibens izraisTta kaitéjuma risku. levérot raséjumos
noraditas piezimes.

Izmantotie normativi un standarti

Projekta ELT sadala izstradata, izmantojot sekojo$us normativus un
standartus:

e Francijas standarts NFC-17-102 "Protection against lightening"

Zibensaizsardziba

Objekts atbilst 1ll zibensaizsardzibas klasei un taja tiek paredzéta aktivas
zibensaizsardzibas sistéma INGESCO.

Ekas visu dalu zibensaizsardziba tiks nodro$inata izbGvéjot vienu aktivo
zibens uztvérgju.

Uz ékas jumta paredzéts uzstadrt aktivo uztvéréju - INGESCO PDC.E 60, kas
nodroSinas objekta pilnu aizsardzibas parklajumu atbilstosi Il zibensaizsardzibas
klasei noteiktajiem parametriem. Zibens aizsardzibas parklajums noteikts robezas no
19-97 metri un talak, atbilstoSi skaitliskajai starptbai no uztver$anas galvas
augstuma lidz jumta vai uz ta esoSo izvirzijumu augstumam. Aizsardzibas
parklajuma aprékins balstits uz Francijas standartu NFC-17-102, ko atbalsta

izmantojamas zibensaizsardzibas sistémas INGESCO razotjjs.



Montaza

Uz ékas jumta, pland noraditaja vieta, uzstadit akiivo zibens uztvéréju PDC.E
60. Uztvérgju uzstadit 4,0m gara masta. Mastu uzstadit, stiprinot to pie jumta kores.

No zibens uztverSanas sisttémas pa fasddi montét zibens novedéjkabeli
(elektrolitisks vara kabelis- 50mm2) to novadot lidz zemes fimenim.

1,5m augtuma virs un 0,2m zem zemes limena, stiepli paredzéts montét
cinkota térauda apvalka PVC caurulé, tas mehaniskai un pretkorozijas aizsardzibai,
ka arT aizsarzibai pret pieskarspriegumu.

Plana noraditajai novedéjstieplei 2,0m augstuma no zemes limena uzstadit
zibensspérienu uzskaites ierici un zem tas, 1,5m augstuma, pievienot testa
mérTjumu klemmi PVC karba.

Vara kabelus, katra nolaiduma vieta, ierakt 0,5m dziluma un, atbilsto$i ELT-2
noraditajai trasei, guldit tos zemé hdz elektrodu iedziSanas punktiem. Starp
elektrodiem guldit zeméjuma lentu — cinkots térauds 30x3,5mm

Atbilstosi plancjumam viena punktd, dazados virzienos, iedzit zemé un
pievienot vara kabelim 3 zemé&juma elektrodus(18x1500mm) veidojot ,Crow’s feet”
zemeéjuma sistému.

Veikt zeméjuma ietaises pretestibas mérijjumus nolaidumam. Zemé&juma
ietaisei janodrosina pretestiba ne lielaka vai vienada par attiecigi 10Q. Gadijuma3, ja
zeméjuma ietaises pretestiba parsniedz pielaujamo lielumu, to nepiecieSams
papildinat ar papildus elektrodiem.

Visus zemé esoSos zemétdjietaises savienojumus aizsargat(aptit) ar
pretkorozijas lentu.

levérot atdalitajattdlumu - min.0,75m starp novaditakabeli un eso$ajam
virszemes/apakS§zemes komunikacijam un metaliskam dalam. Ja novaditajstieple
atrodas tuvak par 0,75m no metaliskas konstrukcijas, to sazemét, pievienojot
zeméjuma novaditajam.

Visas proj. zibensaizsardzibai blakus esoS$as normali strdvu nevadosas
metala elektroietaises dalas, €ku metala konstrukcijas, stacionaras metala caurules,
tehnologisko iekartu metala dalas un tml. sazemét.

Péc rakSanas darbu veik§anas atjaunot rakto virsmu segumus un labiekartot

darbu laika skarto teritoriju.

{0



Perspektiva projektéjot vai uzstadot uz €kas jumta vai citam tas dalam
jebkada veida inZenierkomunikacijas vai konstrukcijas, ievérot zibensaizsardzibas
risindgjuma noteiktos aizsardzibas zonu péarklajumus. Uzstdadamo instalaciju
atrasanas arpus parklajuma zonas, zibens spériena laika, var rezultéties ar to
bojajumiem vai projektétas zibensaizsardziibas sistémas nespéju veikt tai

paredzétas funkcijas.

PEC DARBU IZPILDES PASUTITAJAM NODODAMA DOKUMENTACIJA AR
ZEMEJUMA PRETESTIBAS MERIJUMIEM, KA ARI VISA AR SISTEMAS
LIETOSANU UN KONFIGURACIJU SAISTITA INFORMACIJA PILNA APJOMA.,

Blvspecialists: /Modris Nalivaiko/
Sert.Nr.3-01623
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Visparigie dati:

ELT dalas raséjumu saraksts:

1. Objekts, atbilstodi biivju klasifikacijai, atbilst Il zibensaizsardzibas klasei Nr.| Marka Nosaukums M&rogs
un taja paredzéts uzstadit akfivas zibensaizsardzibas sistému - INGESCO; 1 | ELT-1 |VISPARIGO RADITAJU LAPA BIM
2. Projektéjamo elementu piesaistes izméri planos noradtti milimetros; 2 |ELT-2 ZIBENSAIZSARDZIBA. ZEMEJUMA 1:250
3. Projektgjamo elementu izvietojums var tikt korigéts atbilstosi realajai KONTIIRS - — :
oo 3 | ELT-3 |ZIBENSAIZSARDZIBA. JUMTA PLANS 1:200
situaciar; o | L7 |/ BENSAIZSARDZIBA. FASADES | 00
4. Projekta zem&juma plana izstradei izmantots topografiskais uzmerijums ASIS C-A. A-C. .
o ZIBENSAIZSARDZIBA. FASADES ,
meéroga 1:250; 5 | ELT-5 ASIS 8.1 1:200
5. Visus elektroietaiéu montazas darbus izpildit saskana ar drogibas 6 | ELT-6 igiﬁS:'ZSARDZTBA- FASADES 1:200
tehnikas, iekartu montazu un ekspluatacijas noteikumiem; 5
6. Paredzétos materialus var aizvietot ar analogu, bet ne zemakas kvalitates
izstradajumu;
7. Materialu tipus, markas un daudzumu skatit sadalas specifikacija.
Izmantotie normativi un standarti
Projekta ELT sadalas izstradé ir izmantoti sekojosi standarti un normas:
| Francijas standarts NFC-1 7-102 "Protection against lightening"
L - .
Pievienojamo dokumentu saraksts:
ELT-SA - Skaidrojoss apraksts -
PIENEMTIE APZIMEJUMI:
- - Elektrolitisks vara kabelis(@8mm-50mm2)
- Cinkota térauda apvalka PVC aizsargcaurule
® - Kabela stiprinajums uz jumta
o - Kabela stiprinajums pie fasades
] - Savienojuma klemme vara kabeliem
| - CDR UNIVERSAL - zibensspérienu uzskaites ierice
B - Kontroimérijumu klemme PVC kasté
- Karsti cinkota térauda lenta 30x3,5mm
PasGtitdjs:  A/S "Olaines idens un siltums™
registracijas Nr. 50003182001
Mob.: +371 20083587 ' Kadras iela 27, Olaine, LV-2114
VRN:42103044336 = -
Bk rep nr,12232 . Buvprojekta zpensaizsardzibas sistémas izbiive
munins@liepnanuuimi]“;zssrz; nosau ku ms:
www.liepajasnomsaimnieks,iv LIEPAJAS NAMSAIMNIEKS
B gg::ls(;? Stacijas iela 14, Ofaine, Olaines novads, LV-2114
BPDV  |M.Nalivaiko | / 24.10.2019 )
lzstradaja| M.Nalivaiko | / 24.10.2019 | Lapas
hosaukams: VISPARIGO RADITAIU LAPA
Mérogs Pasiit. Nr. | Arh.reg. Nr| Stadija [ Marka | Lapu sk. Nr.
B/M LN-01102019 |LN-01102019 N ELT-1 -
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s VS PIENEMTIE APZIMEJUM:
P 8.24\ — -
s - Elekirofitisks vara kabelis(@8mm- 50mm2)
7.08 \/ ————— - Karsti cinkota térauda lenta 30x3,5mm
v - Kabela stiprinajums pie fasades
= Y B ‘ ° - Zem@juma elektrodi
PIEZIMES _
Zemejums Pasititajs: A/; “Olaines Oidens un siltums"
A ARG tte o . registracijas Nr. 50003182001
o Plana_ attelots zemgjuma konturs; L o P T - ' Kidras iela 27, Olaine, LV-2114
e Gar &kas pamatu perimetru pland noraditaja attadluma un 0,5m dziluma V3103044336 Bavprojekta zp b -
ierakt zem@juma kontiiru - 30x3,5mm Kkarsti cinkotu trauda lentu. I N Inostukums: Zbensaizsardzibas sistémas |zbilve
Zeméjuma kontliram pievienot zibens novedgjus. winwllepajosnamsaimnieksty  LIEPAIAS NAMSAININIEKS :
e Visus zemé esofos zem&juma Kkontlira savienojumus aizsargat ar ~Rss Objekta Stacijas iela 14, Olaine, Olaines novads, LV-2114
! ) £ adrese:
pretkorozijas lentu. BPDV  |M.Nalivaiko |/ \;4.10.2019 ’
e Zem&juma kontliram janodrofina zem&uma kontiira pretestiba ne lielaka 1zstradaja| M. Nalivaiko 124.10.2019 | Lapas
par.IOQ. Preteja.gadlj_uma. nepieciesams pa'lpll_dlvnat_zemej_uma kontiiru ar > nosaukums: ZIBENSAIZSARDZIBA. ZEMEJUMA KONTORS.
papildus elektrodiem, Iidz tiek sasniegta nepiecieSsama kontiira pretestiba
e Krustojuma ar gazvadu zeméjuma lentu ievietot goftéta caurulé PE. = - . =
o Materialu markas un tipus skatit materialu specifikacijas. Mérogs | Pasat. Nr. | Arh.reg. Nr{ Stadija | Marka | Lapusk.| Nr.
1:250  [LN-01102019 |LN-01102019 - ELT-2 -




JUMTA PLANS, M1:200
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PIENEMTIE APZIMEJUMI:
- Elektrohtisks vara kabelis(@8mm-50mm2)
- Cinkota térauda apvalka PVC aizsargcaurule
® - Kabela stiprinajums uz jumta
° - Kabela stiprinajums pie fasades
. ] - Savienojuma klemme vara kabeliem
[ ] - CDR UNIVERSAL - zibensspérienu uzskaites ierice
B - Kontrolmé&rjumu klemme PVC kasté
- Karsti cinkota térauda lenta 30x3,5mm |
Pashtitajs:  A/S "Olaines tidens un siltums"
registracijas Nr. 50003182001
Mob.: +371 20083587 Kidras iela 27, Olaine, LV-2114
VRN:42103044336 - »
BK. reg. nr.:12232 Bavprojekta zipensaizsardzibas sistémas izbve
E-posts: nosaukums:
martins@liepnamsaimnieks.iv "
www.liepajosnamsoimnieks.iv LIEPAJAS NAMSAIMNIEKS
Objekta Stacijas iela 14, Olaine, Olaines novads, LV-2114
— adrese:
BPDV  |M.Nalivaiko |/ .10.2019
PIEZIMES: Izstradaja| M.Nalivaiko i 24.10.2019 | Lapas
1. Projektgjamo elementu piesaistes izméri plana noraditi milimetros; ~ nosaukums: ZIBENSAIZSARDZIBA. JUMTA PLANS.
2. Projektéjamo elementu izvietojums var tikt korigéts atbilstosi realajai situacijai;
;3. _Vlsus elel_<tvr01eta|su mont?z?s darbgs lzp_lldlt saskana ar drosibas tehnikas, Mé&rogs Pasit. Nr. | Arh. reg. Nr] Stadijla | Marka | Lapu sk. Nr.
jekartu montazu un ekspluatacijas noteikumiem.
1:200 LN-01102019 |[LN-01102019 i ELT-3 -
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FASADES ASIS C-A; A-C, M1:200
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PIENEMTIE APZIMEJUMI:

| -Elektrolitisks vara kabelis(@&mm-50mm2)
- Cinkota térauda apvatka PVC aizsargcaurule
® - Kabela stiprindjums uz jumta
° - Kabela stiprindjums pie fasades
N - Savienojuma klemme vara kabeliem
[ ] - CDR UNIVERSAL - zibensspérienu uzskaites ierice

- Kontrolmérijumu klemme PVC kasté
- Karsti cinkota térauda lenta 30x3,5mm

PIEZIMES:

1. Projekt&jamo elementu piesaistes izméri plana noraditi milimetros;

2. Projektéjamo elementu izvietojums var tikt korigéts atbilstosi realajai situacijai;
3. Visus elektroietai$u montazas darbus izpildit saskana ar dro$ibas tehnikas,
iekartu montazu un ekspluatacijas noteikumiem.
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LN-01102019

Pasiititdjs:  A/S “Olaines Gidens un siltums®
registracijas Nr. 50003182001
Mob.: #371 20083587 Kidras iela 27, Olaine, LV-2114
VRN:42103044336 - .
8. reg. r.:12232 Bovprojekta zipensaizsardzibas sistémas izbiive
, E-posts: nosaukums:
martins@liepnamsaimnieks.iv —
www.llepajasnamsaimnieks. lv LIEPAIAS NAMSAIMNIEKS
— ggg::;_a Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV  |M.Nalivaiko |/ Ypa.10.2019 :
lzstradaja| M.Nalivaiko / 94.10.2019 Lapas
nosaukums: ZIBENSAIZSARDZIBA. FASADES ASIS C-A; A-C.
Mérogs Pasit. Nr. | Arh.reg. Nrl Stadija | Marka | Lapusk. Nr.
1:200 LN-01102019 - ELT-4 -
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FASADES ASIS 8-1, M1:200

Aktivala zlbens uzivErsjs PDC E 60
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PIENEMTIE APZIMEJUMI:

‘ ______ -Elektrolitisks vara kabelis(@8mm-50mm2)
- Cinkota térauda apvalka PVC aizsargcaurule

® - Kabela stiprinajums uz jumta
° - Kabela stiprindjums pie fasades
(. ] - Savienojuma klemme vara kabeliem '
B - CDR UNIVERSAL - zibensspérienu uzskaites ierice
- Kontrolmarijumu klemme PVC kasté
= - Karsti cinkota térauda lenta 30x3,5mm | Pasatitdjs:  A/S "Olaines fidens un siltums"”
registracijas Nr. 50003182001
Mob.; 371 20083587 Kadras iela 27, Olaine, LV-2114
VRN:42103044336 - -
BK. reg. nr:12232 Bavprojekta zipensaizsardzibas sistémas izbiive
, Erasts: nosaukums:
martins@liepnamsaimnieks.lv _
www.llepajasnamsaimnieks.lv LIEPAJAS NAMSAIMNIEKS
T gg}'::;? Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV  |M.Nalivaiko |/ 124.10.2019 '
e
PIEZIMES: lzstradaja| M.Nalivaiko )[24.10.2019 | Lapas
1. Projekt&jamo elementu piesaistes izméri plana noraditi milimetros; oS aUkS: ZIBENSAIZSARDZIBA. FASADES ASIS 8-1.
2. Projekt&jamo elementu izvietojums var tikt korigéts atbilstosi realajai situacijai;
3. Visus elekiroietai$u montaZas darbus izpildit saskana ar droibas tehnikas, Mé&rogs past. Nr. | Arh. reg. Nr|] Stadija | Marka | Lapu sk.
iekartu montazu un ekspluatacijas noteikumiem.
1:200 LN-01102019 (LN-01102019 = ELT-5 3




FASADES ASIS 1-8, M1:200

Ahtlvals 2iwnns uztvérdjs PDC.E 60
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PIENEMTIE APZIMEJUML:
- Elektrofitisks vara kabelis(@8mm-50mm2)
- Cinkota térauda apvaika PVC aizsargcaurule
® - Kabela stiprindjums uz jumta
° - Kabela stipringjums pie fasades
[ ] - Savienojuma klemme vara kabefiem
| - CDR UNIVERSAL - zibensspérienu uzskaites ierice
E - Kontrolmarfjumu klemme PVC kasté
- Karsti cinkota térauda lenta 30x3,5mm Pasiititajs:  A/S "Olaines idens un siltums"
o - registracijas Nr. 50003182001
Mob.: +371 20083587 Kiidras iela 27, Olaine, LV-2114
VRN:42103044336 -
B.K. reg.nr;12232 Bavprojekta zipensaizsardzibas sistémas izbive
E-pasts: nosaukums:
martins@liepnamsaimnieks.iv -
www.liepajasnamsaimnieks.tv LIEPAJAS NAMSAIMNIEKS
w gggg:;'a Stacijas iela 14, Olaine, Olaines novads, LV-2114
BPDV  |M.Nalivaiko |/ 34.10.2019 ‘
PIEZIMES: 1zstradaja| M.Nalivaiko / 24.10.2019 | Lapas
1. Projekt&jamo elementu piesaistes izm&ri plana noradfti milimetros; T HosauKOmS: ZIBENSAIZSARDZIBA. FASADES ASIS 1-8.
2. Projekt&jamo elementu izvietojums var fikt korigéts atbilstosi redlajai situacijai;
3. Visus elektroietai$u montazas darbus izpildit saskana ar dro§ibas tehnikas, Mérogs Pasdt. Nr. | Arh. reg. Nr] Stadija | Marka | Lapu sk. Nr
iekartu montaZu un ekspluatacijas noteikumiem.
1:200 LN-01102019 |LN-01102019 i ELT-6 =
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lekartu, konstrukciju un biivizstradajumu kopsavilkums

ELT

Blves nosaukums: Zibesaizsardzibas sistémas izblve

Objekta nosaukums: Zibesaizsardzibas sistémas izbive

Objekta adrese: Stacijas iela 14, Olaine, Olaines novads, LV-2114
Pasatijuma Nr.: LN-01102019

Apjomi sastaditi pamatojoties uz blivprojektu

N{(-P- Kods Bivdarbu nosaukums Mervieniba | Daudzums |  Piezimes
1 Uztvérejs PDC.E 60 INGESCO, 102007, vai ekvivalents gab. 1
Masts 4m komplekta ar stiprindjumu pie jumta, INGESCO, vai

2 . gab. 1
ekvivalents

3 Masta adapters - 1'1/2” @20 round - Cu/Zn, INGESCO, 111012, vai gab y
ekvivalents )

4 Elektrolitisks vara kabelis - Braided copper cable - 50mm?(8mm) - 55
section, INGESCO, 117072, vai ekvivalents

5 Cinkota térauda apvlaka PVC apvalka aizsargcaurule - Galv. steel-PVC = 4
shielded tube @40mm, INGESCO, 119091, vai ekvivalents

6 Aizsargcaurules turétajs fasadei - PA 50mm2 tube, INGESCO, 118177, gab 4
vai ekvivalents )

7 Kontrolmérijumu klemme kasté - In-box testing-switching bridge 50mm?2 gab 5
cable, INGESCQO, 250008, vai ekvivalents '

8 Zibensspérienu skaita uzskaititajs CDR UNIVERSAL, INGESCO, gab 2
432028, vai ekvivalents )

Kabela stiprindjums pie fasades - Folding clamp with M8 lag screw for
9 g 50-70mm? cable, INGESCO, 118083, vai pielagot fasades tipam, vai gab. 30
a |ekvivalents

10 ~  [Jumta vada turétdjs plakanam jumtam (OBO) 165 MBG-8, Obo gab 20
Bettermann, 5218691, vai ekvivalents ’

11 Zemé&juma elektrods - 219 20 ST FT @20mm 1500mm, Obo gab 18
Bettermann, 5000750, vai ekvivalents )
Zeméjuma elektroda spice - 1819/20 BP, Obo Bettermann, 3041212,

12 . gab. 18
vai ekvivalents
Savienojums zemé&juma elektrods - térauda lenta, Propster 01111 356,

13 oo gab. 18
vai ekvivalents

14 Savienojums vara kabeliem - 2 pole case equipotential bar, INGESCO, gab 4
250026, vai ekvivalents '

15 Karsti cinkota térauda lenta 30x3,5mm, SLO, 100 336K, vai ekvivalents m 12

16 Pretkorozijas aizsarglenta 50mm/10m, vai ekvivalents gab. 1

17 Transejas rak$ana un aizbérsana m 14

18 Tran$ejas virsmas atjaunosana - teritorijas labiekarto§ana m2 7

19 Zeméjuma elekirodu iedzT$ana zemé kompl. 18

20 MontaZas paligmateriali obj. 1

21 Elektriskie mérfjumi, izpilddokumentacijas sagatavo$ana obj. 1

Sastadija: Modris Nalivaiko sert.Nr. 3-01623
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